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ABSTRACT
The document presents uniform standards for facility

accessibility by physically handicapped persons for Federal and
federally funded facilities. The standards are to be applied during
the design, construction, and alteration of buildings and facilities
to the extent required by the Architectural Barriers Act of 1968, as
amended. Technical requirements are presented for 33 facility
elements, including space allowances and reach ranges, curb ramps,
stairs, elevators, bathtubs, sinks, storage, alarms, telephones, and
assembly areas. Separate sections address restaurants and cafeterias,
health care, mercantile, libraries, and postal facilities. Appendices
give additional information to help the designer understand minimum
requirements of the standards for facility accessibility and include
the Architectual Barriers Act of 1968, as amended through 1984.
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NOTE

This document was published originally in the Federal
Register on August 7, 1984 (49 FR 31528) and includes
corrections made subsequent to its printing.
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UNIFORM FEDERAL ACCESSIBILITY STANDARDS

INTRODUCTION

GENERAL SERVICES
ADMINISTRATION

DEPARTMENT OF DEFENSE

DEPARTMENT OF HOUSING
AND URBAN DEVELOPMENT

U.S. POSTAL SERVICE

This document presents uniform
standards for the design, construction,
and alteration of buildings so that
physically handicapped persons will
have re tiy access to and use of them
in accordance with the Architectural
Barriers Act, 42 U.S.C. 4151-4157. The
document embodies an agreement to
minimize the differences between the
standards previously used by four agen-
cies (the General Services Administra-
tion, the departments of Housing and
Urban Development and Defense, and
the United States Postal Service) that
are authorized to issue standards under
the Architectural Barriers Act, and
between those standards and the
access standards recommended for
facilities that are not federally funded or
constructed.

The four standard-setting agencies
establish and enforce standards for
design, construction, and alteration of
particular types of buildings and
facilities. The General Services Adminis-
tration (GSA) prescribes standards for
all buildings subject to the Architectural
Barriers Act that are not covered by
standards issued by the other three
standard-setting agencies; the Depart-
ment of Defense (DoD) prescribes
standards for DoD installations; the
Department of Housing and Urban
Development (HUD) prescribes
standards for residential structures
covered by the Architectural Barriers
Act except those funded or constructed
by DoD; and the U.S. Postal Service
(USPS) prescribes stande..ds for postal
facilities. Each of the four agencies
issues standards in accordance with its
statutory authority.

To ensure compliance with the
standards, Congress established the
Architectural and Transportation
Barriers Compliance Board ( ATBCB) in
Section 502 of the Rehabilitation Act of
1973 (the Rehabilitation Act), 29 U.S.C.
792. The ATBCB is composed of
members representing eleven Federal

agencies (the four standardsetting
agencies; the departments of Educa-
tion, Health and Human Services,
Interior, Justice, Labar, and Transporta-
tion; and the Veterans Administration)
and eleven members appointed by the
President from the general public. A
1978 amendment to Section 502 of the
Rehabilitation Act added to the
ATBCB's functions the responsibility to
issue minimum guidelines (Guidelines)
and requirements for the standards
established by the four standardsetting
agencies. The final rule that established
the Guidelines now in effect was
published in the Federal Register on
August 4, 1982 (47 FR 33862) and is
codified at 36 CFR part 1190.

The four standardsetting agencies
determined that the uniform standards
adopted by them would, as much as
possible, not only comply with the
Guidelines adopted by the ATBCB but
also be consistent with the standards
published by the American National
Standards institute (ANSI) for general
use. ANSI is a nongovernmental
national organization that publishes a
wide variety of recommended stan-
dards. ANSI's standards for barrier-free
design are developed by a committee
made up of 52 organizations represent-
ing associations of handicapped peo-
ple, rehabilitation professionals, design
professionals, builders, and manufac-
turers. The standards, which are called
ANSI A117.1, "Specifications for Mak-
ing Buildings and Facilities Accessible
to, and Usable by, Physically Handi-
capped People," are developed using
the consensus process. The original
ANSI A117.1, adopted in 1961, formed
the technical basis for the first
accessibility standards adopted by the
federal government and most state
governments. The current edition, ANSI
A117.1-1980, is based on research
funded by HUD. It has genera.iy been
accepted by the private sector and has
been recommended for use in model
state and local building codes by the
Council of American Building Officials.

In keeping with the objective of
uniformity between federal re-
quirements and those commonly
applied by state and local governments,
the Uniform Federal Accessibility
Standards (UFAS) follows ANSI
A117.1-1980 in format Both the UFAS
scope provisions, which establish the
minimum number of elements and
spaces required to comply with
standards, and the UFAS technical

requirements meet or exceed the com-
parable provisions of the Guidelines.

The UFAS was published in the
Federal Register on August 7, 1984
(49 FR 31528). Each of the standard-
setting agencies has taken action 'in
accordance with its own procedures,
including internally prescribed rulemak-
ing and the Administrative Procedure
Act where applicable, to incorporate the
UFAS in its own standards, regulations,
or other directives. GSA adopted the
UFAS in 41 CFR 101-19.6, effective
August 7, 1984. HUD adopted the
UFAS in 24 CFR part 40, effective
October 4, 1984. USPS adopted the
UFAS in Handbook RE-4, "Standards
for Facility Accessibility by the
Physically Handicapped," effective
November 15, 1984. DoD adopted the
UFAS by revising Chapter 18 of DoD
4270.1-M, Construction Cr!teria," by
memorandum dated May 8,1985.

For further information contact:

Kathleen Fields, General Services
Administration, 18th and F Streets,
N.W., Room 3044, Washington, D.C.
20405, (202) 566-0038.

Judith Glillom, Department of Defense,
Office of the Deputy Assistant Secretary
of Defense (Equal Opportunity), Room
3E317, The Pentagon, Washington,
D.C. 20301, (202) 697-8661.

Margaret Milner, Department of Hous-
ing and Urban Development, 451 7th
Street, S.W., Room 9220, Washington,
D.C. 20410, (202) 755-6454.

Melinda Hulsey, Real Estate and
Buildings Department, U.S Postal
Service, 475 L'Enfant Plaza West, S.W.,
Washington, D.C. 20260-6424,
(202) 268-3139.

For 'MD communication, call Margaret
Milner, (202) 426-6030. These are not
tollfree numbers.
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PURPOSE.

This document sets standards for facility accessibility
by physically handicapped persons for Federal and
federally-funded facilities. These standards are to be
applied during the design, construction, and altera-
tion of buildings and facilities to the extent required
by the Architectural Barriers Act of 1968, as
amended

The technical provisions of these standards are the
same as those of the American National Standard
Institutes document A; 17.1.1980, except as noted in
this text and on figures by italics.

GENERAL.

2.1 Authority. These standards were jointly
developed by the General Services Administration,
the Department of Housing and Urban Development,
the Department of Defense, and the United States
Postal Service, under the authority of sections 2, 3, 4,
and 4a, respectively, of the Architectural Barriers Act
of 1968, as amended Pub. L No. 90-480, 42 U.S.C.
4151.4157.

2.2 Provisions For Adults. The specifications in
these standards are based upon adult dimensions and
anthropometrics.

MISCELIANEOUS
INSTRUCTIONS AND
DEF1NMONS.

3.1 Graphic Conventions. Graphic conventions
are shown in Table 1. Dimensions that are not marked
"minimum" or "maximum" are absolute, unless other-
wise indicated in the text or captions.

3.2 Dimensional Tolerances. All dimensions are
subject to conventional building industry tolerances for
field conditions.

3.3 Notes. The text of these standards does not
contain notes or footnotes. Additional information,
explanations, and advisory materials are located in the
Appendix. Paragraphs marked with an asterisk have
related, nonmardatory material in the Appendix. In the
Appendix, the corresponding paragraph numbers are
preceded by an A.

3.4 General Terminology.
comply with. Meet one or more specifications of this
standard.

if, if...then. Denotes a specification that applies only
when the conditions described are present

may. Denotes an option or alternative

Table 1
Graphic Conventions

Convention Description

i

36

1

1 t

915

9
230

9 36
230 915

43
MX

min

I

I

Typical dimension line showing U.S. customary units
(in inches) above the line and SI units (in millimeters)
below

Dimensions for short distances indicated on
extended line

Dimension line showing alternate dimensions
required

Direction of approach

Maximum

Minimum

Boundary of clear floor area

S._ Centerline
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3.5 Definitions

shall. Denotes a mandatory specification or
requirement

should. Denotes an advisory specification or
recommendation.

3.5 Definitions. The following terms shall, for the
purpose of these standards, have the meaning
indicated in this section.

Access Aisle. An accessible pedestrian space between
elements, such as parking spaces, seating, and desks,
that provides clearances appropriate for use of the
elements.

Accessible. Describes a site, building, facility, or portion
thereof that complies with these standards and that
can be approached, entered, and used by physically
disabled people.

Accessible Element An element specified by these
standards (for example, telephone, exitrols, and the
like).

Accessible Route. A continuous unobstructed path
connecting all accessible elements and spaces in a
building or facility. Interior accessible routes may
include corridors, floors, ramps, elevators, lifts, and
clear floor space at fixtures. Exterior accessible routes
may include parking access aisles, curb ramps, walks,
ramps, and lifts.

Accessible Space Space that complies with these
standards.

Ada bit . The ability of certain building spaces and
elements, such as kitchen counters, sinks, and grab
bars, to be added or altered so as to accommodate
the needs of either disabled or nondisabled persons, or
to accommodate the needs of persons with different
types or degrees of disability.

Addition. An expansion, extension, or increase in the
gross floor area of a building or facility.

Administrative Authority. A governmental agency that
adopts or enforces regulations and standards for the
design, construction, or alteration of buildings and
facilities.

Alteration. As applied to a building or structure,
means a change or rearrangement in the structural
parts or elements, or in the means of egress or in
moving from one location or position to another. It
does not include normal maintenance, repair, reroof-
ing, interior decoration, or changes to mechanical
and electrical systems.

Assembly Area A room or space accommodating fifty
Or more individuals for religious, recreational,
educational, political, social, or amusement purposes,
or for the consumption of food and drink, including all
connected rooms or spaces with a common means of
egress and ingress. Such areas as conference rooms
would have to be accessible in accordance with other
parts of this standard but would not have to meet all of
the criteria associated with assembly areas.

Automatic Door. A door equipped with a power-
operated mechanism and controls that open and dose
the door automatically upon receipt of a momentary
sctuating signal The switch that begins the automatic
cycle may be a photoelectric device, floor mat, or
manual switch mounted on or near the door itself (see
power-assisted door).

Circulation Path. An exterior or interior way of passage
from one place to another for pedestrians, including,
but not limited to, walks, hallways, courtyards, stair-
ways, and stair landings.

Clear. Unobstnicted.

Common Use Refers to those interior and exterior
rooms, spaces, or elements that are made available for
the use of a restricted group of people (for example,
residents of an apartment building, the occupants of
an office building, or the guests of such residents or
occupants).

Cross Slope. The slope that is perpendicular to the
direction of travel (see running slope).

Curb Ramp. A short ramp cutting through a curb or
built up to it

Dwelling Unit A single unit of residence which
provides a kitchen or food preparation area, in addition
to rooms and spaces for living, bathing, sleeping, and
the like. A single family home is a dwelling unit, and
dwelling units are to be found in such housing types
as townhouses and apartment buildings.

Egress, Means of. An accessible route of exit that
meets all apPkable code specifications of the
regulatory building agency having jurisdiction over the
building or facility.

Element An architectural or mechanical component
of a building, facility, space, or site, e.g., telephone,
curb ramp, door, drinking fountain, seating, water
closet

Entrance Any access point to a building or portion of
building or facility used for the purpose of entering.
An entrance includes the approach walk, the vertical
access leading to the entrance platform, the entrance
platform itself, vestibules if provided, the entry door(s)
or gate(s), and the hardware of the entry door(s) or
gate(s). The principal entrance of a building or facility
is the main door through which most people enter

Essential Features. Those elements and spaces that
make a building or facility usable by, or serve the
needs of its occupants or users. Essential features
include but are not limited to entrances, toilet rooms,
and accessible routes. Essential features do not
include those spaces that house the major activities
for which the building or facility is intended, such as
classrooms and offices.

Extraordinary Repair. The replacement or renewal of
any element of an existing building or facility for pur-
poses other than normal maintenance

8 3



3.5 Definitions

Facility. All or any portion of a building, .structure, or
area, Including the site on which such building,
structure or area is located wherein speak services
are provided or activities performed

Full and Fair Cash Value Full and fair cash value is
calculated for the estimated date on which work will
commence on a project and means:

(1) The assessed valuation of a building or
facility as recorded in the assessor's office of the
municipality and as equalized at one hundred
Percent (100 %) valuation, or
(2) The replacement cost, or
(3) The fair market value.

Functional Spaces. The rooms and spaces in a
building or facility that house the major activities for
which the building or facility is intended.

Housing. A building, facility, or portion thereof,
excluding inpatient health care facilities, that contains
one or more dwelling units or sleeping accom-
modations. Housing may include, but is not limited to,
one and two-family dwellings, apartments, group
homes, hotels, motels, dormitories, and mobile homes.

Marked Crossing. A crosswalk or other identified path
intended for pedestrian use in crossing a vehicular
way.

Multifamily Dwelling. Any building containing more
than two dwelling units.

cable Part A part of a piece of equipment or
lance used to insert or withdraw objects, or to

activate, deactivate, or adjust the equipment or
appliance (for example, coin slot, pushbutton, handle).

Physically Handicapped An individual who has
physical unpairment, including impaired sensory,
manual, or speaking abilities, which results in a
functional limitation in access to and use of a build-
ing or facility.

Power-assisted Door. A door used for human passage
with a mechanism that helps to open the door, or
relieve the opening resistance of a door, upon the
activation of a switch or a continued force applied to
the door itself. If the switch or door is released, such
doors immediately begin to close or close completely
within 3 to 30 seconds (see automatic door).

Public Use. Describes interior or exterior rooms or
spaces that are made available to the general public.
Public use may be provided at a building or facility that
is privately or publicly owned.

Ramp. A walking surface in an accessible space that
has a running slope greater than 1:20.

Running Slope. The slope that is parallel to the
direction of travel (see cross slope).

Service Entrance An entrance intended primarily for
delivery of services.

Signage. Verbal, symbolic, tactile, and pictorial
information.

Site. A parcel of land bounded by a property line or a
Tesignated portion of a public rightof-way.

Site Improvement. Landscaping, paving for pedestrian
and vehicular ways, outdoor lighting, recreational
facilities, and the Eke, added to a site.

Sleeping Accommodations. Rooms in which people
sleep, for example, dormitory and hotel or motel guest
rooms.

Space A definable area, eg., toilet room, hall,
asseinbly area, entrance, storage room, alcv,e, court-
yard or lobby.

Structural Impracticability. Changes having little
likelihood of being accomplished without removing
or altering a load-bearing structural member and/or
incurring an increased cost of 50 percent or more of
the value of the element of the building or facility
involved

Tactile. Describes an object that can be perceived
using the sense of touch

Tactile Warning. A standardized surface texture applied
to or built into walking surfaces or other elements to
warn visually impaired people of hazards in the path of
travel.

Temporary. Applies to facilities that are not of
permanent construction but are extensively used or
essential for public use for a given (short) period of
time, for example, temporary classrooms or classroom
buildings at schools and colleges, or facilities around a
major construction site to make passage accessible,
usable, and safe for everybody. Structures directly
associated with the actual processes of major con-
struction, such as porto potties, scaffolding, bridging,
trailers, and the like, are not included. Temporary as
applied to elements means installed for less than 6
months and not required for safety reasons.

Vehicular Wayr. A route intended for vehicular traffic,
such as a street, driveway, or parking lot

Walk An exterior pathway with a prepared surface
intended for pedestrian use, including general
pedestrian areas such as plazas and courts.

ACCESSIBLE ELEMENTS AND
SPACES: SCOPE AND
TECHNICAL REQUIREMENTS.

4.1 Minimum Requirements.

4.1.1 Accessible Sites and Exterior Facilities:
New Construction. An accessible site shall meet the
following minimum requirements:

(1) At least one accessible route complying with 4.3
shall be provided within the boundary of the site
from public transportation stops, accessible parking

4



4.1.2 Accessible Buildings: New Construction

spaces, passenger loaaing zones if provided, and
public streets or sidewalks to an accessible building
entrance.

(2) At least crie accessible route complying with 4.3
shall connect accessible buildings facilities, elements,
and spaces that are on the same site.

(3) All objects that protrude from surfaces or posts
into circulation paths shall comply with 4.4.

(4) Ground surfaces along accessible rou...:s and in
accessible spaces shall comply with 45.

(5) (a) If parking spaces are provided for
employees or visitors, or both, then accessible spaces,
complying with 4.6, shall be provided in each such
parking area in conformance with the following
table

Total Parking
in Lot

Required Minimum
Number of Acc assible

Spaces

1 to 25 1

26 to 50 2
51 to 75 3
76 to 100 4

101 to 150 5
151 to 200 6
201 to 300 7
301 to 400 8
401 to 500
501 to 1000

9

1001 and over

2 percent of total.
" 20 plus 1 for each 100 over 1000.

EXCEPTION: The total number of accessible parking
spaces may be distributed among parking lots, if
greater accessibility is achieved

EXCEPTION: This does not apply to parking pro.
vided for official government vehicles owned or
leased by the government and used exclusively for
government purposes.

(b) If passenger loading zones are provided,
then at least one passenger loading zone shall com-
ply with 4.65.

(c) Parking spaces for side lift vans are
accessible parking spaces and may be used to meet
the requirements of this paragraph.

(d) Parking spaces ai accessible housing
complying with 4.6 shall be provided in accordance
with the following:

(i ) Where parking is provided for all
residents, one accessible parking space shall be pro-
vided for each accessible dwelling unit and

(ii) Where parking is provided for only a
portion of the residents, an accessible parking space
shall be provided on request of the occupant of an
accessible dwelling unit;

AMMIIIII

(ill ) Where parking is provided for
visitors, 2 percent of the spaces, or at !east one, shall
be accessible

(e) Parking spaces at health care facilities
complying with 4.6 shall be provided in accordance
with the following

(i ) General health care facilities,
employee and visitor parking: Comply with Table
4.1 .1 (5)(a);

(ii) Outpatient facilities: 10 percent of
the total number of parking spaces provided;

(iii) Spinal cord injury facilities,
employee and (fig-or parking: 20 percent of total
parking spaces provided

(6) If toilet facilities are provided on a site, then
each such public or common use toilet facility shall
comply with 422. If bathing facilities are provided
on a site, then each such public or common use
bathing facility shall comply with 423.

EXCEPTION These provisions are not mandatory for
single user portable toilet or bathing units clustered at
a single location; however, at least one toilet unit
complying with 422 or one bathing unit complying
with 423 should be installed at each location
whenever standard units are provided

(7) All signs shall comply with 4.30. Elements
and spaces of accessible facilities which shall be
identified by the International Symbol of
Accessibility are

(a ) Parking spaces designated as reserved for
physically handicapped people;

(b ) passenger loading zones,
(c ) accessible entrances;
(d) accessible toilet and bathing facilities.

4.1.2 Accessible Buildings: New Construction.
Accessible buildings and facilities shall meet the follow-
ing minimum requirements:

(1) At least one accessible route complying with 4.3
shall connect accessible building or facility entrances
with all accessible spaces and elements within the
building or facility.

(2) All objects that overhang circulation paths shall
comply with 4.4.

(3) Ground and floor surfaces along accessible
routes and in accessible rooms and spaces shall
comply with 4.5.

(4) Stairs connecting levels that are not connected
by an elevator shall comply with 4.9.

(5) One passenger elevator complying with 4.10
shall serve each level in all multi-story buildings and
facilities. If more than one elevator is provided, each
elevator shall comply with 4.10.

10 5



4. 1 .2 Accessible Buildings: New Construction

EXCEPTION: Elevator pits, elevator penthouses,
mechanical rooms, piping or equipment catwalks are
excepted from this requirement

EXCEPTION: Accessible ramps complying with 4.8
on If no other alternative is feasible, accessible plat-
form lifts complying with 4.11 may be used in lieu of
an elevator.

(6) Windows. (Reserved).

(7) Doors:

(a) At each accessible entrance to a building or
facility, at least one door shall comply with 4.13.

(b) Within a building or facility, at least one door
at each accessible space shall comply with 4.13.

(c) Each door that is an element of an accessible
route shall comply with 4.13.

(d) Each door required by 4.3.10, Egress, shall
comply with 4.13.

EXCEPTION: In multiple-story buildings and facilities
where at-grade egress from each floor is impossible,
either of the following is permitted the provision
within each story of approved fire and smoke par-
titions that create horizontal exits, or, the provision
within each floor of areas of refuge approved by
agencies having authority for safety.

(8) At least one principal entrance at each grade
floor level to a building or facility shall comply with
4.14, Entrances. When a building or facility has
entrances which normally serve any of the following
functions: transportation facilities, passenger loading
zones, accessible parking facilities, tad stands, public
streets and sidewalks, or accessible interior vertical
access, then at least one of the entrances serving
each such function shall comply with 4.14,
Entrances. Because entrances also serve as
emergency exits, whose proximity to all parts of
buildings and facilities is essential, it is preferable that
all or most exits be accessible.

(9) If drinking fountains or water coolers are pro-
vided approximately 50 percent of those provided on
each floor shall comply with 4.15 and shall be on an
accessible route. If only one drinking fountain or
water cooler is provided on any floor, it shall comply
with 4.15.

(10) If toilet facilities are provided, then each public
and common use toilet room shall comply with 4.22.
Other toilet rooms shall be adaptable If bathing
facilities are provided, then each public and common
use bathroom shall comply with 4.23. Accessible toilet
rooms and bathing facilities shall be on an accessible
route

(11) If storage facilities such as cabinets, shelves,
closets, and drawers are provided in accessible spaces,
at least one of each type provided shall contain
storage space complying with 425. Additional
storage may be provided outside of the dimensions
shown In Fig. 38.

(12) Controls and operating mechanisms in access-
ible spaces, along accessible routes, or as parts of
accessible elements (for example, light switches and
dispenser controls) shall comply with 4.27.

(13) If emergency warning systems are provided
then they shall include both audible alarms comply-
ing with 4282 and visual alarms complying with
4.28.3. In facilities with sleeping accommodations,
the sleeping accommodations shall have an alarm
system complOng with 4.28.4. Emergency warning
systems in health care facilities may be modified to
suit standard health care alarm design practice.

(14) Tactile wamings shall be provided at hazardous
conditions as specified in 4.29.3.

(15) If signs are provided, they shall comply with 4.
30. In addition, permanent signage that identifies
rooms and spaces shall also comply with 4.30.4 and
4.30.6.

EXCEPTION: The provisions of 430.4 are not
mandatory for temporary ',formation on room and
space signage, such as cu.-rent occupant's name
provided the permanent room or space identification
complies with 430.4.

(16) Public telephones:

(a) If public telephones are provided, then access-
ible public telephones shall comply with 4.31,
Telephones, and the following table:

Number of public
telephones pro-
vided on each
floor

Number of tele-
phones required
to be accessible:'

1 or more single
wilt installations

1 bank"

2 or more
banks"

1 1., floor

1 per floor

1 per bank.
Accessible unit may be
installed as a single unit in
proximity (either visible or
with signage) to the bank At
least one public telephone
per floor shall meet the
requirements for a forward
reach telephone*"

'Additional public telephones may be installed at any
height Unless otherwise specified accessible
telephones may be either forward or side reach
telephones.

**A bank consists of two or more adjacent public
telephones, often installed as a unit

6 11



4.1.4 Occupancy Classifications

EXCEPTION: For exterior installations only, if dial
tone first service Ls not available then a side reach
telephone may be installed instead of the required
forward reach telephone (Le., one telephone in prox-
imity to each bank shall comply with 431).

(b) At least one of the public telephones comply-
ing with 431, Telephones, shall be equipped with a
volume controL The installation of additional volume
controls is encouraged and these may be installed
on any public telephone provided

(17) If fixed or built-in seating, tables, or work sur-
faces are provided in accessible spaces, at least 5 per-
cent, but always PA least one of seating spaces, tables,
or work surfaces shall comply with 432.

(18) Assembly areas:

(a) if places of assembly are provided, they shall
comply with the following table

Capacity of Sealing
& Assembly Areas

Number of Required
Wheelchair Locations

50 to 75 3
76 to 100 4

101 to 150 5
151 to 200 6
201 to 300 7

301 to 400 8
401 to 500 9

501 to 1,000
over 1,000

2 percent of total.
* * 20 plus 1 for each 1(X) over 1,000.

(b) Assembly areas with audioerriplification
systems shall have a listening system complying
with 433 to assist a reasonable number of people.
but no fewer than two, with severe hearing loss. For
assembly areas without amplification systems and
for spaces used primarily as meeting and conference
rooms, a permanently installed or portable listening
system shall be provided If portable systems are
used for conference or meeting rooms, the system
may serve more than one room.

4.1.3 Accessible Housing. Accessible housing shall
comply with the requirements of 4.1 and 434 except
as noted below:

(1) Elevators Where provided elevators shall
comply with 4.10. Elevators or other accessible
means of vertical movement are. not required in
residential facilities when

(a) No accessible dwelling units are located above
or below the accessible grade level; and

(b) At least one of each type of common area and
amenity provided for use of residents and visitors is
available at the accessible grade leveL

(2) Entrances: Entrances complying with 4.14
shall be provided a.., necessary to achieve access to
and egress from buildings and facilities.

EXCEPPON: In projects consisting of one-to- four
family dwellings where accessible entrances would
be extraordir arily costly due to site conditions or
local code restrictions, accessible entrances are
required only to those buildings containing accessible
dwelling units.

(3) Common Areas: At least one of each type of
common area and amenity in each project shall be
accessible and shall be located on an accessible
route to any accessible dwelling unit

4.1.4 Occupancy Classifications. Buildings and
facilities shall comply with these standards to the
extent noted in this section for various occupancy
classifications, unless otherwise modified by a special
application section. Occupancy classifications, and
the facilities covered under each category include,
but are not necessarily limited to, the listing which
follows:

(1) General Exceptions. Accessibility is not
required to elevator pits, elevator penthouses,

'echanical rooms, piping or equipment catwalks,
lookout galleries, electrical and telephone closets, and
general utility rooms.

(2) Military Exclusions. The following facilities
need not be designed to be accessible, but
accessibility is recommended since the intended use
of the facility may change with time

(a) Unaccompanied personnel housing, closed
messes, vehicle and aircraft maintenance facilities,
where all work is performed by able-bodied military
personnel, and in general, all facilities which are
intended for use or occupancy by able-bodied
military personnel only.

(b) Those portions of Reserve and National Guard
facilities which are designed and constructed
primarily for use by able-bodied military personnel.
This exclusion does not apply to those portions of a
building or facility which may be open to the public
or which may be used by the public during the con-
duct of normal business or which may be used by
physically handicapped persons employed or seeking
employment at such building or facility. These por-
tions of the building or facility shall be accessible.

(c) Where the number of accessible spaces required
is determined by the design capacity of a facility
(such as parking or assembly areas), the number of
able-bodied military persons used in determining the
design :apacity need not be counted when comput-
ing the number of accessible spaces required

(3) Military Housing. In the case of military hous-
ing, which is primarily available for able-bodied
military personnel and their dependents, at least 5
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4.1.4 Occupancy Classifications

percent of the total but at least one unit (on an
installation -by - installation basis) of all housing con.
structed will be designed and built to be either
accessible or readily and easily modifiable to be
accessible, but in any event modification of
individual units (including the making of
adaptations), will be accomplished on a high priority
basis when a requirement is identified Common
areas such as walks, streets, parking and play areas,
and common entrances to multi-unit facilities shall be
designed and built to be accessible.

(4) Assembly. Assembly occupancy includes,
among others, the use of a building or structure, or a
portion thereof for the gathering together of persoils
for purposes such as civic, social or religious
functions, recreation, food or drink consumption, or
awaiting transportation. A room or space used for
assembly purposes by less than fifty (50) persons
and accessory to another occupancy shall be
included as a part of that major occupancy. For pur-
poses of these standards, assembly occupancies shall
include the following:

Facilities Application

Amusement arcades
Amusement park

structures
Arenas
Armories
Art galleries
Auditoriums
Banquet halls
Bleachers
Bowling alleys
Carnivals
Churches
Clubs
Community halls
Courtrooms (public areas)
Dance halls
Drive-in theaters
Exhibition halls
Fairs
Funeral parlors
Grandstands
Gymnasiums
Motion picture theaters
Indoor & outdoor

swimming pools
Indoor & outdoor tennis

courts
Lecture halls
Libraries
Museums
Night clubs
Passenger stations
Pool & billiard halls
Restaurants
Skating rinks

All areas for which the
intended use will require
public access or which may
result in employment of
physically handicapped
persons.

Facilities Application

Stadiums All areas for which the in-
Taverns & bars tended use will require public
Television studios access or which may result in

admitting audiences employment of physically
Theaters handicapped persons.

*See Part 8 for special applications.
"See Part 5 for special applications.

(5) Business. Business occupancy incdes among
others, the use of a building or strut' rortion
thereof for office, professional or .gpt, trans-
actions, Including storage of records and accounts.

Facilities Application

Animal hospitals,
kennels, pounds

Automobile and other
motor vehicle
showrooms

Banks
Barber shops
Beauty shops
Car wash
Citric administration
Clinic, outpatient
Dry cleaning
Educational above 12th

grade
Electronic data processing
Fire stations
Florists & nurseries
Laboratories: testing &

research
Laundries
Motor vehicle service

stations
Police stations
Post offices*
Print shops
Professional services:

attorney, dentist,
physician, engineer, etc.

Radio & T.V. stations
Telephone exchanges

'See Part 9 for special applications.

(6) Educational Educational occupancy includes,
among others, the use of a building or structure, or
portion thereof by six or more persons at any time for
educational purposes through the 12th grade.

Schools for business or vocational training shall
conform to the requirements of the trade, vocation or
business taught

Al! areas for which the in-
tended use will require public
access or which may result
in employment of physically
handicapped persons.
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4.1.4 Occupancy Claszifications

Facilities Application

Academies All areas shall comply.
Kindergarten
Nursery schools
Schools

(7) Factory InaastrIaL Factory industrial occupancy
includes, :;-itong others the use of a building or structure,
or portio .hereof; for assembling, disassembling, fabri-
cating, finishing, manufacturing, packaging, processing
or other operations that are not classified as a Hazardous
Occupancy.

Facilities Application

Aircraft
Appliances
Athletic equipment
Automobile and other

motor vehicle
Bakeries
Beverages
Bicycles
Boats, building
Brick and masonry
Broom or brush
A. less machines
Canvas or similar
Cameras and photo

equipment
Carpets & rugs, including

cleaning
Ceramic products
Clothing
Construction &

agricultural machinery
Disinfectants
Dry cleaning & dyeing
Electronics
Engines, including

rebuilding
Film, photographic
Food processing
Foundries
Furniture
Glass products
Gypsum
Hemp products
Ice
Jute products
Laundries
Leather products
Machinery
Metal
Motion pictures &

television film
Musical instruments
Optical goods
Paper products
Plastic products

All areas for which the in-
tended use will require public
access or which may result in
employment of physically
handicapped persons.

Facilities Application

Printing or publishing
Recreational vehicles
Refuse incineration
Shoes
Soaps & detergents
Steel products:

fabrication, assembly
Textiles
Tobacco
Trailers
Upholstering
Wood distributiort
Millwork
Woodworking, cabinet
Postal malt

processing facilities*

All areas for which the in-
tended use will require public
access or which may result
in employment of physically
handicapped persons.

*See Part 9 for special applications.

(8) Hazardous. Hazardous occupancy includes, among
others, the use of a building or structure, or a portion
thereof, that involves the manufacturing, processing,
generation or storage of corrosive, highly toxic, highly
combustible, flammable or explosive materials that con-
stitute a high fire or explosive hazard including loose
combustible fibers, dust and unstable materials.

Facilities

Combustible dust
Combustible fibers
Combustible liquid
Corrosive liquids
Explosive material
Flammable gas
Flammable liquid
Liquified petroleum gas
IYitromethane
Oxidizing materials
Organic peroxide

oplication

All areas for which the in-
tended use will require public
access or which may result
in employment of physically
handicapped persons.

(9) Institutional. Institutional occupancy includes,
among others, the use of a building or structure, or any
portion thereof in which people have physical or
medical treatment or care, or in which the liberty of the
occupants is restricted Institutional occupancies shall
include the following subgroups:

(a) Institutional occupancies for the care of children,
including:

Facilities Application

Child care
facilities

All public use, common use,
or areas which may result
in employment of physically
handicapped persons.
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4.1.4 Occupancy Classifications

(b) Institutional occupancies used for medical or other
treatment or care of persons, some of whom are suffering
from physical or mental illness, disease or infirmity,
including:

Facilities
Long Term Care

Facilities: (including
Skilled Nursing
Facilities,
Intermediate Care
Facilities, Bed & Care,
and Nursing Homes).

Outpatient Facilities:

Hospital':

General Purpose
Hospital:

Special Purpose
Hospital: (Hospitals
that treat conditions
that affect mobility).

Application
At least 50 percent of patient
toilets and bedrooms; all
public use, common use or
areas which may result in
employment of physically
handicapped persons.

All patient toilets and bed-
rooms, all public use, common
use, or areas which may
result in employment of
physically handicapped
persons.

At least 10 percent of patient
toilets and bedrooms, all
public use, common use, or
areas which may result in
employment of physically
handicapped persons.

All patient toilets and
bedrooms, all public use, corn-
mon use, or areas which may
result in employment of
physically handicapped
persons.

* See Part 6 for special applications.

(c) Institutional occupancies where the occupants are
under some degree of restraint or restriction for security
reasons including:

Facilities
Jails
Prisons
Reformatories
Other detention or

correctional facilities

Application
5 percent of residential units
Available, or at least one
unit, whichever is greater;
all common use visitor use, or
areas which may result in em-
ployment of physically
handicapped persons.

(10) Mercantile Mercantile occupancy includes,
among others, all buildings and structures or parts
thereof for the display and sale of merchandise; and
involving stocks of goods, wares or merchandise inciden-
tal to such purposes and accessible to the public

Facilities
Department stores
Drug stores
Markets
Retail stores
Shopping centers
Sales rooms

Application
All areas for which the in-
tended use will require public
access or which may result
in employment of physically
handicapped persons.

* See Part 7 for special applications.

(11) Residential. Residential occupancy includes,
among others, the use of a building or structure, or por-
tion thereof, for sleeping accommodations when not
classed as an institutional occupancy. Residential
occupancies shall comply with the requirements of 4.1
and 434 except as follows:

(a) Residential occupancies where the occupants are
primarily transient in nature (less than 30 days)
including:

Facilities
Hotels
Motels
Boarding houses

Application
5 percent of the total units, or
at least one, whichever is
greater, and all public use,
common use, and areas
which may result in employ.
ment of physically
handicapped persons.

(b) Residential occupancies in multiple dwellings where
the occupants are primarily permanent in nature,
including:

Facilities

Multifamily housing
(Apartment houses):

Fedcr2Ey assisted

Federally owned

Dormitories

Application

5 percent of the total, or at
least one wilt, whichever is
greate I, in projects of 15 or
more dwelling units, or as
determined by the appropriate
Federal agency following a
local needs assessment con-
ducted by local government
bodies or states under appli-
cable regulations.

5 percent of the total, or at
least one unit, whichever is
greater.

5 percent of the total, or at
least one unit, whichever Is
greater.

10
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4.1.5 Accessible Buildings: Additions

(c) Residential occupancies in one (1) and two (2) family
dwellings where the occupancies are primarily perma-
nent in nature and not classified as preceding residential
categories or as institutional.

Facilities Application

One and two far, y
dwelling

Federally assisted, 5 percent of the total, or at
rental least one unit whichever is

greater, in projects of 15 or
more dwelling units, or as
determined by the appropriate
Federal agency following a
local needs assessment con-
ducted by local government
bodies or states under applic-
able regulations.

Federally assisted, To be determined by home
homeownership buyer.

Federally owned 5 percent of the total, or at
least one unit, whichever is
greater.

(12) Storage. Storage occupancy includes, among
others, the use of a building or structure, or portion
thereof, for storage that is not classified as a Hazardous
Occupancy.

Facilities Application

Metal desks
Electrical coils
Electrical motors
Dry cell batteries
Metal parts
Empty cans
Stoves
Washers & Dryers
Metal cabinets
Glass bottles with

noncombustible
liquid

Mirrors
Foods in non-

combustible containers
Frozen foods
Meats
Fresh fruits and

vegetables
Dairy products
Beer or wine up to

12 percent alcohol
Distribution transformers

All areas for which the in-
tended use will require public
access or which may result in
employment of physically
handicapped persons shall
comply.

Facilities Application

Cement in bags
Electrical insulators
Gypsum board
Inert pigments
Dry Insecticides

All areas for which the in-
tended use will require public
access or which may result in
employment of physically
handicapped persons shall
comply.

(13) Utility and Miscellaneous. Utility and
miscellaneous occupancies include, among others,
accessory buildings and structures, such as:

Facilities Application

Fences over 6 ft high
Tanks
Cooling towers
Retaining walls
Buildings of less than

1,000 sq. fi. such as:
Private garages
Carports
Sheds
Agricultural buildings

All areas for which the in-
tended use will require public
access or which may result in
employment of physically
handicapped persons shall
comply.

4.1.5 Accessible Buildings: Additions.
Each addition to an existing building shall comply
with 4.1.1 to 4.1.4 of 4.1, Minimum Requirements,
except as follows:

(1) Entrances. If a new addition to a building or
facility does not have an entrance, then at least one
entrance in the existing building or facility shall com-
ply with 4.1.4, Entrances.

(2) Accessible route. If the only accessible
entrance to the addition Is located in the existing
building or facility, then at least one accessible route
shall comply with 43, Accessible Route, and shall
provide access through the existing building or
facility to all rooms, elements, and spaces in the new
addition.

(3) Toilet and bathing facilities. If there are no
toilet moms and bathing facilities in the addition and
these facilities are provided in the existing building,
then at least one toilet and bathing facility in the
existing building shall comply with 422, Toilet
Rooms, or 423, Bathrooms, Bathing Facilities, and
Shower Rooms.

(4) Elements, spaces, and common areas. If
elements, spaces, or common areas are located in the
existing building and they are not provided in the
addition, then consideration should be given to mak-
ing those elements, spaces, and common areas
accessible in the existing building.

16
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4.1.5 Accessible Buildings: Additions

EXCEPTIONS: Mechanical rooms, storage areas, and
other such minor additions which normally are not
frequented by the public or employees of the facility
are excepted from 4.15.

(5) Housing: (Reserved).

4.1.6 Accessible Buildings: Alterations.

(1) General. Alterations to existing buildings or
facilities shall comply with the following:

(a) If existing elements, spaces, essential features,
or common areas are altered then each such altered
element, space, feature, or area shall comply with the
applicable provisions of 4.1.1 to 4.1.4 of 4.1,
Minimum Requirements.

(b) If power-driven vertical access equipment
(e.g., escalator) is planned or installed where none
existed previously, or if new stairs (other than stairs
installed to meet emergency exit requirements) requir-
ing major structural changes are planned or installed
where none existed previously, then a means of
accessible vertical access shall be provided that com-
plies with 4.7, Curb Ramps; 4.8, Ramps; 4.10,
Elevators; or 4.11, Platform Lifts; except to the extent
where it is structurally impracticable in transit
facilities.

(c) If alter." Jns of single elements, when con-
sidered together, amount to an alteration of a space
of a building or facility, the entire space shall be
made accessible

(d) No alteration of an existing element, space, or
area of a building shall impose a requirement for
greater accessibility than that which would be
required for new construction. For example, if the
elevators and stairs in a building are being altered
and the elevators are, in turn, being made accessible,
then no accessibility modifications are required to the
stairs connecting levels connected by the elevator.

(e) If the alteration work is limited solely to the
electrical mechanical or plumbing system and d^es
not involve the alteration of any elements and sp .es
required to be accessible under these standards, then
4.1.6(3) does not apply.

(f) No new accessibility alterations will be
required of existing elements or spaces previously
constructed or altered in compliance with earlier
standards issued pursuant to the Architectural
Barriers Act of 1968, as amended.

(g) Mechanical rooms and other spaces which
normally are not frequented by the public or
employees of the building or facility or which by
nature of their use are not required by the Architec-
tural Barriers Act to be accessible are excepted from
the requirements of 4.1.6.

(2) Where a building or facility is vacated and it is
totally altered, then It shall be altered to comply with

4.1.1 to 4.15 of 4.1, Minimum Requirements, except
to the extent where it is structurally impracticable.

(3) Where substantial alteration occurs to a build-
ing or facility, then each element or space that is
altered or added shall comply with the applicable
provisions of 4.1.1 to 4.1.4 of 4.1, Minimum
Requirements, except to the extent where it is struc-
turally impracticable. The altered building or facility
shall contain:

(a) At least one accessible route complying with
43, Accessible Route, and 4.1.6(a);

(b) At least one accessible entrance complying
with 4.14, Entrances. If additional entrances are
altered then they shall comply with 4.1.6(a); and

(c) The following toilet facilities, whichever is
greater:

(i) At least one toilet facility for each sex in the
altered building complying with 422, Toilet Rooms,
and 423, Bathrooms, Bathing Facilities, and Shower
Rooms.

(ii) At least one toilet facility for each sex on
each substantially altered floor, where such facilities
are provided, complying with 422, Toilet Rooms; and
423, Bathrooms, Bathing Facilities, and Shower
Rooms.

(d) In making the determination as to what con
stitutes "substantial alteration," the agency issuing
standards for the facility shall consider the total cost
of all alterations (including but not limited to electri-
cal mechanical plumbing, and structural changes)
for a building or facility within any twelve (12)
month period For guidance in implementing this pro-
vision, an alteration to any building or facility is to be
considered substantial if the total cost for this twelve
month period amounts to 50 percent or more of the
full and fair cash value of the building as defined in
35.

EXCEPTION: If the cost of the elements and spaces
required by 4.1.6(3)(a), (b), or (c) exceeds 15 percent
of the total cost of all other alterations, then a
schedule may be established by the standardsetting
and/or funding agency to provide the required
improvements within a 5-year period

EXCEPTION: Consideration shall be given to provid-
ing accessible elements and spaces in each altered
building or facility complying with

(i ) 4.6, Parking and Passenger Loading Zones,
(ii) 4.15, Drinking Fountains and Water Coolers,
(ill) ) 425, Storage
(iv) ) 428. Alarms,

) 431, Telephones,
(vi) ) 432, Seating, Tables, and Work Surfaces,
(vii) 433, Assembly Areas.

(4) Special technical provisions for alterations to
existing buildings or facilities:
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4.1.7 Accessible Buildings: Historic Preservation

(a) Ramps. Curb ramps and ramps to be con-
structed on existing sites or in existing buildings or
facilities may have slopes and rises as shown in
Table 2 if space limitations prohibit the use of a 1:12
slope or less.

Table 2
Allowable Ramp Dimensions for
Construction in Existing Sites,

Buildings, and Facilities

Maximum Maximum
Rise Run

Slope' In mm ft m

Steeper than 1:10
but no steeper
than 1:8

Steeper than 1:12
but no steeper
than 1:10

3

6

75

150

2

5

0.6

1.5

*A slope steeper than 1:8 not allowed.

(b) Stairs. Full extension of stair handrails shall
not be required in alterations where such extensions
would be hazardous or impossible due to plan
configuration.

(c) Elevators.

(I) If a safety door edge is provided in existing
automatic elevators, then the automatic door reopen-
ing devices may be omitted (see 4.10.6).

(ii) Where existing shaft or structural elements
prohibit strict compliance with 4.10.9, then the
minimum floor area dimensions may be reduced by
the minimum amount necessary, but In no case shall
they be less than 48 in by 48 in (1220 mm by 1220
rrun).

(d) Doors.

(I) Where existing elements prohibit strict com-
pliance with the clearance requirements of 4.135, a
projection of 5/8 in (16 mr& maximum will be per-
mitted for the latch side door stop.

(ii) If existing thresholds measure 3/4 in (19 mm)
high or less and are beveled Or modified to provide a
beveled edge on each side, then they may be
retained

(e) Toilet rooms. Where alterations to existing
facilities make strict compliance with 422 and 423
structurally impracticable, the addition of one
"unisex" toilet per floor containing one water closet
complying with 4.16 and one lavatory complying

with 4.19, located adjacent to existing toilet facilities,
will be acceptable in lieu of making existing toilet
facilities for each sex accessible

EXCEPTION: In instances of alteration work where
provision of a standard stall (Fig. 30(a)) is structurally
impracticable or where plumbing code requirements
prevent combining existing stalls to provide space, an
alternate stall (Fig. 30(b)) may be provided in lieu of
the standard stall

(f) Assembly areas.

(I) In alterations where it is structurally impractic-
able to disperse seating throughout the assembly
area, seating may be located in collected areas as
structurally feasible Seating shall adjoin an access-
ible route that also serves as a means of emergency
egress.

(Ii) In alterations where it is structurally imprac-
ticable to alter all performing areas to be on an
accessible route, then at least one of each type shall
be made accessible

(5) Housing. (Reserved).

4.1.7 Accessible Buildings: Historic
Preservation.

(1) Applicability.

(a) As a general rule, the accessibility provisions
of part 4 shall be applied to "qualified" historic
buildings and facilities. "Qualified" buildings or
facilities are those buildings and facilities that are
eligible for listing in the National Register of Historic
Places, or such properties designated as historic
under a statute of the appropriate state or local
government body. Comments of the Advisory Council
on Historic Preservation shall be obtained when
required by Section 106 of the National Historic
Preservation Act of 1966, as amended 16 U.S.C. 470
and 36 CFR Part 800, before any alteration to a
qualified historic building.

(b) The Advisory Council shall determine, on a
case-by-case basis, whether provisions required by
part 4 for accessible routes (exterior and interior),
ramps, entrances, toilets, parking, and displays and
signage, would threaten or destroy the historic
significance of the building or facility.

(c) If the Advisory Council determines that any of
the accessibility requirements for featwes listed in
4.1.7(1) would threaten or destroy the historic
significance of a building or facility, then the
special application provisions of 4.1.7(2) for that fea-
ture may be utilized. The special application pro-
visions listed under 4.1.7(2) may only be utilized
following a written determination by the Advisory
Council that application of a requirement contained
in part 4 would threaten or destroy the historic
integrity of a qualified building or facility.
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4.1.7 Accessible Buildings: Historic Preservation

(2) Historic Preservation: Minimum
Requirements.

(a) At least one accessible route complying with
43 from a site access point to an accessible entrance
shall be provided

EXCEPTION: A ramp with a slope no greater than 1:6
fora run not to exceed 2 ft (610 mm) may be used
as part of an accessible route at an entrance.

(b) At least one accessible entrance which is
used by the public complying with 4.14 shall be
provided

EXCEP77011 If it is determined that no entrance used
by the public can comply with 4.14, then access at
any entrance not used by the general public but
open (unlocked) with directional signs at the primary
entrance may be used

(c) If toilets are provided then at least one toilet
facility complying with 4.22 and 4.1.6 shall be pro-
vided along an accessible route that complies with
43. Such toilet facility may be "unisex" in design.

(d) Accessible routes from an accessible entrance
to all publicly used spaces on at least the level of the
accessible entrance shall be provided Access should
be provided to all levels of a building or facility in
compliance with 4.1 whenever practical.

32 min

1 815 l

1 II
1

36 min
915

Fig. 1
Minimum Clear Width
for Single Wheelchair

(e) Displays and written information, documents,
etc., should be located where they can be seen by a
seated person. Exhibits and signage displayed
horizontally, e.g., books, should be no higher than 44
in (1120 mm) above the floor surface.

4.2 Space Allowance and Reach Ranges

4.2.1. Wheelchair Passage Width. The minimum
clear width for single wheelchair pasaage shall be 32 in
(815 mm) at a point and 36 in (915 mm) continuous!),
(see Fig. 1 and 24(e)).

4.2.2 Width for Wheelchair Passing. The
minimum width for two wheelchairs to pass is 60 in
(1525 mm) (see Fig. 2).

4.2.3' Wheelchair Turning Space. The space
required for a wheelchair to make a 180degree turn is
a clear space of 60 in (1525 mm) diameter (see Fig.
3(a)) or a T-shaped space (see Fig. 3(b)).

4.2.4' Clear Floor or Ground Space for
Wheelchairs.

4.2.4.1 Size and Approach. The minimum clear
Door or ground space required to accommodate a
single, stationary wheelchair occupant is 30 in by 48 in
(760 mm by 1220 mm) (see Fig. 4(a)). The minimum
clear floor or ground space for wheelchairs may be
positioned for forward or parallel approach to an object

nmin

Fig. 2
Minimum Clear Width
for Two Wheelchairs
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4.3 Accessible Route

(a)
60 -in (1525mm)Diameter Space

(b)
T Shaped Space for 180° Turns

F19. 3
Wheelchair Turning Space

(see Fig. 4(b) and (c)). Clear floor or ground space for
wheelchairs may be part of the knee space required
under some objects.

4.2.4.2 Relationship of Maneuvering Clearance to
Wheelchair Spaces. One full unobstructed side of the
clear floor or ground space for a wheelchair shall
adjoin or overlap an accessible route or adjoin another
wheelchair dear floor space. If a clear floor space is
located in an alcove or otherwise confined on all or
part of three sides, additional maneuvering clearances
shall be provided as shown in Fig. 4(d) and (e).

4.2.4.3 Surfaces for Wheelchair Spaces. Clear floor
or ground spaces for wheelchairs shall comply with
45.

4.2.5 Forward Reach. If the clear floor space only
allows forward approach to an object, the maximum
high forward reach allowed shall be 48 in (1220 mm)
(see Fig. 5(a)). The minimum low forward reach is 15
in (380 mm). If the high forward reach is over an
obstruction, reach and clearances shall be as shown in
Fig. 5(b).

4.2.6* Side Reach. If the clear floor space allows
parallel approach by a person in a wheelchair, the
maximum high side reach allowed shall be 54 in
(1370 mm) and the low side reach shall be no less
than 9 in (230 mm) above the floor (Fig. 6(a) and (b)).

If the side reach is over an obstruction, the reach and
clearances shall be as shown in Fig. 6(c).

4.3 Accessible Route.

4.3.1' General. All walks, halls, corridors, aisles, and
other spaces that are part of an accessible route shall
comply with 4.3.

4.3.2 Location.

(1) At least one accessible route within the
boundary of the site shall be provided from public
Tansportation stops, accessible parking, and accessible
passenger loading zones, and public streets or
sidewalks to the accessible building entrance they
serve.

(2) At least one accessible route shall connect
accessible buildings, facilities, elements, and spaces
that are on the same site.

(3) At least one accessible route shall connect
accessible building or facility entrances with all access-
ible spaces and elements and with all accessible dwell-
ing units within the building or facility.

(4) An accessible route shall connect at least one
accessible entrance of each accessible dwelling unit
with those exterior and interior spaces and facilities
that serve the accessible dwelling unit

15
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4.3 Accessible Route

_48
1220

(a)
Clear Floor Space

co
yr

30
760

NOTE: x $:". 24 in (610 mm).

30
700

(b)
Forward Approach

i 2.
(c)

Parallel Approach

NOTE: x ., 15 in (380 mm).

(d)
Clear Floor Space in Alcoves

NOTE If x > 24 in (610 mm), then an additional
maneuvering clearance of 6 in (150 mm) shall be
provided as shown.

48 12
1220 305

NOTE If x > 15 in (380 mm), then an additional
maneuvering clearance of 12 in (305 mm) shall be
provided as shown.

(e)
Additional Maneuvering Clearances for Alcoves

Fig. 4
Minimum Clear Floor Space for Wheelchairs
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4.3 Accessible Route

(a)
High Forward Reach Limit
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When x is 20 to 25 In (510 to 635 mm), then y shall be 44 in (1120 mm) maximum.

(b)
Maximum Forward Reach over an Obstruction

F19. 5
Forward Reach
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4.3 Accessible Route

(a)
Clear Floor Space Parallel Approach

(b)
High and Low Side Reach Limits

(c)
Maximum Side Reach over Obstruction

Fig. 6
Side Reach

4.3.3 Width. The minimum clear width of an access-
ible route shall be 36 in (915 mm) except at doors
(see 4.13.5). If a person in a wheelchair must make a
turn around an obstruction, the minimum clear width
of the accessible route shall be as shown in Fig. 7.

4.3.4 Passing Space. If an accessible route has less
than 60 in (1525 mm) dear width, then passing
spaces at least 60 in by 60 in (1525 mm by 1525
mm) shall be located at reasonable intervals not to
exceed 200 ft (61 m): A Tntersection of two corridors
or walks is an acceptable passing place.

4.3.5 Head Room. Accessible routes shall comply
with 4.4.2.

4.3.6 Surface Textures. The surface of an access-
ible route shall comply with 4.5.

4.3.7 Slope. An accessible route with a running
slope greater than 1:20 is a ramp and shall comply
with 4.8. Nowhere shall the cross slope of an access-
ible route exceed 1:50.

8
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4.3 Accessible Route

t
co
01

amin 1 emit

(a)
90°Tum
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6

II min

(c)
Changes In level

.1

Win 14 Amin 1
TT

NOTE: Dimensions shown apply when x < 48 in (1220 mm).

(b)
Turns around an Obstruction

Fig. 7
Width of Accessible Route

(d)
Changes In level

4.3.8 Changes in Levels. Changes in levels along
an accessible route shall comply with 4.5.2. If an
accessible route has changes in level greater than 1/2
in (13 mm), then a curb ramp, ramp, elevator, or plat
form lift shall be provided that compiles with 4.7, 4.8,
4.10, or 4.11, respectively. Stairs shall not be part of an
accessible route.

4.3.S Doors. Doors along an accessible route shall
comply with 4.13.

4.3.10. Egress. Accessible routes serving any

accessible space or element shall also serve as a
means of egress for emergencies or connect to an
accessible place of refuge Such accessible routes and
places of refuge shall comply with the requirements of
the administrative authority having jurisdiction. Where
fire code provisions require more than one means of
egress from any space or room, then more than one
accessible means of egress shall also be provided for
handicapped people. Arrange egress so as to be
readily accessible from all accessible rooms and
spaces.
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4.4 Protruding Objects
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4.4 Protruding Objects

24 max
1 610

corridor or other
circulation space

additional protection
not required between
wing walls

any

dimension

A

wing walls down
to floor

protruding objects
hanging on wall with
leading edges Om*

27113851

(e)
Example of Protection around Wall-Mounted Objects and Measurements of Clear Widths

Fig- 8
Protruding Objects (Continued)

4.5 Ground and Floor Surfaces.

4.5.1* General. Ground and floor surfaces along
accessible routes and in accessible rooms and spaces,
including floors, walks, ramps, stairs, and c...rb ramps,
shall be stable, firm, slip-resistant, and shall comply
with 4.5.

4.5.2 Changes In Level. Changes in level up to 1/4
in (6 mm) may be vertical and without edge treatment
(see Fig. 7(c)). Changes in level between 1/4 in and
1/2 in (6 mm and 13 mm) shall be beveled with a
slope no greater than 1:2 (see Fig. 7(c0). Changes in
level greater than1/2 in (13 mm) shall be accomplished
by mear.-z of a ramp that complies with 4.7 or 4.8.

4.5.3* Cava If carpet or carpet tile is used on a
ground or floor surface, then it shall be securely

attached; have a firm cushion, pad, or backing or no
cushion or pad; and have a level loop, textured loop,
level cut pile, or level cut/uncut pile texture. The max-
imum pile height shall be 1/2 in (13 mm). Exposed
edges of carpet shall be fastened to floor surfaces and
have trim along the entire length of the exposed edge.
Carpet edge trim shall comply with 4.5.2. If carpet tile
Ls used on an accessible ground or floor surface, it
shall have a maximum combined thickness of
cushion, and be...:,.1ng height of 1/2 in (13 mm) (see

8(D).

4.5.4 Grr tings. If gratings are located in walking sur-
faces, then they shall have spaces no greater than 1/2
in (13 mm) wide in one direction (see fig.49(0). If
gratings have elongated openings, then they shall be
placed so that the br, iimension is perpendicular to
the dominant direction of travel (see Fig. 8(t)).
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4.6 Parking and Passenger Loading Zones

Fig 80
Carpet Tile Thickness

predominant direction
of traffic

ir 1/2 mar
13

Fig. 8(g)
Gratings

long dimension
perpendicular to
route of travel

111111 Ill
11111 111
1111 11111
1111111111
1111111111
1111111111
111 1111111
1111 111111

. .. - -' L's . . 1

FIg. 8(h)
Grating Orientation

4 5 Parking and Passenger Loading Zones.

4.6.1 Minimum Number. Parking spaces required
to be accessible by 4.1 shall comply with 4.62
through 4.6.4. Passenger loading zones required to be
accessible by 4.1 shall comply with 4.65 and 4.6.6.

4.6.2 Location. Parking spaces for disabled people
and accessible passenger loading zones that serve a
particular building shall be the spaces or zones
located closest to the nearest accessible entrance on
an accessible route In separate parking structures or
lots that do not serve a particular building, parking
spaces for disabled people shall be located on the
shortest possible circulation route to an accessible
pedestrian entrance of the parking facility.

4.6.3* Parking Spaces. Parking spaces for disabled
people shall be at least 96 in (2440 mm) wide and
shall have an adjacent access aisle 60 in (1525 mm)
wide minimum (see Fig. 9). Parking access aisles shall
be part of an accessible route to the building or facility
entrance and shall comply with 4.3. Two accessible
parking spaces may share a common access aisle.
Parked vehicle overhangs shall not reduce the clear
width of an accessible circulation route. Parking
spaces and access aisles shall be level with surface
slopes not exceeding h50 in all directions.

EXCEPTION: If accessible parking spaces for vans
designed for handicapped persons are provided each
should have an adjacent access aisle at least 96 in
(2440 mm) wide complying with 45, Ground and
Floor Surfaces.

4.6.4* Signage. Accessible parking spaces shall be
designated as reserved for the disabled by a sign
showing the symbol of accessibility (see 4.30.5). Such
signs shall not be obscured by a vehicle parked in the
space
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Dimensions of Parking Spaces
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4.6 Parking and Passenger Loading Zones

Fig. 10
Access Aisle at Passenger Loading Zones

4.6.5 Passenger Loading Zones. Passenger load-
ing zones shall provide an access aisle at least 60 in
(1525 mm) wide and 20 ft (6 m) long adjacent and
parallel to the vehicle pull-up space (see Fig. 10). If
there are curbs between the access aisle and the

vehicle pull-up space, then a curb ramp complying
with 4.7 shall be provided. Vehicle standing spaces
and access aisles shall be level with surface slopes
not e.xceeding 1:50 in all directions.

4.6.6 Vertical Clearance. Provide minimum
vertical clearances of 114 in at accessible passenger
loading zones and along vehicle access routes to
such areas from site entrances. If accessible van
parking spaces are provided then the minimum
vertical clearance should be 114 in.

4.7 Curb Ramps.
4.7.1 Location. Curb ramps complying with 4.7 shall
be provided wherever an accessible route crosses a
curb.

4.7.2 Slope. Slopes of curb ramps shall comply with
4.8.2 The slope shall be measured as shown in Fig.
11. Transitions from ramps to walks, guttas, or
streets shall be flush and free of abrupt changes.
Maximum slopes of adjoining gutters, mad surface
immediately adjacent to the curt ramp, or accessible
route shall not exceed 1:20.

Adjoining slope shall
not cowed 1:20

z
walk

X

slope= Y: X
where X is a level plane

Flg. 11
Measurement of Curb Ramp Slopes

street

1 10

(a)
Flared Sides

If X Is less than 48 In,
then the slope of the flared side
shall not eucceed 1:12.

flared side

Planting or other
non-walking surface

Atro±:r4

Fig. 12
Sides of Curb Ramps

(b)
Returned Curb
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4.8 Ramps

4.7.3 Width. The minimum width of a curb ramp
shall be 36 in (915 mm), exclusive of flared sides.

4.7.4 Surface. Surfaces of curb ramps shall comply
with 4.5.

4.7.5 Sides of Curb Ramps. If a curb ramp is
located where pedestrians must walk across the ramp,
or where it is not protected by handrails or guard-
rails, then it shall have flared sides; the maximum
slope of the flare shall be 1:10 (see Fig. 12(a)). Curb
ramps with returned curbs may be used where pedes-
trians would not normally walk across the ramp (see
Fig. 12(b)).

4.7.6 Built-up Curb Ramps. Built-up curb ramps
shall be located so that they do not project into
vehicular traffic lanes (see Fig. 13).

Fig. 13
Built-Up Curb Ramp

4.7.7 Warning Textures. (Removed and reserved).

4.7.8 Obstructions. Curb ramps shall be located or
protected to prevent their obstruction by parked
vehicles.

4.7.9 Location at Marked Crossings. Curb ramps
at marked crossings shall be wholly contained within
the markings, excluding any flared sides (see Fig. 15).

4.7.10 Diagonal Curb Ramps. if diagonal (or cor-
ner type) curb ramps have returned curbs or other
well-defined edges, such edges shall be parallel to the
direction of pedestrian flow. The bottom of diagonal
curb ramps shall have 48 in (1220 mm) minimum
clear space as shown in Fig. 15(c) and (d). if diagonal
curb ramps are provided at marked crossings, the 48
in (1220 mm) clear space shall be within the markings
(see Fig. 15(c) and (d)). If diagorril curb ramps have
flared sides, they shall also have at least a 24 in (610
mm) long segment of straight curb located on each
side of the curb ramp and within the marked crossing
(see Fig. 15(c)).

4.7.11 Islands. Any raised islands in crossings shall
be cut through level with the street or have curb ramps
at both sides and a level area at least 48 in (1220 mm)
long in the part of the island intersected by the
crossings (see Fig. 15(a) and (b)).

4.7.12 Uncurbed Intersections. (Removed and
reserved).

4.8 Ramps.

4.8.1* General. Any part of an accessible route with
a slope greater than 1:20 shall be considered a ramp
and shall comply with 4.8.

4.8.2* Slope and Rise. The least possible slope
shall be used for any ramp. The maximum slope of a
ramp in new construction shall be 1:12. The maximum
rise for any run shall be 30 in (760 mm) (see Fig. 16).
Curb ramps and ramps to be constructed on existing
sites or in existing buildings or facilities may have
slopes and rises as shown in Table 2 if space
limitations prohibit the use of a 1:12 slope or less (see
4.1.6).

4.8.3 Clear Width. The minimum clear width of a
ramp shall be 36 in (915 mm).

4.8.4 Landings. Ramps shall have level landings at
the bottom and top of each run. Landings shall have
the following features:

(1) The landing shall be at least as wide as the ramp
run leading to it

(2) The landing length shall be a minimum of 60 in
(1525 mm) clear.

(3) If ramps change direction at landings, the
minimum landing size shall be 60 in by 60 in (1525
mm by 1525 mm).

(4) If a doorway is located at a landing, then the area
in front of the doorway shall comply with 4.13.6.

4.8.5* Handrails. If a ramp run has a rise greater
than 6 in (250 mm) or a horizontal projection greater
than 72 in (1830 mm), then it shall have handrails on
both sides. Handrails are not required on curb ramps.
Handrails shall comply With 4.26 and shall have the
following features:

(1) Handrails shall be provided along both sides of
ramp segments. The inside handrail on switchback or
dogleg ramps shall always be continuous.

(2) If handrails are not continuous, they shall extend
at least 12 in (305 mm) beyond the top and bottom of
the ramp segment and shall be parallel with the floor
or ground surface.

(3) The clear space between the handrail and the
wall shall be 1.1/2 in (38 mm).

(4) Gripping surfaces shall he continuous.

(5) Top of handrail gripping surfaces shall be
mounted between 30 in and 34 in (760 mm and 865
mm) above ramp surfaces.

(6) Ends of handrails shall be either rounded or
returned smoothly to floor, wall, or post.

(7) Handrails shall not rotate within their fittings.
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4.9 Stairs

In
ie....--Surface of Ramp

ilorizontal Projection or Run

Maximum Rise

Slope in mm

Maximum Horizontal Projection

ft ni

1:12 to < 1:16 30 760 30 9
1:16 to < 1:20 30 760 40 12

Flg. 16
Components of a Single Ramp Run and Sample Ramp Dimensions

4.8.6 Cross Slope and Surfaces. The cross
slope of ramp surfaces shall be no greater than 1:50.
Ramp surfaces shall comply with 4.5.

4.8.1 Edge Protection. Ramps and landings with
drop-offs shall have curbs, walls, railings, or projecting
surfaces that prevent people from slipping off the
ramp. Curbs shall be a minimum of 2 in (50 mm)
high (see Fig. 17).

4.8.8 Outdoor Conditions. Outdoor ramps and
their approaches shall be designed so that water will
not accumulate on walking surfaces.

4.9 Stairs.
4.9.1 1 Jnimum Number. Stairs required to be
accessible by 4.1 shall comply with 4.9.

4.9.2 Treads and Risers. On any given flight of
stairs, all steps shall have uniform riser heights and
uniform tread widths. Stair treads shall be no less than
11 in (280 mm) wide, measured from riser to riser
(see Fig. 18(a)). Open risers are not permitted on
accessible routes.

4.9.3 Moskva. The undersides of nosings shall not
be abrupt. The radius of onvature at the leading edge
of the tread shall be no greater than 1/2 in (13 mm).
Risers shall be sloped or the underside of the nosing
shall have an angle not less than 60 degrees from the
horizontal. Nosings shall project no more than 1-1/2 in
(38 mm) (see Fig. 18).

4.9.4 Handrails. Stairways shall have handrails at
both sides of all stairs. Handrails shall comply with
4.26 and shall have the following features

(1) Handrails shall be continuous along both sides of
stairs. The inside handrail on switchback or dogleg
stairs shall always be continuous (see Fig. 19(a) and
(b)).

(2) If handrails are not continuous, they shall extend
at least 12 in (305 mm) beyond the top riser and at
least 12 in (305 mm) plus the width of one tread
beyond the bottom riser. At the top, the extension shall
be parallel with the floor or ground surface. At the bot-
tom, the handrail shall continue to slope for a distance
of the width of one tread from the bottom riser; the
remainder of the extension shall be horizontal (see Fig.
19(c) and (d)). Handrail extensions shall comply with
4.4.

(3) The clear space between handrails and wall shall
be 1-1/2 in (38 mm).

(4) Gripping surfaces shall be uninterrupted by
newel posts, other construction elements, or
obstructions.

(5) Top of handrail gripping surface shall be moun-
ted between 30 in and 34 in (760 mm and 865 mm)
above stair nosings.

(6) Ends of handrails shall be either rounded or
returned smoothly to floor, wall, or post

(7) Handrails shall not rotate within their fittings.

4.9.5 Tactile Warnings at Stairs. (Removed
and reserved).

4.9.6 Outdoor Conditions. Outdoor stairs and their
approaches shall be designed so that water will not
accumulate on walking surfaces.
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4.9 Stairs

levat on sect ion

?Jell,/ 1
vertical guard rail

(b)
Angled Nosing

(a)
Flush Riser
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4.9 Stairs

UP

(a)
Plan

(e)
Extension at Bottom of Run

NOTE:
X is the 12 in minimum handrail extension required

at each top riser.

Y is he minimum handrail extension of 12 in plus the
width of one trawl that is required at each bottom riser.

Fig. 19
Stair Handrails

(b)
Elevation of Center Handrail

(d)
Extension at Top of Run
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4.10 Elevators

4.10 Elevators.

4.10.1 GeneraL Accessible elevators shall be on an
accessible route and shall comply with 4.10 and with
the American National Standard Safety Code for
Elevators, Dumbwaiters, Escalators, and Moving Walks,
ANSI A17.1-1978 and Al 7.1a-1979. This standard
does not preclude the use of residential or fully
enclosed wheelchair lifts when appropriate and
approved by administrative authorities. Freight
elevators shall not be considered as meeting the
requirements of this section, unless the only elevators
provided are used as combination passenger and
freight elevators for the public and employees.

4.10.2 Automatic Operation. Elevator operation
shall be automatic Each car shall be equipped with a
self-leveling feature that will automatically bring the car
to floor landings within a tolerance of 1/2 in (13 mm)
under rated loading to zero loading conditions. This
self-leveling feature shall be automatic and indepen-
dent of the operating device and shall correct the over-
travel or undertraveL

4.10.3 Hall Call Buttons. Call buttons in elevator
lobbies and halls shall be centered at 42 in (1065 mm)
above the floor. Such call buttons shall have visual
signals to indicate when each call is registered and
when each call is answered. Call buttons shall be a
minimum of 3/4 in (19 mm) in the smallest dimen-
sion. The button designating the up direction shall be
on top (see Fig. 20). Buttons shall be raised or flush
Objects mounted beneath hall call buttons shall not
project into the elevator lobby more than 4 in 6u0
mrn).

4.10.4 Hall Lanterns. A visible and audible signal
shall be provided at each hoistway entrance to indicate
which car is answering a call. Audible signals shall
sound once for the up direction and twice for the
down direction or shall have verbal annunciators that
say "up" or "down." Visible signals shall have the
following features:

(1) Hall lantern fixtures shall be mounted so that
their centerline is at least 72 in (1830 mm) above the
lobby floor.

(2) Visual elements shall be at least 2-1/2 in (64
mm) in the smallest dimension.

(3) Signals shall be visible from the vicinity of the
hall call button. In-car lanterns located in cars,
visible from the vicinity of hall call buttons, and con-
forming to the above requirements, shall be acceptable
(see Fig. 20).

4.10.5 Raised Characters on Hoistway
Entrances. All elevator hoistway entrances shall have
raised floor designations provided on both
jambs. The centerline of the characters shall be 60 in
(1525 mm) from the floor. Such characters shall be 2
in (50 mm) high and shall comply with 4.30. Per
manently applied plates are acceptable if they are per
manently fixed to the jambs. (See Fig. 20).

NOTE: The automatic door reopening device is activated if an
object passes through either line A or line B. Line A and line B
represent the vertical locations of the door reopening device not
requiring contact

Fig. 20
Hoistway and Elevator Entrances

4.10.6* Door Protective and Reopening Device.
Elevator doors shall open and close automatically.
They shall be provided with a reopening device that
will stop and reopen a car door and hoistway door
automatically if the door becomes obstructed by an
object or person. The device shall be capable of com-
pleting these operations without requiring contact for
an obstruction passing through the opening at heights
of 5 in and 29 in (125 mm and 735 mm) from the
floor (see Fig. 20). Door reopening devices shall
remain effective for at least 20 seconds. After such an
interval, doors may ck le in accordance with the
requirements of ANSI 1 17.1 -1978 and A17.1a-1979.

4.10.7* Door and Signal Timing for Hall Calls.
The minimum acceptable time from notification that a
car is answering a call until the doors of that car start
to close shall be calculated from the following
equation:

T= D or T = D
1.5 ft/s 445 mm/s

where T = total time in seconds and D = distance (in
feet or millimeters) from a point in the lobby or cor-
ridor 60 in (1525 mm) directly in front of the farthest

35



4.10 Elevators

call button controlling that car to the centerline of its
hoistway door (see Fig. 21). For cars with in-car lan-
terns, T begins when the lantern is visible from the
vicinity of hall call buttons and an audible signal is
sounded. The minimum acceptable notification time
shall be 5 seconds.

I

E

13

12
11

10

7

5
4
3
2

0

acceptable

5 6 10 12 14 16 16

D distance in feet

Fig. 21
Graph of Timing Equation

4.10.8 Door Delay for Car Calla. The minimum
time for elevator doors to remain fully open in
response to a car call shall be 3 seconds.

4.10.9 Floor Plan of Elevator Cars. The floor area
of elevator cars shall provide space for wheelchair
users to enter the car, maneuver within reach of con-
trols, and exit from the car. Acceptable door opening
and inside dimensions shall be as shown in Fig. 22.
The clearance between the car platform sill and the
edge of any hoistway landing shall be no greater than
1.1/4 in (32 mm).

4.10.10 Floor Surfaces. Floor surfaces shall com-
ply with 4.5.

4.10.11 Illumination Levels. The level of illumina-
tion at the car controls, platform, and car threshold
and landing sill shall be at least 5 footcandles (53.8
lux).

4.10.12* Car commis. Elevator control panels shall
have the following features:

(1) Buttons. All control buttons shall be at least 3/4
in (19 mm) in their smallest dimension. They may be
raised or flush.

(2) Tactile and Visual Control Indicators. All control
buttons shall be designated by raised standard
alphabet characters for letters, arabic characters for
numerals, or standard symbols as shown in Fig. 23(a),
and as required in ANSI A17.1-1978 and A17.1a-1979.
Raised characters and symbols shall comply with 4.30.
The call button for the main entry floor shall be

80 mln
2030

tn.

I, 36 min
915

(a)

(b)

Fig. 22
Minimum Dimensions of Elevator Cars

designated by a raised star at the left of the floor
designation (see Fig. 23(a)). All raised designations for
control buttons shall be placed immediately to the left
of the button to which they apply. Applied plates, per-
manently attached, are an acceptable means to pro-
vide raised control designations. Floor buttons shall be
provided with visual indicators to show when each call
is registered. The visual indicators shall be
extinguished when each call is answered.

(3) Height All floor buttons shall be no higher than
48 in (1220 mm), unless there is a substantial
increase in cost, in :which case the maximum mount-
ing height may be increased to 54 in (1370 mm),
above the floor. Emergency controls, including the
emergency alarm and emergency stop, shall be
grouped at the bottom of the panel and shall have
their centerlines no less than 35 in (890 mm) above
the floor (see Fig. 23(a) and (b)).
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4.10 Elevators
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Car Controls
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(4) Location. Controls shall be located on a front
wall if cars have center opening doors, and at the side
wall or at the front wall next to the door if cars have
side opening doors (see Fig. 23(c) and (d)).

4.10.13* Car Position indicators In elevator cars,
a visual car position indicator shall be provided above
the car control panel or over the door to show the
position of the elevator in the hoistway. As the car
passes or stops at a floor served by the elevators, the
corresponding numerals shall illuminate, and an aud-
ible signal shall sound. Numerals shall be a minimum
of 1/2 in (13 mm) high. The audible signal shall be no
less than 20 decibels with a frequency no higher than

1500 Hz. An automatic verbal announcement of the
floor number at which a car stops or which a car
passes may be substituted for the audible signaL

4.10.14* Emergency Communications. If pro-
vided, emergency two-way communication systems
between the elevator and a point outside the hoistway
shall comply with ANSI A17.1-1978 and A17.1a1979.
The highest operable part of a two-way communication
system shall be a maximum of 48 in (1220 mm) from
the floor of the car. It shall be identified by a raised or
recessed symbol and lettering complying with 4.30 and
located adjacent to the device If the system uses a
handset, then the length of the cord from the panel to
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4.13 Doors

the handset shall be at least 29 in (735 mm). If the
system is located in a closed compartment the com-
partment door hardware shall conform to 427, Con.
trots and Operating Mechanisms. The emergency
Intercommunication system shall not require voice
communication.

4.11* Platform Lifts.

4.11.1 Location. Platform lifts permitted by 4.1
shall comply with the requirements of 4.11.

4.11.2 Other Requirements. If platform lifts are
used, they shall comply with 4.2.4, 4.5, 427, and the
applicable safety regulations of administrative
authorities having jurisdiction.

4.11.3 Entrance. If platform lifts are used then
they should facilitate unassisted entry and exit from
the lift in compliance with 4.112

4.12 Windows. (Reserved).

4.13 Doors.

4.13.1 General. Doors required to be accessible by
4.1 shall comply with the requirements of 4.13.

4.13.2 Revolving Doors and Turnstiles. Revolving
doors or turnstiles shall not be the only means of
passage at an accessible entrafe:e or along an access-
ible route. An accessible gate or door shall be pro-
vided adjacent to the turnstile or revolving door and
shall be so designed as to facilitate the same use
pattern.

4.13.3 Gates. Gates, including ticket gates, shall
meet all applicable specifications of 4.13.

4.13.4 Double-Leaf Doorways. If doorways have
two independently operated door leaves, then at least
one leaf shall meet the specifications in 4.13.5 and
4.13.6. That leaf shall be an active leaf.

4.13.5 Clear Width. Doorways shall have a
minimum clear opening of 32 in (815 mm) with the
door open 90 degrees, measured between the face of
the door and the stop (see Fig. 24(a), (b), (c), and (d)).
Openings more than 24 in (610 mm) in depth shall
comply with 4.2.1 and 433 (see Fig. 24(e)).

EXCEPTION: Doors not requiring full user passage,
such as shallow closets, may have the clear opening
reduced to 20 in (510 mm) minimum.
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4.13 Doors
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4.13 Doors
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4.13 Doors

4.13.6 Maneuvering Clearances rA Doors.
Minimum maneuvering clearances at doors that are
not automatic or power-assisted !hall be as shown in
Fig. 25. The floor or ground area within the required
clearances shall be level an clear. Entry doors to
acute care hospital bedrooms for in-patients shall be
exempted from the requirement for space at the latch
side of the door (see dimension "x" in Fig. 25) if the
door is at least 44 in (1120 mm) wide.

4.13.7 Two Doors in Series. The minimum space
between two hinged or ph oted doors in series shall be
48 in (1220 mm) r.,lus the width of any dcor swinging
into the space. Doors in series shall swing either in the
same direction or away from the sp._ 'tween the
doors (see Fig. 26).

4.13.8* Thresholds at Doormays. Thresholds at
doorways shall not exceed 3/4 in (19 mm) in height
for exterior sliding doors or 1/2 in (13 mm) for other
types of doors. Raised thresholds and floor level
changes at accessible doorways shall be beveled with a
slope no greater than 1:2 (see 4.5.2).

4.13.9' Door H,rdware. Handles, pulls, latches,
locks, and other .operating devices on accessible doors
shall have a shape th t is easy to grasp with one hand
and does not require fight grasping, tight pinching, or
twisting of the wrist to operate. Lever-operated
mechanisms, push-type mechanisms, and U-shaped
handles lre acceptable designs. When sliding doors
are fully open, operating hardware shall be exposed
and usaole from both sides. In dwelling units, only
doors at accessible entrances to the unit itself shall
comply with the requirements of this paragraph. Doors
to hazardous areas shall have hardware complying with
4.29.3. Mount no hardware required for accessible
door passage highs r 3 in (1220 mm) above
finished floor.

4.13.10' Door Closers. If a door has a closer, then
the sweep period of the closer chrll be adjusted so that
from an open position of 70 de tees, the door will take
at least 3 secor.' 3 to molt. to a point 3 in (75 mm)
from the latch, measured to the leading edge of the
door.

4.13.11* Door Opening Force. The maximum
force for pushing or pulling open a door shall be as
follows:

(1) Fire doors shall have the minimum opening
force allowable by the appropriate administrative
authority.

(2) Oti ler doors.

(a) exterior hinged doors: (Reserved).

(b) interior hinged doors: 5 lbf (222N)

(c) sliding or folding doors: 5 lbf (22.2N)

These forces do not apply to the force required to re-
tract latch bolts or disengage other devices that may
hold the door in a closed pcslion.

4.13.12* Automatic Doors and Power-Assisted
Doors. If an automatic door is used, then it shall com-
ply with American National Standard for Power-
Operated Doors, ANSI A156.10-1979. Slowly opening,
low-powered, automatic doors shall be considered a
type of custom design installation as described in
paragraph 1.1.1 of ANSI A156.10-1979. Such doors
shall not open to back check faster than 3 seconds
and shall require no lore than 15 lbf (66.6N) to stop
door movement .7 a power-assisted door is used, its
door-opening force shall comply with 4.13.11 and its
closing shall conform to the requirements in section
10 of ANSI A156.10-1979.

4.14 Entrances.

4.14.1 Minimum Number. Entrances required to
be accessible by 4.1 shall be part of an accessible
route and shall comply with 4.3. Such entrances shall
be connected by an accessible route to public
transportation stops, to accessible parking and
passenger loading zones, and to public streets or
sidewalks if available (see 4.3.2(1)). They shall also be
connected by an accessible route to all accessible
spaces or elements within the building or facility.

4.14.2 Se/VICE Entrances. A service entrance shall
not be the sole accessible entrance unless it is the only
entrance to a building or facility (for example, in a fac-
tory or garage).

4.15 Drinking Fountains and Water Coolers.

4.15.1 Minimum Number. Drinking fountains or
water coolers required tc he accessible by 4.1 shall
comply with 4.15.

4.15.2* Spout Height. Si uts shall be no higher
than 36 in (915 mm), measured from the floor or
ground surfaces to the spout outlet (see Fig. 27(a)).

4.15.3 Spout Location. The spouts of drinking
fountains and water coolers shall be at the front of the
unit and shall dirtct the water flow in a trajectory that
is parallel or nearly parallel to the front of the unit The
spout shall provide a flow of water at least 4 in (100
mm) high so as to allow the insertion of a cup or glass
under the flow of water.

4.15.4 Controls. Controls shall comply with 4.27.4.
Link controls shall be front mounted or side mounted
,tear the front edge.

4.15.5 Clearances.

(1) Wall- and post-mounted canWevered units shall
have a clear knee space between the bottom of the
apron and the f'oor or ground at least 27 in (685 mm)
high, 30 in (760 mm) wide, and 17 in to 19 in (430
mm to 485 mm) deep (see Fig. 27(a) and (b)). Such
units shall also have a mini.aum clear floor space 30
in by 48 in (760 mm by 1220 mm) to allow a person
in a e . telchair to approach the unit facing forward.
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4.16 Water Closets

(2) Free-standing or bulkin units not having a clear
space under them shall have a clear floor space at
least 30 in by 48 in (760 mm by 1220 m) that
allows a person in a wheelchair to make a parallel
approach to the unit (see Fig. 27(c) and (d)). This
clear floor space shall comply with 4.2.4.

4.16 Water Closets.
4.16.1 Genera Accessible water closets shall com-
ply with 4.16. For water closets in accessible dwelling
units, see 4.34.5.2.

4.16.2 Clear Floor Space. Clear floor space for
water closets not in stalls shall comply with Fig. 28.
Clear floor space may be arranged to allow either a
left-handed or right-handed approach.

4.16.3* Height. The height of water closets shall be
17 in to 19 in (430 mm to 485 mm), measured to the
top of the toilet seat (see Fig. 29(b)). Seatc shall not
be sprung to return to a lifted position.

4.16.4* Grab Bars. Grab bars Lr water closets not
located in stalls shall comply with Fig. 29 and 4.26.
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4.16 Water Closets
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4.16.5* Flush Controls. Flush controls shall be
hand operated or automatic and shall comply with
427.4. Controls for flush valves shall be mounted on
the wide side of toilet areas no more than 44 in (1120
mm) above the floor.

4.16.6 Dispensers. Toilet paper dispensers shall be
instal:cd within reach, as shown in Fig. 29(b). Dispen-
sers that control delivery, or that do not permit con-
tinuous paper flow, shall not be used

4.17 Toilet Stalls.

4.17.1 Location. Accessible toilet stalls shall be on
an accessible route and shall meet the requirements of
4.17.

4.17.2 Water Closets. Water closets in accessible
ste.s shall comply with 4.16.

4.17.7 Size and Arrangement The size and

arrangement of toilet stalls shall comply with Fig.
30(a). Toilet stalls with a m°-iimum depth of 56 in
(1420 mm) (see Fig. 30(a)) shall have wall-mounted
water closets. If the depth of toilet stalls is increased at
least 3 in (75 mm), then a floor-mounted water closet
may be used Arrangements shown for stalls may be
reversed to allow either a left- or right-hand approach.

EXCEPTION: in instances of alteration work where
provision of a standard stall (Fig. 30(a)) is structurally
impracticable or where plumbing code requirements
prevent combining existing stalls to provide space, an
alternate stall (Fig. 30(b)) may be provided in lieu of
the standard stall

4.17.4 Toe Clearances. In standard stalls, the front
partition and at least one side partition shall provide a
toe clearance of at least 9 in (230 mm) above the
floor. If the depth of the stall is greater than 60 in
(1525 mm), then the toe clearance is not required.
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4.17 Toilet Stalls
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4.17 Toilet Stalls

4.17.5* Doors. Toilet stall doors shall comply with
4.13. If toilet stall approach Is from the latch side of
the stall door, clearance between the door side of the
stall and any obstruction may be reduced to a
minimum of 42 in (1065 mrn).

4.17.6 Grab Bars. Grab bars complying with the
length and positioning shown in Fig. 30(a), (b), (c),
and (d) shall be provided. Grab bars may be mounted
with any desired method as long as they have a grip-
ping surface at the locations shown and do not
obstruct the required clear floor area. Grab bars shall
comply with 4.26.

4.18 Urinals.

4.18.1 General. Accessible urinals she'' -riply with
4.18.

4.18.2 Height Urinals shall be stalltype or wallhung
with an elongated rim at a maximum of 17 in (430
mm) above the floor.

4.18.3 Clear Floor Space. A clear floor space 30 in
by 48 in (760 mm by 1220 mm) shall be provided in
front of urinals to allow forward approach. This clear
space shall adjoin or overlap an accessible route and
shall comply with 4.2.4. Urinal shields that do not
extend beyond the front edge of the urinal rim may
be provided with 29 in (735 mm) clearance between
them.

4.18.4 Flush Controls. Flush controls shall be hand
operated or automatic, and shall comply with 4.27.4,
and shall be mounted no more than 44 in (1120 mm)
above the floor.

4.19 Lavatories and Mirrors.

4.19.1 General. The requirements of 4.19 shall apply
to lavatory fixtures, vanities, and built-in lavatories.

4.19.2 Height and Clearances. Lavatories shall be
mounted with the rim or counter surface no higher
than 34 in (865 mm) above the finished floor. Pro.
vide a clearance of at least 29 in (735 mm) from the
floor to the bottom of the apron. Knee and toe
clearance shall comply with Fig. 31.

4.19.3 Clear Floor Space. A clear floor space 30
in by 48 in (760 mm by 1220 mm) complying with
4.2.4 shall be provided in front of a lavatory to allow
forward approach. Such clear floor space shall adjoin
or overlap an accessible route and shall extend a max-
imum of 19 in (485 mm) underneath the lavatory (see
Fig. 32).

4.19.4 Exposed Pipes and Surtaxes. Hot water
and drain pipes under lavatories shall be insulated or
otherwise covered. There shall be no sharp or abrasive
surfaces under lavatories.

4.19.5 Faucets. Faucets s, II comply with 4.27.4.
Lever-operated, pushtype, anci electronically controlled
mechanisms are examples of acceptable designs. Self
closing valves are allowed if the faucet remains open
for at least 10 seconds.

4.19.6* MilTOM Mirrors shall be mounted with the
bottom edge of the reflecting surface no higher than
40 in (1015 mm) from the floor (see Fig. 31).

4.20 Bathtubs.

4.20.1 General Accessible bathtubs shall comply
with 4.20. For bathtubs in accessible dwelling units,
see 434.5.4.

4.20.2 Floor Space. Clear floor space in front of
bathtubs shall be as shown in Fig. 33.

4.20.3 Seat. An intub seat or a seat at the head
end of the tub shall be provided as shown in Fig. 33
and 34. The structural strength of seats and their
attachments shall comply with 426.3. Seats shall be
mounted securely and shall not slip during use.

4.20.4 Grab Bars. Grab bars complying with 4.26
shall be provided as shown in Fig. 33 and 34.
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4.20 Bathtubs
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4.20 Bathtubs

4.20.5 Controls. Faucets and other controls com-
plying with 4.27.4 shall be located as shown in Fig. 34.

4.20.6 Shower Unit. A shower spray unit with a
hose at least 60 in (1525 mm) long that can be used
as a fixed shower head or as a hand-held shower shall
be provided.

4.20.7 Bathtub Enclosures. If provided, enclosures
for bathtubs shall not obstruct controls or transfer from
wheelchairs onto bathtub seats or into tubs.
Enclosures on bathtubs shall not have tracks mounted
on their rims.

4.21 Shower Stalls.

4.21.1* General. Accessible shower stalls shall
comply with 4.21. For shower stalls in accessible
dwelling units, see 4.34.5.5.

4.21.2 Size and Clearances. Shower stall size and
clear floor space shall comply with Fig. 35(a) or
The shower stall in Fig. 35(a) shall be 36 in by 36 in
(915 mm by 915 mm). The shower stall in Fig. 35(b)
will fit into the space required for a bathtub.

4.21.3 Seat. A seat shall be provided in shower stalls
36 in by 36 in (915 mm by 915 mm) and shall be as
shown in Fig. 36. The seat shall be mounted 17 in to
19 in (430 mm to 485 mm) from the bathroom floor
and shall extend the full depth of the stall. The seat
shall be on the wall opposite the controls. The struc-
tural strength of seats and their attachments shall
comply with 4.26.3.

4.21.4 Grab Bars. Grab bars complying with 4.26
shall be provided as shown in Fig. 37.

4.21.5 Controls. Faucets and other controls com-
plying with 4.27.4 shall be located as shown in Fig. 37.
In shower stalls 36 in by 36 in (915 mm by 915 mm),
all controls, faucets, and the shower unit shall be
mounted on the side wall opposite the seat

4.21.6 Shower Unit. A shower spray unit with a
hose at least 60 in (1525 mm) long that can be used
as a fixed shower head or as a hand-held shower shall
be provided.
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4.22 Toilet Rooms
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EXCEP710IY In unmonitored facilities where
vandalism is a consideration, a fixed shower head
mounted at 48 in (1220 rnm) above the shower floor
may be used in lieu of a hand-held shower head

4.21.7 Curbs. If provided, curbs in shower stalls 36
in by 36 in (915 mm by 915 mm) shall be no higher
than 1/2 in (13 nun). Shower stalls that are 30 in by
60 in (760 mm by 1525 mm) shall not have curbs.

4.21.8 Shower Enclosures. If provided, enclosures
for shower stalls shall not obstruct controls or obstruct
transfer from wheelchairs onto shower seats.

4.22 Toilet Rooms.
4.22.1 Minimum Number. Toilet facilities required
to be accessible by 4.1 shall comply with 4.22.
Accessible toilet rooms shall be on an accessible
route

4.22.2 Doors. All doors to accessible toilet rooms
shall comply with 4.13. Doors shall not swing into the
clear floor space required for any fixture
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4.22 Toilet Rooms

4.22.3 Clear Floor Space. The accessible fixtures
and controls required in 422.4, 422.5, 422.6, and
4.22.7 shall be on an accessible route. An unobstruc
ted turning space complying with 4.2.3 shall be pro-
vided within an accessible toilet room. The clear floor
space at fixtures and controls, the accessible route,
and the turning space may overlap.

EXCEPTION: In toilet rooms with only one water
closet and one lavatory, a clear floor space of 30 in
by 60 in (815 nun by 1525 nun) may be used in
lieu of the unobstructed turning space.

4.22.4 Water Closets. If toilet stalls are provided,
then at least one shall comply with 4.17; its water
closet shall comply with 4.16. If water closets are not in
stalls, then at least one shall comply with 4.16.

422.5 Urinals. If urinals are provided, then at least
one shall comply with 4.18.

4.22.6 Lavatories and Mirrors. If lavatories and
mirrors are provided, then at least one of each shall
comply with 4.19.

4.22.7 Controls and Dispensers. If controls, dis-
pensers, receptacles, or other equipment is provided,
then at least one of each shall be on an accessible
route and shall comply with 4.27.

4.23 Bathrooms, Bathing Facilities, and
Shower Rooms.

4.23.1 Minimum Number. Bathrooms, bathing
facilities, or shower rooms required to be accessible
by 4.1 shall comply with 4.23 and shall be on an
accessible route. For adaptable bathrooms in access-
ible dwelling units, see 4.34.5.

4.23.2 Doors. Doors to accessible bathrooms shall
comply with 4.13. Doors shall not swing into the floor
space required for any fixture.

4.23.3 Clear Floor Space. The accessible fixtures
and controls required in 423.4, 4.23.5, 4.23.6, 4.23.7,
4.23.8, and 4.23.9 shall be on an accessible route. An
unobstructed turning space complying with 4.2.3 shall
be provided within an accessible bathroom. The clear
floor spaces at fixtures and controls, the accessible
route, and the turning space may overlap.

EXCEPTION: In bathrooms with only one water
closet, one lavatory, and one bathtub or shower, a
clear floor space of 30 in by 60 in (760 mm by 1525
mm) may be used in lieu of the unobstructed turning
space.

4.23.4 Water Closets. If toilet stalls are provided,
then at least one shall comply with 4.17; its water
closet shall comply with 4.16. If water closets are not in
stalls, then at least one shall comply with 4.16.

4.23.5 Urinals. If urinals are provided, then at least
one shall comply with 4.18.

4.23.6 Lavatories and Mirrors. it lavatories and
mirrors are provided, then at least one of each shall
comply with 4.19.
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4.23.7 Controls and Dispensers. If controls, dis-
pensers, receptacles, or other equipment is provided,
then at least one of each shall be on an accessible
route and shall comply with 4.27.

4.23.8 Bathing and Shower Facilities. If tubs or
showers are provided, then at least one accessible tub
that complies with 420 or at least one accessible
shower that complies with 4.21 shall be provided.

4.23.9* Medicine Cabinets. If medicine cabinets
are provided, at least one shall be located with a
usable shelf no higher than 44 in (1120 mm) above
the floor space. The floor space shall comply with 4.2.4.

4.24 Sinks.

4.24.1 General. Sinks required to be accessible by
4.1 shall comply with 4.24. Sinks in kitchens of access-
ible dwelling units shall comply with 4.34.6.5.

4.24.2 Height. Sinks shall be mounted with the
counter or rim no higher than 34 in (865 mm) from
the floor.

4.24.3 Knee Clearance. Knee clearance that is at
least 27 in (685 mm) high, 30 in (760 mm) wide, and
19 in (485 mm) deep shall be provided undemeath
sinks.

4.24.4 Depth. Each sink shall be a maximum of
6-1/2 in (165 mm) deep.

4.24.5 Clear Floor Space. A clear floor space at
least 30 in by 48 in (760 mm by 1220 mm) complying
with 4.2.4 shall be provided in front of a sink to allow
forward approach. The clear floor space shall be on an
accessible route and shall extend a maximum of 19 in
(485 mm) underneath the sink (see Fig. 32).

4.24.6 Exposed Pipes and Surfaces. Hot water
and drain pipes exposed under sinks shall be insulated
or otherwise covered. There shall be no sharp or
abrasive surfaces under sinks.

4.24.7 Faucets. Faucets shall comply with 4.27.4.
Lever-operated, pushtype, touch-type, or electronically
controlled mechanisms are acceptable designs.

4.25 Storage.
4.25.1 General. Fixed storage facilities such as
cabinets, shelves, closets, and drawers required to be
accessible by 4.1 shall comply with 4.25.

4.25.2 Clear Floor Space. A clear floor space at
least 30 in by 48 in (760 mm by 1220 mm) complying
with 4.2.4 that allows either a forward or parallel
approach by a person using a wheelchair shall be pro-
vided at accessible storage facilities.

4.25.3 Height. Accessible storage spaces shall be
within at least one of the reach ranges specified in
4.2.5 and 42.6. Clothes rods shall be a maximum of
54 in (1370 mm) from the floor (see Fig. 38).

4.25.4 Hardware. Hardware for accessible storage
facilities shall comply with 4.27.4. Touch latches and
U-shaped pulls are acceptable.
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4.28 Alarms

Fig. 38
Storage Shelves and Closets

4.26 Handrails. Grab Bars, and Tub and
Shower Seats.

4.26.1* General. All handrails, grab bars, and tub
and shower seats required to be accessible by 4.1,
4.8, or 4.9 shall comply with 4.26.

4.26.2* Size and Spacing of Grab Bars and
Handrails. The diameter or width of the gripping sur-
faces of a handrail or grab bar shall be 1.1/4 in to
1-1/2 in (32 mm to 38 mm), or the shape shall provide
an equivalent gripping surface. If handrails or grab bars
are mounted adjacent to a walk the space between the
wall and the grab bar shall be 1.1/2 in (38 mm) (see
Fig. 39(a), (b), and (c)). Handrails may be located in a
recess if the recess is a maximum of 3 in (75 mm)
deep and extends at least 18 in (455 mm) above the
top of the rail (see Fig. 39(d)).

4.26.3 Structural Strength. The structural strength
of grab bars, tub and shower seats, fasteners, and
mounting devices shall meet the following
specification:

(1) Bending stress in a grab bar or seat induced by
the maximum bending moment from the application
of 250 lbf (1112N) shall be less than the allowable
stress for the material of the grab bar or seat.

(2) Shear stress induced in a grab bar or seat by the
application of 250 lbf (1112N) shall be less than the
allowable shear stress for the material of the grab bar
or seat. If the connection between the grab bar or seat
and its mounting bracket or other support is con-
sidered to be fully restrained, then direct and torsional
shear stresses shall be totaled for the combined shear
stress, which shall not exceed the allowable shear
stress.

(3) Shear force induced in a fastener or mounting
device from the application of 250 lbf (1112N) shall
be less than the allowable lateral load of either the fas-
tener or mounting device or the supporting structure,
whichever is the smaller allowable load.

(4) Tensile force induced in a fastener by a direct
tension force of 250 lbf (1112N) plus the
maximum moment from the application of 250 lbf
(1112N) shall be less than the allowable withdrawal
and the supporting structure

(5) Grab bars shall not rotate within their fittings.

4.26.4 Eliminating Hazards. A handrail or grab
bar and any wall or other surface adjacent to it shall be
free of any sharp or abrasive elements. Edges shall
have a minimum radius of 1/8 in (3.2 mm).

4.27 Controls and Operating Mechanisms.

4.27.1 General. Controls and operating
mechanisms required to be accessible by 4.1 shall
comply with 4.27.

4.27.2 Clear Floor Space. Clear floor space com-
plying with 4.2.4 that allows a forward or a parallel
approach by a person using a wheelchair shall be pro-
vided at controls, dispensers, receptacles, and other
operable equipment

4.27.3* Height The highest operable part of all
controls, dispensers, receptacles, and other operable
equipment shall be placed within at least one of the
reach ranges specified in 4.2.5 and 4.2.6. Except
where the use of special equipment dictates otherwise,
electrical and communications system receptacles on
walls shall be mounted no less than 15 in (380 mm)
above the floor.

4.27.4 Operation. Controls and operating
mechanisms shall be operable with one hand and shall
not require tight grasping, pinching, or twisting of the
wrist The force required to activate controls shall be
no greater than 5 lbf (22.2 N).

4.28 Alarms.
4.28.1 General. Alarm systems required to be
accessible by 4.1 shall comply with 428.

4.28.2* Audible Alarms. If provided, audible
emergency alarms shall produce a sound that exceeds
the prevailing equivalent sound level in the room or
space by at least 15 decibels or exceeds any max-
imum sound level with a duration of 30 seconds by 5
decibels, whichever is louder. Sound levels for alarm
signals shall not exceed 120 decibels.

4.28.3* Visual Alarms. If provided, electrically
powered internally illuminated emergency exit signs
shall flash as a visual emergency alarm in conjunction
with audible emergency alarms. The flashing frequency
of visual alarm devices shall be less than 5 Hz. If such
alarms use electricity from the building as a power
source, then they shall be installed on the same
system as the audible emergency alarms.
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4.28 Alarms

(a)
Handrail

(c)
Handrail

(b)
Handrail

(e)
Grab Bar

Fig. 39
Size and Spacing of Handrails and Grab Bars

(d)
Handrail

EXCEPTIONS:

(1) Visual alarm devices that are mounted
adjacent to emergency exit signs may be used in lieu
of flashing exit signs.

(2) Specialized systems utilizing advanced technol-
ogy may be substituted for the visual systems
specified above if equivalent protection Is afforded
handicapped users of the building or facility.

4.28.4* Awdliary Alarms. Accessible sleeping
accommodations shall have a visual alarm connected

to the building emergency alarm system or shall nave
a standard 110volt e:ectrical receptacle into which
such an alarm could be connected. Instructions for use
of the auxiliary alarm or connection shall be provided.

4.29 Tactile Warnings.
4.29.1 General. 'radiie warnings required to be
accessible by 4.1 shall comply with 4.29.

4.29.2* Tactile Warnings on Wa. 'ng Surfaces.
(Reserved).
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International Symbol of Accessibility

approach by a person using a wheelchair shall be pro-
vided at telephones (see Fig. 44). The clear floor or
ground space shall comply with 4.2.4. Bases,
enclosures, and fixed seats shall not impede
approaches to telephones by people who use
wheelchairs.

4.31.3* Mounting Height The highest operable
part of the telephone shall be within the reach ranges
specified in 4.2.5 or 4.2.6.

4.31.4 Protruding Objects. Telephones shall
comply with 4.4.

4.31.5' Equipment for Hearing impeded People.
Telephones shall be equipped with a receiver that
gene ates a magnetic field in the area of the receiver
cap. Volume controls shall be provided in accordance
with 4.12.

4.31.6 Controls. Telephones shall have pushbutton
controls where service for such equipment is available.

4.31.7 Telephone Books. Telephone books, if pro-
vided, shall be located in a position that complies
with the reach ranges specified in 425 and 42.6.

4.31 Telephones

4.29.3* Tactile Warnings on Doors to Hazardous
Areas. Doors that lead to areas that might prove
dangerous to a blind person (for example, doors to
loading platforms, boiler rooms, stages, and the like)
shall be made identifiable to the touch by a textured
surface on the door handle, knob, pull, or other operat
ing hardware. This textured surface may be made by
knurling or roughing or by a material applied to the
contact surface. Such textured surfaces shall not be
provided for emergency exit doors or any doors other
than those to hazardous areas.

4.29.4 Tactile Warnings at Stairs. ,Reserved).

4.29.5' Tactile Warnings at Hazardous Vehicular
Areas. (Reserved).

4.29.6* Tactile Warnings at Reflecting Pools.
(ReservecD.

4.29.7* Standardization. Textured surfaces for tac-
tile door warnings shall be standard within a building,
facility, site, or complex of buildings.

4.30 Slgnage.
4.30.1* General. Signage required to be accessible
by 4.1 shall comply with 430.

4.30.2* Character Proportion. Letters and numbers
on signs shall have a width-to-height ratio between 3:5
and 1:1 and a stroke width-to-height ratio between 1:5
and 1:10.

4.30.3* Color Contrast Characters and symbols
shall contrast with their background either light
characters on a dark background or dark characters
on a light background.

4.30.4* Raised or Indented Characters or Sym-
bols. Letters and numbers on signs shall be raised or
incised 1/32 in (0.8 mm) minimum and shall be sans
serif characters. Raised characters or symbols shall be
at least 5/8 in (16 mm) high, but no higher than 2 in
(50 mm). Indented characters or symbols shall have a
stroke width of at least 1/4 in (6 mm). Symbols or pic-
tographs on signs shall be raised or indented 1/32 in
(0.8 mm) minimum.

4.30.5 Symbols of Accessibllty. Accessible
facilities required to be identified by 4.1, shall :se the
international symbol of accessibility. The symbol shall
be displayed as shown in Fig. 43.

4.30.6 Mounting Location and Height. Interior
signage shall be located alongside the door on the
latch side and shall be mounted at a height of
between 54 in and 66 in (1370 mm and 1675 mm)
above the finished floor.

4.31 Telephones.
4.31.1 General. Public telephones required to be
accessible by 4.1 shall comply with 431.

4.31.2 Clear Floor or Ground Space. A clear floor
or ground space at least 30 h by 48 in (760 mm by
1220 mm) that allows either a forward or parallel
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4.31.8 Cord Length. The cord from the telephone
to the handset shall be at least 29 in (735 mm) long.

4.32 Seating, Tables, and Work Surfaces.

4.32.1 Minimum Number. Fixed or built-in seating,
tables, or work surfaces required to be accessible by
4.1 shall comply with 432.

4.32.2 Seating. If seating spaces for people in
wheelchairs are provided at tables, counters, or work

surfaces, clear floor space complying with 4.2.4 shall
be provided. Such clear floor space shall not overlap
knee space by more than 19 in (485 mm) (see Fig.
45).

4.32.3 Knee Clearances. If seating for people in
wheelchairs is provided at tables, counters, and work
surfaces, knee spaces at least 27 in (685 mm) high,
30 in (760 mm) wide, and 19 in (485 mm) deep shall
be provided (see Fig. 45).
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accessible path of travel

I-1RJ -384 36
915 485 T T 485 T 915

Fig. 45
Minimum Clearances for Seating and Tables

4.32.4* Height of Wort Surfaces. The tops of
tables and work surfaces shall be from 28 in to 34 in
(710 mm to 865 mm) from the floor or ground.

4.33 Assembly Areas.

4.33.1 Minimum Number. Asseaibly and
associated areas required to be accessible by 4.1
shall comply with 433.

4.33.2* Size of Wheelchair Locations. Each
wheelchair location shall provide minimum clear
ground or floor spaces as shown i Fig. 46.

4.33.3* Placement of Wheelchair Locations.
Wheelchair areas shall be an integral part of any fixed
seating plan and shall be dispersed throughout the
seating area. They shall adjoin an accessible route that
also serves as a means of egress in case of emergency
and shall be located to provide lines of sight compar-
able to those for all viewing areas.

EXCEPTION: Accessible viewing positions may be
clustered for bleachers, balconies, and other areas
having sight lines that require slopes of greater than
5 percent. Equivalent accessible viewing positions
may be located on levels having accessible egress.

4.33.4 Surfaces. The ground or floor at wheelchair
locations shall be level and shall comply ww!. 4.5.

4.33.5 Access to Performing Areas. Ai accessible
route shall connect wheelchair seating locations with
performing areas, including stages, arena floors, dress-
ing rooms, locker rooms, and other spaces used by
performers.

4.33.6* Placement of Listening Systems. If the
listening system provided serves individual fixed seats,
then such seats shall be located within a 50 ft (15 m)
viewing distance of the stage or playing area and shall
have a complete view of the stage or playing area

4.33.7* Types of Listening Systems. Audio loops
and radio frequency systems are two acceptable types
of listening systems.

4.34 Dwelling Units.
4.34.1 General. The requirements of 4.34 apply .0
dwelling units required to be accessible by 4.1.

4.34.2* Minimum Requirements. An accessible
dwelling unit shall be on an accessible route. An
accessible dwelling unit shall have the following
accessible elements and spaces as a minimum:

(1) Common spaces and facilities serving indivieual
accessible dwelling units (for example, entry walks,
trash disposal facilities, and mail boxes) shall comply
with 4.2 through 4.33.
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(2) Accessible spaces shall have maneuvering space
complying with 4.2.2 and 4.2.3 and surfaces comply-
ing with 4.5.

(3) At least one accessible route complying with 4.3
shall connect the accessible entrances with all access
ible spaces and elements within the dwelling units.

(4) See 4.1.1(5)(d) Parking.

(5) Removed and reserved

(6) Doors to and in accessible spaces that are
intended for passage shall comply with 4.13, except
that the provisions of 4.13.9 apply only to the doors
at accessible entrances to the unit itself.

(7) At least one accessible entranc= to the dwelling
unit shall comply with 4.14.

(8) Storage in accessible spaces in dwelling units,
including cabirAts, shelves, closets, and drawers, shall
comply with 4.25.

(9) All contr4t4 in accessible spaces shall comply
with 4.27. Those portions of heating, ventilating, and
airconditioning equipment requ!ring regular, periodic
maintenance and adjustment by the resident of a
dwellii.- 'hall be accessible to people in wheelchairs. If
air distrkitilion registers must be placed in or close to
ceilings for proper air circulation, this specification
shall not apply to the registers.

(10) Emergency alarms as required by 4.1 and
complying with 428.4 shall be provided in the dwelling
unit

(11) Removed and reserved

(12) At least one full bathroom shall comply with
4.34.5. A full bathroom shall irclude a water closet, a
lavatory, and a bathtub or a shower.

(13) The kitchen shall comply with 4.34.6.

(14) If laundry facilities are provided, they shall com-
ply with 4.34.7.

(15) The following spaces shall be cccessible and
shall be on an accessible route:

(a) The living area.

(b) The dining area.

(c) The sleeping area, or the bedroom in one bed-
room dwelling units, or at least two bedrooms or sleep-
it g spaces in dwelling units with two or more
bedrooms.

(d) Patios, terraces, balconies, carports, e,,,d gar
ages, if provided with the dwelling unit

4.34.3 Adaptability. Tie specifications for 4.34.5
and 4 34.6 include the concept of adaptability. Access-
ible dwelling units may be designed for either perm-
anent accessibility or adaptability.

4.34.4 Consumer information To ensure that the
existence of adaptable features will be known to the
owtier or occupant of a dwelling, the following con-
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4.34 Dwelling Units

sumer information shall be provided in each adaptable
dwelling unit available for occupancy:

(1) Notification of the alternate heights available for
the kitchen counter and sink, and the existence of
removable cabinets and bases, if provided, unit
counters, sinks, and lavatories.

(2) Notification of the provisions for the installation
of grab bars at toilets, bathtubs, and showers.

(3) Notification that the dwelling unit is equipped to
ove a visual emergency alarm installed

(4) Identification of t' -= location where information
and instructions re ava.,able for changing the height
of counters, removing cabinets and bases, installing a
visual emergency alarm system, and installing grab
bars.

(5) Notification that the dwelling unit has been
designed in accordance with this Uniform Federal
Accessibility Standards.

In addition, the parties who will be responsible for
making adaptations shall be provided with the follow
ing information:

(1) Instructions for adjusting or replacing kitchen
counter and sink heights and for removing cabinets.

(2) A scale drawing showing methods and locations
for the installation of grab bars.

(3) A scale drawing showing the location of
adjustable or replaceable counter areas and removable
cabinet&

(4) Identification of the location of any equipment
and parts required for adjusting or replacing counter
tops, cabinets, and sinks.

(5) Instructions for installing a visual emergency
alarm system, if the dwelling unit is equipped for such
an installation.

4.34.5w Bathrooms. Accessible oradaptable
bathroorre shall be on an accessible route and shall

Imply v,:h the requirements of 4.34.5.

4.34.5.1 Doors. Doors shall not swing into the clear
floor space required for any fixture

4.34.5.2 Water Closets.

(1) Clear floor space at the water closet shall be as
shown in Fig. 47(a). The water closet may be located
with the clear area at either the 'Ight or left side of the
toilet

(2) The height of the water closet shall be at least 15
in (380 mm), and nc more than 19 in (485 mm),
measured to the top of the toilet seat

(3) Structural reinforcement or other provisions that
will allow installation of Arab bars shall be provided in
the locations shown in Fig. 47(b). If provided, grab
bars shall be installed as shown in Fig. 29 and shall
comply with 4.26.

(4) The Loilet oper dispenser shall be instaLtd
within reach as shown in Fig. 47(b).

4.34.5.3 Lavatory, Minors, and Medicine Cabinets.

(1) The lavatory and mirrors snail comply with
4.22.6.

(2) If a cabinet is provided um. the lavatory in
adaptable bathrooms, then it shah be removable to
provide the clearances specified in 4.22.6.

(3) If a medicine cabinet is provided above ti .e
lavatory, then the bottom of the medicine cabinet shall
be located with a usable shelf no higher than 44 in
(1120 mm) above the floor.

4.34.5.4 Bathtubs. If a bathtub is provided, then it
shall have the following features:

(1) Floor space. Clear floor space at bathtubs ;hall
be as shown in Fig. 33.

(2) Seat An in-tub seat or a seat at the head end of
the tub shall be provided as shown in Fig. 33 and 34.
The structural strength of seats and their attachments
shall comply with 4.26.3. Seats shall be mounted
securely and shall not slip during use.

(3) Grab bars. Structural reinforcement or other
provisions that 'ill allow Installation of grab bars shall
be provided in the locations shown in Fig. 48. If pro-
vided, grab bars shall be installed as shown in Fig. 34
and shall corTty with 4.26.

(4) Controls. Faucets and other controls shall be
located as shown in Fig. 34 and shall comply with
427.4.

(5) Shower unit A shower spray unit wie a hose a'
least 60 in (1525 mm) long that can be i Iu as a
fixed shower head or as a handheld shover shall be
provided

4.34.5.5 Showers. If a shower is provided, it shall
have the following features:

(1) Size and clearances. Shower stall size and clear
floor space shall comply with either Fig. 35(a) or (b).
The shower stall in Fig 35(a) shall be 36 in by 36 in
(915 mm by 915 mm). The shower stall in Fig. 35(b)
will fit into the same space as a standard 60 in (1525
mm) long bathtub.

(2) Seat A seat shall be provided in the shower stall
in Fig. 35(a) as shown in Fig. .35 The seat shall be 17
in to 19 in (430 mm to 485 mm) high measured from
the bathroom floor and shall extend the fall depth of
the stall. The seat shall be on the wall opposite the
controls. The structural strength of seats and their
attachments shall comply trith 4.26.3. Seats shall be
mounted securely and shall not slip during use.

(3) Grab bars. Structural reinforcemen, or other pro-
visions that will allow installation of grab bars shall be
provided in the locations shown in Fig. 49. if provided,
grab bars shall be installed as shown in Fig. 37 and
shotl comply with 4.26.
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Location of Grab Bars and Controls of Adaptable Bathtubs

(4) Controls. Faucets and other controls shall be
located as shown in Fig. 37 and shall comply with
427.4. In the shower stall in Fig. 35(a), all controls,
faucets, and the shower unit shall be mounted on the
side wall opposite the seat

(5) Shower unit A shower spray unit with a hose at
least 60 in (1525 mm) long that can be used as a
fixed shower head at various heights or as a hand-held
shower shall be provided.

4.34.5.6 Bathtub and Shower Enclosures.
Enclosures for bathtubs or shower stalls shall not
obstruct controls or transfer from wheelchairs onto
shower or bathtub seats. Enclosures on bathtubs shall
not have tracks mounted on their rims.
4.34.5.7 Clear Floor Space. Clear floor space at fix-
tures may overlap.

4.34.6 Kitchens. Accessible or adaptable kitchens
and their components shall be on an accessible route
and shall comply with the requirements of 4.34.6.

4.34.6.1* Clearance. Clearances between all oppos-
ing base cabinets, counter tops, appliances, or walls
shall be 40 in (1015 mm) minimum, except in U.
shaped kitchens, where such clearance shall be 60 in
(1525 mm) minimum.

4.34.6.2 Clear Floor Space. A clear floor space at
least 30 in by 48 in (760 mm by 1220 mm) complying
with 4.2 4 mat allows either a forward or a parallel
approach by a person in a wheelchair shall be pro-
vided at all appliances in the kitchen, including the
range or cooktop, oven, refrigerator/freezer,
dishwasher, and trash compactor. Laundry equipment
located in the kitchen shall comply with 4.34.7.
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4.34 Dwelling Units

4.34.6.3 Controls. All controls in kitchens shall com-
ply with 4.27.

4.34.6.4 Work Surfaces. At least (lie 30 in (760
mm) section of counter shall provide a work surface
that complies with the following requirements (see Fig.
50):

(1) The counter shall be mounted at a maximum
height of .34 in (865 mm) abov" the floor, measured
from the floor to the top of the counter surface, or
shall be adjustable or replaceable as a unit to provide
alternative heights of 28 in, 32 in, and 36 in (710 mm,
815 mm, and 915 mm), measured from the top of the
counter surface.

(2) Base cabinets, if provided, shall be removable
under the full 30 in (760 mm) minimum frontage of
the counter. The finished floor shall extend under the
counter to the wall.

(3) Counter thickness and supporting structure shall
be 2 in (50 mm) maximum over the required clear
area.

(4) A clear floor space 30 in by 48 in (760 mm by
1220 mm) shall allow a forward approach to the coun-
ter. Nineteen inches (485 mm) maximum of the clear
floor space may extend underneath the counter. The
knee space shall have a minimum clear width of 30 in
(760 mm) and a minimum clear depth of 19 in (485
mm).

(5) There shall be no sharp or abrasive surfaces
under such counters.

4.34.6.5. Sink. The sink and surrounding counter
shall comply with the following requirements (see Fig.
51):

(1) The sink and surrounding counter shall be
mounted at a maximum height of 34 in (865 mm)
above the floor, measured from the floor to the top of
the counter surface, or shall be adjustable or replace
able as a unit to provide alternative heights of 28 in, 32
in, and 36 in (710 mm, 815 mm, and 915 mm),
measured from the floor to the top of the counter sur-
face or sink rim. The total width of sink and counter
area shall be 30 in (760 mm).

(2) Roughin plumbing shall be located to accept
connections of supply and drain pipes for sinks
mounted at the height of 26 in (710 mm).

(3) The depth of a sink bowl shall be no greater
than 64/2 in (165 mm). Only one bowl of doubleor
triplbowl sinks needs to meet this requirement

(4) Faucets shall comply with 427.4. Lever-operated
or pushtype mechanisms are two acceptable designs.

(5) Base cabinets, if provided, shall be removable
under the full 30 in (760 mm) minimum frontage of
the sink and surrounding counter. The finished flooring
shall extend under the counter to the wall.

.........-

(a)
Before Removal of Cabinets and Base

(b)
Cabinets and Ben Removed

and Height Alternatives

Fig. 51
Kitchen Sink

(6) Counter thickness and supporting structure shall
be 2 in (50 mm) maximum over the required clear
space.

(7) A clear floor snace 30 in by 48 in (760 mm by
1220 mrn) shall allow forward approach to the sink
Nineteen inches (485 mm) maximum of the clear boor
space may extend underneath the sink The knee
space shall have a dear width of 30 in (760 mm) and
a clear depth of 19 in (485 mm).

(8) There shall be no sharp or abrasive surfaces
under sinks. Hot water and drain pipes under sinks
shall be insulated or otherwise covered.

4.34.6.6' Ranges and Cooktops. Ranges and cook-
tops shall comply with 4.34.62 and 4.34.6.3. If ovens
or coolctops have knee spaces underneath, then they
shall be insulated or otherwise protected on the
exposed contact surfaces to prevent bums, abrasions,
or electrical shock The clear floor space may overlap
the knee space, if provided, by 19 in (485 mm)
maximum. The location of controls for ranges and
cooktops shall not require reaching across burners.
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4.34 Dwelling Units

4.34.6.7e Ovens. Ovens shall comply with 4.34.6.2
and 4.34.6.3. Ovens shall be of the seffcleaning type
or be located.adjacent to an adjustable height counter
with knee space below (see Fig. 52). For sideopening
ovens, the door latch side shall be next to the open
counter space, and there shall be a pull-out shelf under
the oven extending the full width of the oven and pull-
ing out not less than 10 in (255 mm) when fully ex-
tended. Ovens shall have controls on front panels; they
may be located on either side of the door.

4.34.6.8e Refrigerator/Freezers. Refrigerator/
freezers shall comply with 4.34.6.3. Provision shall be
made for refrigerators which are

(1) Of the vertical sideby-side refrigerator/freezer
type; or

(2) Of the over-andunder type and meet the follow-
ing requirements:

(a) Have at least 50 percent of the freezer space
below 54 in (1370 mm) above the floor.

(a)
SideHinged Door

(b)
Bottom-Hinged Door

SYMBOL KEY:
1. Countertop or wallmounted oven.
2. Pullout board preferred with sideopening door.
3. Clear open space.
4. Bottomhinged door.

Fig. 52
Ovens without Self-Cleaning Feature

(b) Have 100 percent of the refrigerator space and
controls below 54 in (1370 mm).

Freezers with less than 100 percent of the storage
volume within f.e limits specified in 42.5 or 4.2.6 shall
be the self-defrosting type

4.34.6.9 Dishwashers. Dishwashers shall comply
with 4.34.6.2 and 4.34.6.3. Dishwashers shall have all
rack space accessible from the front of the machine
for loading and unloading dishes.

4.34.6.10' Kitchen Storage. Cabinets, drawers, and
shelf areas shall comply with 4.25 and shall have the
following features:

(1) Maximum height shall be 48 in (1220 mm) for at
least one shelf of all cabinets and storage shelves
mounted above work counters (see Fig. 50).

(2) Door pulls or handles for wall cabinets shall be
mounted as close to the bottom of cabinet doors as
possible. Door pulls or handles for base cabinets shall
be mounted as close to the top of cabinet doors as
possible.

4.34.7 Laundry Facilities. If laundry equipment is
provided within individual accessible dwelling units, or
if separate laundry facilities serve one or more access-
ible dwelling units, then they shall meet the
requirements of 4.34.7.1 through 434.7.3.

4.34.7.1 Location. Laund:y facilities and laundry
equipment shall be on an accessible route.

4.34.7.2 Washing Machines and Clothes Dryers.
Washing machin.s and clothes dryers in common use
laundry rooms shall be front loading.

4.34.7.3 Controls. Laundry equipment shall comply
with 4.27.

Fig 53
Food Service Lines
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7.0 Mercantile

pi RESTAURANTS AND
CAFETERIAS.

5.1 General In addition to the requirements of 4.1
to 433, the design of at least 5 percent of all Rued
seating or tables In a restaurant or cafeteria shall
comply with 432. Access aisles between tables shall
comply with 43. Where practical, accessible tables
should be distributed throughout the space or facility.
In restaurants or cafeterias where there are mez-
zanine levels, loggias, or raised platforms,
accessibility to all such spaces is not required provid-
ing that the same services and decorative character
are provided in spaces located on accessible routes.

5.2 Food Service Lines. Food service lines shall
have a minimum clear width of 36 in (915 mm), with
a preferred clear width of 42 in (1065 mm) where
passage of stopped wheelchairs by pedestrians is
desired Tray slides shall be mounted no higher than
34 in (865 mm above the floor. If self service shelves
are provided a reasonable portion must be within the
ranges shown in FIg. 53.

5.3 Tableware Areas. Install tableware,
dLshware, condiment food and beverage display
shelves, and dispensing devices in compliance with
42 (see Fig. 54).

5.4 Vending Machines. Install vending
machines in compliance with 427.

III HEALTH CARE.

6.1 Genera/. In addition to the requirements of 4.1
to 433, Health Care buildings and facilities shall
comply with 6.

6.2 Entrances. At least one accessible entrance
that complies with 4.14 shall be protected from the

54
Tableware Areas

weather by canopy or roof overhang Such entrances
shall incorporate a passenger loading zone that com
plies with 4.6.5 (see 4.13.6).

A-3 Patient Bedrooms. Provide accessible
patient bedrooms in compliance with 4. Accessible
patient bedrooms shall comply with the following

(1) Each bedroom shall have a turning space that
complies with 423, and preferably that is located
near the entrance.

(2) Each onebed room shall have a minimum
clear floor space of 36 in (915 mm) along each side
of the bed and 42 in (1065 mm) between the foot of
the bed and the wall

(3) Each twobed room shall have a minimum
clear floor space of 42 in (1065 mm), preferably 48 in
(1220 mm), between the foot of the bed and the wall;
36 in (915 mm) between the side of the bed and the
wall; and 48 in (1220 mm) between beds.

(4) Each four-bed room shall have a minimum
clear floor space of 48 in (1220 mm) from the foot of
the bed to the foot of the opposing bed; 36 in (915
mm) between the side of the bed and the wall; and
48 in (1220 mm) between beds.

(5) Each bedroom shall have a door that complies
with 4.13.

6.4 Patient Toilet Rooms. Provide each patient
bedroom that is required to be accessible with an
accessible toilet room that complies with 422 or
423.

III MERCANTILE

7.1 Genera/. In addition to the requirements of 4.1
to 433, the desig of all areas used for business
transactions with the public shall comply with 7.

7.2 Service Counters. Where service counters
exceeding 36 in (915 mm) in height are provided for
standing sales or distribution of goods to the public,
an auxiliary counter or a portion of the main counter
shall be provided with a maximum height of between
28 in to 34 in (710 mm to b65 mm) above the floor
in compliance with 432.4.

7.3 Check-Out Aisles. At least one accessible
checkout aisle shall be provided in buildings or
facilities with check-out aisles. Clear aisle width shall
comply with 42.1 and maximum adjoining counter
height shall not exceed 36 in (915 mm) above the
floor.

7.4 Security Bollards. My device used to pre-
vent the removal of shopping carts from store pre-
mises shall not prevent access or egress to those in
wheelchairs. An alternate entry that is equally con-
venient to that provided for the ambulatory popula-
tion is acceptable.
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8.0 Libraries

36 min
915

Fig. 55
Card Catalog

111TIBRIV---MS.

8.1 GeneraL In addlUon to the requirements of 4.1
to 433, the design of all public areas of a Wary
shall comply with 8, including reading and study
areas, stacks, reference rooms, reserve areas, and
special facilities or collections. As provided elements
such as public toilet rooms, telephones, and parking
shall be accessible

8.2 Reading and Study Areas At least 5 pe,
cent or a minimum of one of each element of fixed
seating, tables, or study carrels shall comply with 42
and 432. Clearances between Alkyd accessible tables
and study carrels shall comply with 43.

8.3 Check-Out Areas, At leastone lane at each
check-out area shall comply with 432. Any traffic
control or book security gates or turnstiles shall com-
ply with 4.13.

8.4 Card Catalogs Minimum clear aisle space at
card catalogs, migazine displays, or reference stacks
shall comply with Fig. 55. Maximum reach height
shall comply with 42, with a height of 48 in (1370
rnrn) preferred irrespective of reach allowed

8.5 Stacks. Minimum clear aisle width between
stacks shall comply with 43, with a minimum clear
aisle width of 42 in (1065 mm) preferred where
possible. Shelf height in stack areas Is unrestricted
(see Fig. 56).

36 min
915

ZZ Z ,./Z, ZA
Fig- 56
Stacks

MPOSTAL FACILITIES.

9.1 GeneraL In addition to the requirements of 4.1
to 433, the design of U.S. postal facilities shall com-
ply with the requirements of 9. In addition, employee
toilet rooms, water fountains, lunchrooms, lounges,
attendance-recording equipment, medical treatment
rooms, emergency signals, and switches and controls
shall be made accessible or adaptable in accordance
with the requirements of these standards.

9.2* Post Office Lobbies. when: writing desks
or tables are provided a minimum of at least one
writing desk or table that complies with 432 must be
provided. Clear passageways in front of customer
service counters shall be not less than 48 in (1220
mm) clear width to permit rnineuvering ofa
wheekhair. Letter drops shall be mounted at heights
that comply with 42

(1) All fixed partitions must be installed to with-
stand a 250-pound force applied at any point and
from any direction. Avoid designs that call for, or
may necessitate, non-fixed partitions in circulation
routes of handicapped people.

(2) Walls where handrails are provided for
handicapped people must be capable of supporting
handrails designed to support a 250-pound pull force
in any direction.
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9.0 Postal Facilities

9.3 Se *Service Postal Centers. Parcel post
depositories, stamp vending machines, multi-
commodity vendirkcy machines, and currency-coin
changing machines shall be installed so that the
operating mechanisms of all machines comply with
42 and 427. All mechanisms must be installed to
permit close parallel approach by a wheelchair user.

9.4 Post Office Boxes. At least 5 percent of the
post office bares in a facility shall be accessible to
wheelchair users. The total number of accessible post
office boxes provided shall Include a representative
number of each of the standard USPS boxes currently
being installed Accessible post office boxes shall be
located In the second or third set of modules from the
floor, approximately 12 in to 36 In (305 min to 915
mm) above the finished floor. Aisles between post
office boxes shall be a minimum of 66 in (1675 mrn)
clear width.

9.5 Locker Rooms. Lockers in easily accessible
areas must be provided for use by handicapped

people. When doubletier lockers are used only the
bottom row of lockers may be assigned for use by
wheelchair users. When full length lockers are used
all hooks, shelves, etc, intended for use by people in
wheelchairs shall be located no higher than 48 in
(1220 mm) above the finished floor. Lockers intended
for use by handicapped peoolz shall be equipped
with latches and latch handles that comply with
427. Unobstructed aisle space in front of lockers
used by handicapped people shall be a minimum of
42 in (1065 mm) clear width

9.6 AttendancRecording Equipment Time
clocks, card racks, log books, and other work assign-
ment or attendance-recording equipment used by
people In wheeleLabs must be installed at a height
no more than 48 in (1220 mm) above the finished
floor. Counter space at check -in areas must be no
more than 36 In (915 mrn) above the finished floor.
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Appendix

I APPENDIX

This appendix contains additional information that
should help the designer to understand the minimum
requirements of the standard or to design buildings or
facilities for greater accessibility. The paragraph num-
bers correspond to the sections or paragraphs of the
standard to which the material relates and are
therefore not consecutive (for example, A4.2.1 contains
additional information relevant to 4.2.1). Sections for
which additional material appears in this appendix have
been indicated by an asterisk

A4.2 Space Allowances and
Reach Ranges.

A4.2.1 Wheelchair Passage Width.

(1) Space Requirements for Wheelchairs. Most
wheelchair users need a 30 in (760 mm) clear opening
width for doorways, gates, and the like, when the latter
are entered head-on. If the wheelchair user is
unfamiliar with a building, if competing traffic is heavy,
if sudden or frequent movements are needed, or if the
wheelchair must be turned at an opening, then greater
clear widths are needed. For most situations, the addi-
tion of an inch of leeway on either side is sufficient
Thus, a minimum clear width of 32 in (815 mm) will
provide adequate clearance. However, when an open.
ing or a restriction in a passageway is more than 24 in
(610 mm) long, it is essentially a passageway and
must be at least 36 in (915 mm) wide.

(2) Space Requirements for Use of Walking Aids.
Although people who use walking aids can maneuver
through clear width openings of 32 in (815 mm), they
need 36 in (915 mm) wide passageways and walks for
comfortable gaits. Crutch tips, often extending down at
a wide angle, are a hazard in narrow passageways
where they might not be seen by other pedestrians.
Thus, the 36 in (915 mm) width provides a safety
allowance both for the disabled person and for others.

(3) Space Requirements for Passing. Able-bodied
people in winter clothing walking straight ahead with
arms swinging, need 32 di (815 mm) of width, which
includes 2 in (50 mm) on either side for sway, and
another 1 in (25 mm) tolerance on either side for
clearing nearby objects or other pedestrians. Almost all
wheelchair users and those who use walking aids can
also manage within this 32 in (815 mm) width for
short distances. Thus, two streams of traffic can pass
in 64 in (1625 mm) in a comfortable flow. Slaty inches
(1525 mm) provide a minimum width for a somewhat
more restricted flow. If the clear width is less than 00
in (1525 mm), two wheelchair users will not be able to
pass but will have to seek a wider place for passing.
Forty -eight inches (1220 mm) is the minimum width
needed for an ambulatory person to pass a
nonambulatory or semiambulatory person. Within this
48 in (1220 mm) width, the ambulatory person will
have to twist to pass a wheelchair user, a person with a

Fig. Al
Minimum Passage Width for One Wheekhalr

and One Ambulatory Person

seeing eye dog, or a semiambulatory person. There
will be little leeway for swaying or missteps (see Fig.
Al).

M.2.3 Wheelchair Turning Space. This standard
specifies a minimum space of 60 in (1525 mm)
diameter for a pivoting 180-degree turn of a
wheelchair. This space is usually satisfactory for turn-
ing around, but many people will not be able to turn
without repeated tries and bumping into surrounding
objects. The space shown in Fig. A2 will allow most
wheelchair users to complete U-turns without difficulty.

A4.2.4 Clear Floor or Ground Space for
Wheelchairs. The wheelchair and user shown in Fig.
A3 represent typical dimensions for a large adult male.
The space requirements in this standard are based
upon maneuvering clearances that will accommodate
most larger wheelchairs. Fig. A3 provides a uniform
reference for design not covered by this standard.

A4.2.5 & A4.2.6 Reach. Reach ranges forpersons
seated in wheelchairs may be further clarified by Fig.
A3(a). These drawings appiradmate in the plan view
information shown in Fig. 4, 5, and 6 in other views.

A4.3 Accessible Route.

A4.3.1 GeneraL

(1) Travel Distances. Many disabled people can
move at only very slow speeds; for many, traveling 200
ft (61 m) could take about 2 minutes. This assumes a
rate of about 1.5 ft/s (455 mm/s) on level ground. It
also assumes that the traveler would move continuous-
ly. However, on trips over 100 ft (30 m), disable?
people are apt to rest frequently, which substantially
increases their trip times. Resting periods of 2 minutes
for every 100 ft (30 ml can be used to estimate travel
times for people with s_verely limited stamina. In

65



A4.4 Protruding Objects

Fig. A2
Space Needed for Smooth (1-Turn in a Wheelchair

NOTE: Footrests may extend further for very large people.

Fig. A3
Dimensions of Adult-Sized Wheelchairs

inclement weather, slow progress and resting can
greatly increase a disabled person's exposure to the
elements.

(2) Sites. Level, indirect routes or those with running
slopes lower than 1:20 can sometimes provide more
convenience than direct routes with maximum allow-
able slopes or with ramps.

A4.3.10 Egress. In buildings where physically
handicapped people are regularly employed or are
residents, an emergency management plan for their
evacuation also plays an essential role in fire safety.

A4.4 Protruding Objects.
A4.4.1 General. Guide dogs are trained to
recognize and avoid hazards. However, most people
wIth severe impairments of vision use the long cane as
an aid to mobility. The two principal cane techniques
are the touch technique, where the cane arcs from
side to side and touches points outside both
shoulders; and the diagonal technique, where the cane
is held in a stationary position diagonally across the
body with the cane tip touching or just above the

t 4.

Fig. A3 (a)
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A4.4 Protruding Objects

......... '

....

.......

Fig. A4
Cane Technique

ground at a point outside one shoulder and the handle
or grip extending to a point outside the other shoulder.
The touch technique is used primarily in uncontrolled
areas, while the diagonal technique is used primarily in
certain limited, controlled, and familiar environments.
Cane users are often trained to use both techniques.

Potential hazardous objects are noticed only if they fall
within the detection range of canes (see Fig. A4).
Visually impaired people walking toward an object can
detect an overhang if its lowest surface is not higher
than 27 in (685 mm). When walking alongside project

ing objects, they cannot detect overhangs. Since
proper cane and guide dog techniques keep people
away from the edge of a path or from walks, a slight
overhang of no more than 4 in (100 mm) is not
hazardous.

A4.5 Ground and Floor Surfaces.

A4.5.1 General. Ambulant and semiambulant
people who have difficulty maintaining balance and
those with restricted gaits are particularly sensitive to
slipping and tripping hazards. For such people, a
stable and regular surface is necessary for safe walk-
ing, particularly on stairs. Wheelchairs can be propelled
most easily on surfaces that are hard, stable, and
regular. Soft, loose surfaces such as shag carpet, loose
sand, and wet clay, and irregular surfaces, such as
cobblestones, can significantly impede wheelchair
movement

Slip resistance is based on the frictional force
necessary to keep a shoe heel or crutch tip from slip-
ping on a walking surface under the conditions of use
likely to be found on the surface. Although it is known
that the static coefficient of friction is the basis of slip
resistance, there is not as yet a generally accepted
method to evaluate the slip resistance of walking
surfaces.

Cross slopes on walks and ground cr floor surfaces
can cause considerable difficulty in propelling a
wheelchair in a straight line.

A4.5.3 Carpet Much more needs to be done in
developing both quantitative and qualitative criteria for
carpeting. However, certain function& characteristics
are well established. When both carpet and padding
Are used, it is desirable to have minimum movement
(preferably none) between the floor and the pad and
the pad and the carpet, which would allow the carpet
to hump or warp. In heavily trafficked areas, a thick,
soft (plush) pad or cushion, particularly in combination
with long carpet pile, makes it difficult for individuals in
wheelchairs and those with other ambulatory dis-
abilities to get about This should not preclude their
use in specific areas where traffic is light Firm carpet-
ing can be achieved through proper selection and
combination of pad and carpet, sometimes with the
elimination of the pad or cushion, and with proper
installation.

A4.6 Paring and Passenger Loading Zones.

A4.6.3 Parking Spaces. High-top vans, which
disabled people or transportation services often use,
require higher clearances in parking garages than
automobiles. When optional van spaces are provided
within a garage, only the spaces themselves and a
vehicle route to them require the specified clearances.

A4.6.4 Signage. Signs designating parking places
for disabled people can be seen from a driver's seat :5
the signs are mounted high enough above the ground
and located at the front of a parking space
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A4.13 Doors

A4.8 Ramps.
A4.8.1 General. Ramps are essential for wheelchair
users if elevators or lifts are not available to connect
different levels. However, some people who use walk
ing aids have difficulty with ramps and prefer stairs.

A4.8.2 Slope and Rise. The ability to manage an
incline is related to both its slope and its length.
Wheelchair users with disabilities affecting arms or with
low stamina have serious difficulty using inclines. Most
ambulatory people and most people who use
wheelchairs can manage a slope of 1:16. Many people
cannot manage a slope of 1:12 for 30 ft (9 m). Many
people who have difficulty negotiating very long ramps
at relatively shallow slopes can manage very short
ramps at steeper slopes.

A4.8.5 Handrails. The requirements for stair and
ramp handrails in this standard are for adults. When
children are principal users in a building or facility, a
second set of handrails at an appropriate height can
assist them and aid in preventing accidents.

A4.10 Elevators.
M.10.6 Door Protective and Reopening Device.
The required door reopening device would hold the
door open for 20 seconds if the doorway remains
unobstructed. After 20 seconds, the door may begin to
close. However, if designed in accordance with ANSI
A17.1-1978, the door closing movement could still be
stopped if a person or object exerts sufficient force at
any point on the door edge.

M.10.7 Door and Signal Timing for Hall Calls.
This paragraph allows variation in the location of call
buttons, advance time for warning signals, and the
dooholding period used to meet the time
requirement

A4.10.12 Car Controls. Industry-wide standardiza-
tion of elevator control panel design would make all
elevators significantly more convenient for use by
people with severe visual impairments.

In many cases, it will be possible to locate the highest
con! -ol on elevator panels within 48 in (1220 mm)
from the floor.

M.10.13 Car Position Indicators. A special but-
ton may be provided that would activate the audible
signal within the given elevator only for the desired trip,
rather than maintaining the audible signal in constant
operation.

A4.10.14 Emergency Communications. A device
that requires no handset is easier to use by people
who have difficulty reaching.

A4.11 Platform Lifts.
Platform lifts include porch lifts and other devices used
for shortdistance, vertical transportation of people in

wheelchairs. At the present time, generally recognized
safety standards for such lifts have not been
developed. Care should be taken in selecting and
installing lifts to ensure that they are free from hazards
to users or to other individuals who may be in the
vicinity where they are being operated.

A4.13 Doors.
A4.13.8 Thresholds at Doorways. Thresholds and
surface height changes in doorways are particularly
inconvenient for wheelchair users who also have low
stamina -1r restrictions in arm movement, because
complex maneuvering is required to get over the level
change while operating the door.

M.13.9 Door Hardware. Some disabled persons
must push against a door with their chair or walker to
open it Applied Idcicplates on doors with closers car.
reduce required maintenance by withstanding abuse
from wheelchairs and canes. To be effective, they
should cover the door width, less approximately 2 in
(51 mm), up to a height of 16 in (405 rum) from its
bottom edge and be centered across the top.

A4.13.10 Door Closers. Closers with delayed
action features give a person more time to maneuver
through doorways. They are particularly useful on fre-
quently used interior doors suet as entrances to toilet
room&

M.13.11 Door Opening Force. Although most
people with disabilities can exert at least 5 lbf (22.2N),
both pushing and pulling from a stationary position, a
few people with severe disabilities cannot exert even 3
lbf (13.3N). Although some people cannot manage
the allowable forces in this standard and many others
have difficulty, door closers must have certain.
minimum closing forces to close doors satiwactorily.
Forces for pushing or pulling doors open are
measured with a push-pull scale under the following
conditions:

(1) Hinged doors: Force applied perpendicular to
the door at the door opener or 30 in (760 mm) from
the hinged side, whichever is farther from the hinge.

(2) Sliding or folding doors: Force applied parallel
to the door at the door pull or latch.

(3) Application of force: Apply force gradually so
that the applied force does not exceed the resistance
of the door.

In higrise buildings, air-pressure differentials may
require a modification of this specification in order to
meet the functional intent

A4.13.12 Automatic Doors and Power-Assisted
Doors. Sliding automatic doors do not need guard
rails and are more convenient for wheelchair users and
visually impaired people to use. If slowly opening
automatic doors can be reactuated before their closing
cycle is completed, they will be more convenient in
busy doorways.
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A4.15 Drinking Fountains and Water Coolers

A4.15 Drinking Fountains and Water
Coolers.

A4.15.2 Drinking fountains with two spouts can
assist both handicapped people and those people
who find it difficult to bend over.

A4.16 Water Closets.

A4.16.3 Height Preferences for toilet seat heights
vary considerably among disabled people. Higher seat
heights may be an advantage to some ambulatory
disabled people but a disadvantage for wheelchair

users and others. 1....,,et seats 18 in (455 mrrq high
seem to be a lease, ',le comp omise. Thick Feats and
filler rings are available to adapt standard fir' ,res to
these requirements.

M.16.4 Grab Bars. Fig. A5(a) and (b) show the
diagonal and side approaches most commonly used to
transfer from a wheelchair to a water closet Some
wheelchair users can transfer from the front of the
toilet, while others use a 90-degree approach Most
people who use + . two additional approaches can
also use either the diagonal approach or the side
approach.

Takes transfIr position, swings
footrest out of the way, sets
brakes.

Removes armrest, transfers.

Takes transfer position, removes
armrest, sets brakes

Moves wheelchair out of the
way, changes position (some brake.
people fold chair or pivot It
90' to the toilet).

Positions on toilet, releases

(a)
Diagonal Approac

Transfers.

(b)
Side Approach

Fig. A5
Wheelchair Transfers

Positions on toilet
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A4.16.5 Flush Controls. Flush valves and related
plumbing can be located behind walls or to the side cf
the toilet, or a toilet seat lid can be provided if plumb-
ing fittings are directly behind the toilet seat Such
designs reduce the chance of injury and imbalance
caused by leaning back against the fittings. Flush con-
tea for tank-type toilets have a standardized
mounting location on the left side of the tank (facing
the tank). Tanks can be obtained by special order with
controls mounted on the right side If administrative
authorities require flush controls for flush valves to be
located in a position that conflicts with the location of
the rear grab bar, then that bar may be split or shifted
toward the wide side of the toilet area.

A4.17 Toilet Stalls.
A4.17.5 Doors. To make it easier for wheelchair
users to close toilet stall doors, doors can be provided
with closers, spring hinges, or a pull bar mounted on
the inside surface of the door near the hinge side

A4.19 Lavatories and Minors.

A4.19.E Mirrors. If mirrors are to be used by both
ambulatory people an wheelchair users, then they
must be e least 74 in (1880 mm) high at their
topmost edge A single full length mirror can accom-
modate all people, including children.

A4.21 Shower Stalls.
A4.21.1 General. Shower stalls that are 36 in by 36
in (915 rim by 915 mm) wide provide additional
safety to people who have difficulty maintaining
balance because all grab bars and walls are within easy
reach. Seated people use the walls of 36 in by 36 in
(915 mm by 915 mm) showers for back support
Shower stalls that are 60 in (1525 mm) wide and have
no curb may increase usability of a bathroom by
wheelchair users because the shower area provides
additional maneuvering space.

A4.23 Bathrooms, Bathing Facilities,
and Shower Rooms.

A4.23.9 Medldne Cabinets. Other alternatives for
storing medical and personal care items are very use-
ful to disabled people Shelves, drawers, and floor-
mounted cabinets can oe provided within the reach
ranges of disabled people

A4.26 Handrails, Grab Bars, and Tub and
Shcrier Seats.

A4.26.1 General. Many disabled people rely heavily
upon grab bars and handrails to maintain balance and
prevent serious falls. Many people brace their forearms
between supports and walls to give them more
leverage and stability in maintaining balance or for
lifting. The maximum grab bar clearance If 1.1/2 in
(38 mm) required in this standard is a safety clearance
to prevent injuries from arms slipping through the
opening. It also provides adequate gripping room.

A4.29 Tactile Warnings

A4.26.2 Size and Spacing of Grab Bars and
Handrails. This specification allows for alternate
shapes of handrails as long as they allow an opposing
crip similar to that providl by a circular section of
1- 1/4 in to 1.1/2 in (32 . to 38 mm).

A4.27 Controls and Operating
Mechanisms.
A4.27.3 Height. Fig. A6 fwther fllustrates
mandatory aryl advisory co,' mounting height
provisions fo' typical equip, ae it Note distinction
between built -in equipment (considered real property)
and movable equipment (considered chattel, and not
covered by the Architectural Barriers Act of 1968).

A4.28 Alarms.
A4.28.2 Audible Alarms. Audible emergency
signals must have an intensity and frequency that can
attract the attention of individuals who have partial
hearing loss. People over 60 years of age generally
have difficulty perceiving frequencies higher than
10,000 Hz.

A4.2t 3 Visual Alarms. The specifications in this
section j'3 not preclude the use of zoned or coded
Alarm systems. In zoned systems, the emergency exit
lights in an area will flash whenever an audible signal
rings in the area.

A4.28A Auxiliary Alarms. Locating visual
emergency alarms in room, where deaf individuals
may work or reside alone can ensure that they will
always be warned when an emergency alarm is
activated. To be effective, such devices must be
located and oriented so that they will spread signals
and reflections throughout a space or raise the overall
light level sharply. The amount and type of light
necessary to wake a deaf person from a sound sleep
in a dark room will vary depending on a number of
factors, including the size and configuration of the
room, the distance between the source and the person,
whether or not the light flashes, and the cycle of flash-
ing. A 150-watt flashing bulb can be effective under
some conditions. Certain devices currently available are
designed specifically as visual alarms for deaf people.
Deaf people may not need accessibility features other
than the emergency alarm connections and com-
munications devices. Thus, rooms in addition to those
accessible for wheelchair users also should be
equipped with emergency visual alarms or connections.

A4.29 Tactile Warnings.

A4.29.2 Tactile Warnings on Walking Surfaces.
(Reserved).

M.29.3 Tactile Warnings o. )' Ts to
Hazardous Areas. Tactile ,gnal: r hand reception
are useful if it is certain that the signals will be touched.

M.29.5 Tactile Warnings at Hazardous
Vehicular Areas. (Reserved).
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4.29 Tactile Warnings

required preferred

(a)
Forward Reach Possible

Fig. A6
Control Reach Limitations

(b)
Side Reach Possible

A4.29.6 Tactile Warnings at Reflecting Pools.
(Reserved).

A4.29.7 Stand:trdization. Too many tactile
warnings or lack of standardization weakens their
usefulness. Tactile signals can also he visual signals to
guide dogs, since dogs can be trained to respond to a
large variety of visual cues.

A4.30 Signage.
A4.30.1 General. In building complexes where find-
ing locations independently on a routine basis may be
a necessity (for example, college campuses), tactile
maps or prerecorded instructions can be very helpful
to visually impaired people. Several maps and auditory
instructions have been developed and tested for
specific epplications. The type of map or instructions
used must be based on the information to be com-
municated. which depends highly on the type of
buildings or users.

Landmarks that can easily be distinguished by visually
impaired inrividuals are useful as orientation cues.
Such cues include changes in illumination level, bright
colors, unique patterns, wall murals, location of special
equipment, or other architectural features (for example,
an exterior view).

Many people with disabilities have limitations in move-
ment of their head and reduced peripheral vision.
Thus, signage positioned perpendicular to the path of
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travel is easiest for them to notice. People can
generally distinguish signage within an angle of 30
degrees to either side of the centerline of their face
without moving their head.

M.30.2 Character Proportion. The legibility of
printed characters is a function of the viewing distance,
character height, the ratio of the stroke width to the
height of the chanicter, the contrast of color between
character and background, and print font The size of
characters must be based upon the intended viewing
distance. A severeh, nL_rsighted person may have to
be much closer to see a character of a given size
accurately than a person with normal visual acuity.

A4.30.3 Color Contrast The greatest readability is
usually achieved through the use of light-colored
characters or symbols on a dark background.

A4.30.4 Raised or Indented Characters or
Symbols. Signs with descriptive materials about
public buildings, monuments, and objects of cultural
interest can be raised or incised letters. However, a
sighted guide or audio-tape device is often a more
effective way to present such Wormation. Raised
characters are easier to feel at small sizes and are not
susceptible to maintenance problems as are indented
the icters, which can till with dirt, cleaning com-
pou.Ar and the like.

Braille characters can be used in addition to standard
alphabet characters an.: ,cambers. Placing braille
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A4.33 Assembly Areas

characters to the left of standard characters makes
them more convenient to read. Standard dot sizing
and spacing as used in braille publications are accept-
able. Raised borders around raised characters can
make them confusing to read unless the border is set
far away from the characters.

A4.31 Telephones.
A4.31.3 Mounting Height. In localities where the
dial-tone first system is in operation, calls can be
placed at a coin telephone through the operator
without inserting coins. The operator buttc n is located
at a height of 46 in (1170 mm) if the coin slot of the
telephone is at 5-4 in (1370 mm).

A generally available public telephone with a coin slot
mounted lower on the equipment would allow univer-
sal installation of telephones at a height of 48 in (1220
mm) or less to all operable parts.

M.31.5 Equipment for Hearing Impaired
People. Other aids for people with hearing
impairments are telephones, teleprinter, and other
telephonic devices that can be used to transmit printed
messages through telephone lines to a teletype printer
or television monitor.

A4.32 Seating, Tables, and Work Surfaces.
A4.32.4 Height of Work Surfaces. Differe- t types
of work require different work surface heights for com-
fort and optimal performance. Light detailed work such
as writing requires a work surface close to elbow
height for a standing person. Heavy manual work such
as rolling dough requires a work surface height about
10 in (255 mm) below elbow height for a standing per-
son. The principle of a high work surface height for
light detailed work and a low work surface fo heavy
manual work also applies for seated persons, however,
the limiting condition for seated manual work is
clearance under the work surface.

Table Al shows convenient work surface heights for
seated persons. The great variety of heights for com-
fort and optimal performance indicates a need for
alternatives or a compromise in height if people who
stand and people who sit will be using the same coun-
ter area

A4.33 Assembly Areas.

A4.33.2 Size of Wheelchair Locations. Spaces
large enough for two wheelchairs allow people who are
coming to a performance together to sit together.

A4.33.3 Placement of Wheelchair Locations.
The location of wheelchair areas can be planned so
that a variety of positions within the seating area are
provided. This will allow choice in viewing and price
categories.

A4.33.6 Placement of Listening Systems. A
distance of 50 ft (15 m) allows a person to distinguish
performers facia! expressions.

Table Al
Convenient Heights of

Work Surfaces for Seated People*

Conditions of Use

Short
Women

Tall
Men

In mm In mm

Seated in a wheelchair.
Manual work
Desk or removable
armrests 26 660 30 760

Fixed, full-size armrestst 32* 815 32* 815

Light, detailed work
Desk or removal:4e

armrests 29 735 34 865

Fixed, full-size armrestst 32* 815 34 865

Seated in a 16-in (405-mm)
-high chair:
Manual work 26 560 27 685
Light, detailed work 28 710 31 785

*All dimensions are based on a work-surface thickness of
1-1/2 in (38 mm) and a clearance of 1-1/2 in (38 mm)
between legs and the underside of a work surface

-I. This type of wheelchair arm does not interfere with the
positioning Lf a wheelchair under a work surface.

*This dimer-;)n is limited by the height of the armrests: a
lower heght would be preferable. Some people in this group
prefer lower work surfaces, which require positioning the
wheelchair back from the edge of the counter.

/ Types of Listening Systems. A listening
system that can be used from any seat in a seating
area is the most flexible way to meet this specification.
Earphone jacks with variable volume controls can
benefit only people who have slight hearing losses and
do not help people with hearing aids. At the present
time, audio loops are the most feasible type of listen-
ing system for people who ..oe hearing aids, but
people without hearing aids or those with hearing aids
not equipped with inductive pickups cannot use them.
Loops can be portable and moved to various locations
within a room. Moreover, for little cost, they can serve
a large area within a seating area Radio frequency
systems can be extremely effective and inexpensive.
People without hearing aids can use them, but people
with hearing aids need custom-designed equipment to
use them as they are presently designed. If hearing
aids had a jack to allow a by-pass of microphones,
then radio frequency systems would be suitable for
people with and without hearing aids. Some listening
systems may be subject to interference from other
equipment and feedback from hearing aids of people
who are using the kstems. Such interference can be
controlled by careful engineering design that
anticipates feedback and source. of interference in the
surrounding area
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A4.34 Dwelling Units

A4.34 Dwelling Units.

A4.34.2 Minimum Requirements. Handicapped
people who live in accessible dwelling units of multi-
family buildings or housing projects will want to par-
ticipate in all on-site social activities, including visiting
neighbors in their dwelling units. Hence, any circulation
paths among all dwelling units and emong all on-site
facilities should be as accessible as possible. An
accessible second exit to dwelling units provides an
extra margin of safety in a fire.

A4.34.5 Bathrooms. Although not required by
these specifications, it is important to install grab bars
at toilets, bathtubs, and showers if it is known that a
dwelling unit will be occupied by elderly or severely dis-
abled people.

A4.34.6 Kitchens.

A4.34.6.1 Clearance. The minimum clearances pro-
vide satisfact my maneuvenng spaces for wheelchairs
only if cabinets are removed at the sink

A4.34.6.5 Sink. Ins-tilling a sink with a drain at the
rear so that plumbing i; as close to the wall as pos-
sible can provide additional clear knee space for
wheelchair users.

A4.34.6.6 Ranges and Cooktops. Although net
required for minimum accessibility, countertop range
units in a counter with adjustable heights can be an
added convenience for wheelchair users.

A4.34.6.7 Ovens. Countertop or wall-mounted
ovens with side-opening doors are easier for people in
wheelchairs to use. Clear spaces at least 30 in (760

mm) wide under counters at the side of ovens are an
added convenience. The pullout board or fixed shelf
under side-opening oven doors provides a resting
place for heavy items being moved from the oven to a
counter.

A4.3t6.8 Refrigerator /Freezers. Side-by-side
refrigerator/freezers provide the most usable freezer
compartments. Locating refrigerators so that their
doors can swing back 180 degrees is more convenient
for wheelchair users.

A4.34.6.10 Kitchen Storage. Full height cabinets or
tall cabinets can be provided rather than cabinets
mounted over work counters. Additional storage space
located conveniently adjacent to kitchens can be pro-
vided to make up for space lost when cabinets under
counters are removed.

A9. Postal Facilities.
A9.2 Post Office Lobbies. Furniture as chattel is
not covered under the Architectural Barriers Act of
1968, but the requirements for lobby furniture and
equipment are imposed by the United States Postal
Service for greater accessibility in its customer
lobbies.

Note: Unedited copies of the American National
Standards Institute standard, A117.1-1980,
"Specifications for Making Buildings and Facilities
Accessible to and Usable by Physically Handicapped
People," are available from the American National
Standards Institute, Inc., 1430 Broadway, New York,
New York 10018.
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The Architectural Baniera Act

THE ARCHITECTURAL BARRIERS
ACT (Public Law 90-480) of
August 12, 1968
AS AMENDED THROUGH 1984
42 U.S.C. §§4151 et seq.

An Act to insure that certain buildings financed with
Federal funds are so designed and constructed as to
be accessible to the physically handicapped

Be it enacted by the Senate and House of Represen-
tatives of the United States of America in Congress
assembled, That, as used in this Act, the term "build-
ing means any building or facility (other than (A) a
privatery owned residential structure not leased by the
Government for subsidized housing programs .1(B)
any building or facility on a military installation designed
and constructed primarily for use by able bodied military
personnel) the intended use for which either will require
that such building or facility be accessible to the public,
or may result in employment or residence therein of
physically handicapped persons, which building or
facility is

(1) to be constructed or altered by or on behalf of the
United States;

(2) to be leased in whole or in part by the United States
after August 12, 1968;*

(3) to be financed in whole or in part by a grant or a
loan made by the United States after August 12, 19F8, if
such building or facility is subject to standards for
design, construction, or alteration issued under authority
of the law authorizing such grant or loan; or

(4) to be constructed under authority of the National
Capital Transportation Act of 1960, the National Capital
Transportation Act of 1965, or title IIi of the Washington
Metropolitan Area Transit Regulation Compact

Sec. 2 The Administrator of General Services, in con
sultation with the Secretary of Health and Human Ser-

vices, shall prescribe standards for the design,
construction, and alteration of buildings (other than
residential structures subject to this Act and buildings,
structures, and facilities of the Department of Defense
and of the United Stat.-, beef Service subject to this
Act) to insure whenever r.-Issible that physically
handicapped persons will .:eve ready access to, and use
of, such buildings.

*A 1976 amendment, Public Law 94.541, deleted the follow-
ing words from the end of section 22 "after construction or
alteration in accordance with plans and specifications of the
United States." Section 202 of Public Law 94.541 states that
the amendment applies to "every lean entered into on or
alter January 1, 1977, including any renewal of a lease
entered into before such a date which renewal is on or after
such date." Regulations at 43 Fed Reg. 16478 (April 19,
1978) amending 41 CP.R 1101.19.6.

Sec. 3 The Secretary of Housing and Urban Develop-
ment, in consultation with the Secretary of Health and
Human Services, shall prescribe standards for the
design, construction, and alteration of buildings which
are residential structures subject to this Act to insure
whenever possible that physically handicapped persons
will have ready access to, and use of, such bu

Sec. 4 The Secretary of Defense, in consultation with
the Secretary of Health and Human Services, shall
prescribe standards for the design, construction, mkt
alteration of buildings, structures, and facilities of the
Department of Defense subject to this Act to insure
whenever possible that physically handicapped persons
will have ready access to, and use of, such buildings.

Sec 4a The United States Postal Service, in
consultation with the Secretary of Health and Human
Services, shall prescribe such standards for the design,
construction, and alteration of its buildings to insure
whenever possible that physically handicapped persons
will have ready access to, and use of such buildings.

Sec. 5 Every building designed, constructed, or altered
after the effective date of a standard issued under this
Act which is applicable to such building, shall be
designed, constructed, or altered in accordance with

standard.

Sec. 6 The Administrator of General Services, with
respect to standards issued under section 2 of this Act,
and the Secretary of Housing and "roan Development,
with respect to :.artdards issued under section 3 of this
Act, and the Secretary of Defense, with respect to
standards issued under section 4 of this Act, and the
United States Postal Service, with respect to standards
issued under section 4a of this Act
(1) is authorized to modify or waive any such standard,
on a casby-case basis, upon application made by the
need of the department, agency, or instrumentality of
the United States concerned, and upon a determination
by the Administrator or Secretary, as the case may be,
that such modification or waiver is clearly necessary, and

(2) shall establish a system of continuing surveys and
investigations to insure compliance with such standards.

Sec. 7(a) The Administrator of General Services shall
report to Congress during the first week of January of
each year on his activities and those of other
departments, agencies, and instrumentalities of the
Federal Government under this Act during the preced-
ing fiscal year including, but not limited to, standards
issued, revised, amended, or repealed under this Act
and all case-by-case modifications, and waivers of such
standard.% during such year.
(b) The Architectural and Transportation Barriers Com-
pliance Board established by section 502 of the
Rehabilitation Act of 1973 (Public Law 93-112) shall
report to the Public Works and Transportation Commit-
tee of the House of Representatives arsi the Public
Works Committee of the Senate during the first week of
January of each year on its activities and actions to
insure compliance with the standards prescribed under
this Act
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Access Aisles

INDEX

ACCESS AISLES

Definition of 15
Parking & Passenger Loading Zones 4.63, 4.6.5
Restaurants & Cafeterias

5.1

I
ACCESS TO PERFORMING ARTS (See PERFORMING AREAS)

ACCESSIBLE ROUTE (See also ACCESS AISLE; CIRCULATION PATH/ROUTE) 4.3. A4.3"
Assembly Area 4333, 433.5
Bathroom* Bathing Facilities & Shower Rooms 423.1
Curb Ramps 4.7.1, 4.72
Definition of

3.5
Doors 4.132
Dwelling Units: Bathrooms 434.5
Dwelling Units: Laundry Facilities 434.7.1
Dwelling Units: Kitchens 4.34.6
Dwelling Units: Minimum Requirements 4342, (3), (15), 434.5, 4.34.6, 434.7
Elevators

4.10.1
Entrances

4.14.1
Ground & Floor Surfaces

4.5.1
Head Room 435
Historic Preservation: Applicability 4.1.7(1)(b)
Lavatories & Mirrors 4.193
Minimum Number: Additions 4.15(2)
Minimum Nurn'va-: Alterations

4.1.6(3),(e), (4)(0(1). (II)
Minimum No 7: S.: 9: ...'Iric Preservation 4.1.7, (2Xa),(c).(d)
Minimum Nun it r. busing 4.13(3)
Minimum Number: Mew Construction 4.12(1),(3),(7Xc),(9),(10),(12)
Minimum Number: .5 lies & Exterior Facilities 4.1.1(1),(2),(4)
Parking 6 Passenger Loading Zones 4.6.2, 4.63
Protruding Objects 4.4.1, 4.42
Ramps

4 8.1 IIRestaurants & Cafeterias
5.1

Sinks 4243
Space Allowances & Reach Ranges 42.42
Stairs
Toilet Rooms 4.22.1, 422.3, 4.22.7
Toilet Stalls

4.17.1
Urinals 4.183

ADAFTABIUTY (See also DWELLING UNITS; KITCHENS)

Adaptable Features. Consumer Information 4.34.4Adaptability 4.343
Definition of

3.5
Occupancy Classification: PUlitary .'ousing 4.1.4(3)

ADAPTABLE BATHROOMS (Set DWELLING UNITS)

ADAPTABLE KITCHF-NS (See KIT HENS)

ADD Mons

Definition of
3.5Minimum Number: Additions

4.1.5
ADMINISTRATIVE AUTHORMACITHOFUTIES

Accessible Route: Areas of Refuge 43.10
Definition of

3.5
Fire Door Opening Force 4.13.11(1)
Location of Flush Controls A4.165
Platform Lifts: Safety Regulations 4.'12
Toilet Stalls: Plumbing Code Requirements

4. i 73
Use of Residential or Enclosed Wheelchair lifts 4.10.1

ALARMS 4.28, A4.28
Audible Alarms 4.1.2(13), 428.2, 4283, M.282

'Bold denotes major sections of Uniform Federal Accessibility Standards
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I

I

Bedrooms

ALARMS (CONTINUED)

Audible Signal (See ELEVATORS)
Auxiliary Alarms
Alarms in Dwelling Unit (See DWELLING UNITS)
Emergency Alarms (See EMERGENCY WARNING SYSTEMS)
Minimum Number Alterations
Visual Alarms

ALTERATIONS

Definition of
Historic Preservation: Applicability
Minimum Number. Alterations
To:.et Stalls: Exceptions

4.1.2(13),

4.28.4

4.1.6(3)(dXiv)
4.28.3, A4.28.3

3.5
4.1.7(1)(a)

4.1.6
4.173

ASSEMBLY AREAS (See also CONFERENCE ROOMS; MEETING ROOMS; SEATING, TABLES & WORK
SURFACES; PERFORMING AREAS) 4.33. M.33

Access to Performing Areas (See PERFORMING AREAS)
Balconies 4.33.3
Definition of 3.5
Egress (See EGRESS)
Fixed Seating Plan 4333
Minimum Number: Alterations 4.1.6(3)(dXvii), (4)(f)
Minimum Number. New Construction 4.12(18)
Occupancy Classification: Assembly 4.1.4(4)
Occupancy Classification Military Exclusions 4.1.4(2Xc)
Placement of Listening Systems (See LISTENING SYSTEMS)
Placement of Wheelchair Seating Areas 4.33.3, A4.333
Size of Wheelchair Locations 4.33.2, A4.332
Surfaces (See GROUND & FLOOR SURFACES)
Types of Listening Systems (See LISTENING SYSTEMS)

ASSEMBLY OCCUPANCY 4.1.4(4)

AUDIO-AMPLIFICATION SYSTEMS (See also LISTENING SYSTEMS)

Auditory Instructions A4.30.1, A4.30.4
Minimum Number. New Construction 4.1.2(18)(b)
Types of Listening Systems (See LISTENING SYSTEMS)

AUTOMATIC DOORS (See DOORS)

BALCONIES (See ASSEMBLY AREAS; DWEI ' ING UNITS)

BATHROOMS. BATHING FACILITIES & SHOWER ROOMS (See also BATHTUBS) 4.23

Bathing & Shower Facilities: Minimum Number 4.23.8
Bathrooms in Dwelling Units (See DWEWNG arcs)
Clear Floor Space 4.23.3
Controls & Dispensers (See CONTROLS & OPERATING MECHANISMS)
Doors (See DOORS)
Lavatories & Mirrors: Minimum Number 4.23.6
Medicine Cabineta: Minimum Number 4.23.9, A4.23.9
Medicine Cabinets in Dwelling Units (See DWELLING UNITS)
Minimum Number. Additions 4.1.5(3)

Minimum Number. Alterations 4.1.6(3)(c)
Minimum Number. New Construction 4.1.2(10)
Minimum Number New Construction/Bathing Facilities 4.1.1(6), (7X d)
Urinals: Minimum Number 4.23.5
Water Closets: Minimum Number 4.23.4

BATHTUBS (See also BATHROOMS, BATHING FACILITIES & SHOWER ROOMS; SHOWER STALLS) 4.20

Bathtub Enclosures 4.20.7
Bathtub Enclosures in Dwelling Units (See DWEWNG UNITS)
Clear Floor Space 4.23:3
Controls (See CONTROLS & OPERATING MECHANISMS)
Grab Bars (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Irtub Seats 4.20.3, 4.20.7, 4.26.3
Shower Unit (See SHOWER SPRAY UNITS)

BEDROOMS (See DWELLING UNITS; HEALTH CARE)
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Business Occupancy

BUSINESS OCCUPANCY 4.1.4(5)

CABINETS

Cabinets for Kitchens (See KITCHENS)
Medicine Cabinets (See BATHROOMS, BATHING FACIUTIES & SHOWER ROOMS)
Occupancy Classification: Factory Industrial 4.1.4(7)
Storage Cabinets (See STORAGE)

CAFETERIAS (See RESTAURANTS & CAFETERIAS)

CARD CATALOGS (See UBRARIES)

CARPET (See also GROUND & FLOOR SURFACES)

Occupant' Classification; Factory Industrial 4.1.4(7)
Carpet & Carpet The 4.5.3, A4.5.3

CARPET TILE (See CARPET)

CARPORTS (See DWELL!! !G UNITS)

CHANGES IN LEVELS (See also ELEVATORS; STAIRS; PLATFORM LIFTS)

Accessible Route 4.3.8
Ground & Floor Surfaces 4.5.2
Thresholds at Doorways 4.13.8, A4.13.8

CHARACTER PROPORTION (See SIGNAGE)

CHECK-OUT AISLES (See MERCANTILE)

CHILD CARE FACILITIES

Occupancy Classification: institutional 4.1.4(9)

CIRCULATION PATH/ROUTE (See also ACCESS AISLE; ACCESSIBLE ROUTE)

Definition of 3.5
Dwelling Units M.34.2

Location of Parking & Passenger Loading Zones 4.62
Head Room 4.4.2

Minimum Number. New Construction 4.12(2)
Minimum Number Sites & Exterior Facilities 4.1.1(3)
Parking Spaces (See PARKING & PASSENGER LOADING ZONES)
Post Office Lobbies 92(1)

CLEAR FLOOR SPACE FOR WHEELCHAIRS (See CLEARANCES FOR WHEELCHAIRS)

CLEAR KNEE SPACE (See KNEE & TOE CLEARANCE)

CLEAR WIDTH (See CLEARANCES FOR WHEELCHAIRS)

CLEARANCES FOR WHEELCHAIRS (See also GROUND & FLOOR SURFACES; REACH RANGES)
Clear Floor Space for Wheelchair 424, M24
Maneuvering Clearances 4.2.4.2, 4.10.9, 4.13.6, 9.2
Minimum Clear Width 424.1
Obstructed Turning Space
Passing Space 4.3.4
Passing Width 4.2.1, A421
Turning Space 4.2.3, A4.2.3
Unobstructed Aisle Space 9.5
Unobstructed Turning Space 4.2.3, 4.22.3, 423.3
Width for Wheelchair Passing 4.2.2

CLOTHES DRYERS (See DWELLING UNITS)

CLOTHES RODS (See STORAGE)

COLOR CONTRAST (See SIGNAGE)

COMMON AREAS/SPACES (See COMMON USE)

COMMON USE (See also STREETS & SIDEWALKS)

Common Areas/Spaces 4.1.4(3;, 4.1.5(4), 4.1.6(1)(a), 4.34.2(1)
Definition of 3.5
Laundry Facilities (See DWELLING UNITS)
Minimum Number. Housing 4.1.3(1Xb)
Minimum Number. New Construction 4.12(10)
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Detention Facilities

COMMON USE (CONTINUED)

Minimum Number. Sites & Exterior Facilities
Occupancy Classification: Institutional
Occupancy Classification: Residential
Parking Spaces

COMMUNICATION SYSTEMS (See EMERGENCY COMMUNICATION SYSTEMS; SIGNAGE)

CONFERENCE ROOMS

Definition of (See Assembly Areas)
Minimum Number: New Construction

CONSUMER INFORMATION (See DWEUJNG UNITS)

CONTROLS & DISPENSERS (See CONTROLS & OPERATING MECHANISMS; DISPENSERS)

CONTROLS & OPERATING MECHANISMS

Bathrooms, Bathing Facilities & Shower Rooms: Controls & Dispensers
Bathtub Controls in Dwelling Units
Clear Floor Space at Controls & Dispensers
Definition of (See Operable Part)
Door Hardware
Drinking Fountains & Water Coolers: Controls
Elevator Emergency Communication Controls
Highest Operable Part of Controls & Dispensers
Kitchen Controls
Laundry Controls
Lavatory Faucets (See FAUCETS)
Minimum Number: New Construction
Minimum Requirements: Housing
Operable Equipment
Operation of Controls & Operating Mechanisms
Oven Controls
Postal Facilities Switches & Controls
Shower Controls in Dwelling Units
Shower Stall Controls
Sink Faucets (See FAUCETS)
Storage Hardware
Telephone Controls (See TELEPHONES)
Toilet Room Controls & Dispensers
Urinal Flush Controls
Water Closet Flush Controls
Water Closet Dispensers in Dwelling Units

COOKTOPS (See KITCHENS)

CORRECTIONAL FACILITIES

CROSS SLOPES (See RAMPS)

CURB RAMPS (See also RAMPS)

Built-up Curb Ramps
Changes in Levels Along Accessible Routes
Curbs 4.6.5,

Diagonal Curb Ramps
Definition of
Islands (Traffic)
Location
Location of Marked Crossings
Minimum Number. Aherations
Obstructions by Perked Vehicles
Passenger Loading Zones
Sides of Curb Ramps
Slopes & RIMS
Surfaces (See GROUND & FLOOR SURFACES)
Uncurbed Intersections
Width

CURBS (See CURB RAMPS)

DETENTION FACILITIES (See CORRECTIONAL FACILMESL

8

4.7.1,

4.1.1(6)
4.1.4(9)(a), (b), (c)

4.1.4(11)(a)
4.6.3

3.5
4.1.2(18)(b)

4.27, A4.27
4.23.7

4.34.5.4(4)
4272

3.5
4.13.9, A4.13.9

4.15.4
4.10.14

4.27.3, A4.273
4.34.63
4.34.73

4.12(12)
4.34.2(9)

4.272, 4.273
4.27.4

4.34.6.6, 4.34.7
9.1

4.34.5.5(4)
4.21.5

4.25.4

4.16.6, 4.22.7
4.18.4

4.16.5, A4.16.5
4.34.5.2(4)

4.1.4(9)(c)

4.7

4.7.6
4.3.8

4.7.5, 4.7.10, 4.8.7
4.7.10

3.5
4.7.11

4.7.1
4.7.9

4.1.6( 1 )( b), (4)(a)
4.7.8
4.6.5
4.7.5
4.8.2

4.7.12
4.7.3
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Dining Areas

DINING AREAS (See DWELLING UNITS)

DIRECTIONAL SIGNS (See SIGNAGE)

DISHWASHERS (See KITCHENS)

DISPENSERS (See CONTROLS & OPERATING MECHANISMS)

DISPLAYS

Historic Preservation: Applicability
4.1.7(1)(b)Ubraries

8.4
Minimum Number. Historic Preservation 4.1.7(2)(e)
Occupancy Classification: Mercantile

4.1.4(10)
Restaurants & Cafeterias

5.3

DOOR & SIGNAL TIMING FOR HALL CALLS (See ELEVATORS)
DOOR CLOSERS (See ELEVATORS; DOORS)

DOOR DELAY FOR CAR CALLA: (See ELEVATORS)

DOOR HARDWARE (See CONTROLS & OPERATING MECHANISMS)

DOOR PROTECTIVE & REOPENING DEVICES (See ELEVATORS)

DOORS (See also ELEVATORS; ENTRANCES) 4.13, A4.13
Accessible Route: Doors

4.3.9
Automatic Doors & Power-Assisted Doors 4.13.12, A4.13.12
Bathrooms, Bathing Facilities & Shower Rooms: Doors 4.23.2Clear Opening Width at Doorways 4.13.5, M2.1
Definition of (See Automatic Door, Entrance, PowerAssisted Door) 3.5Door Closers

4.13.10, A4.13.10Door Opening Force
4.13.11, A4.13.11

Doors to Hazardous Areas (See TACTILE WARNINGS)
Doors to Patients' Bedrooms

6.3(5)Doubleleaf Doorways
4.13.4Dwelling Units: Doors

4.34.5.1, 4.34.5.2(6)
Entry Doors to Acute Care Hospital Rooms

4.13.6Exterior Hinged Doors
4.13.11(2)(a)Exterior Sliding Doors

4.13.8Fire Doors
4.13.11(1)Gates

4.133
Hardware (See CONTROLS & OPERATING MECHANISMS)
Hinged Doors

4.13.11(2)(a),(b), A4.13.11(1)Interim Hinged Doors
4.13.11(2Xb)

Maneuvering Clearances at Doors 4.8.4(4), 4.13.6Minimum Number. Alterations
4.1.6(4)(d)

Minimum Number. New Construction 4.12(7)Revolving Doors & Turnstiles
4.13.2, 8.3Sliding Doors

A4.13.11(2)Thresholds at Doorways
4.13.8, A4.13.8Toilet Room Doors

3.22.2Toilet Stall Doors
4.17.5, A4.17.5Two Doors in Series

4.13.7
DRESSING ROOMS (See PERFORMING AREAS)

DRINKING FOUNTAINS & WATER COOLERS 4.15, M.15
Clearances

4.15.5
Controls (See CONTROLS & OPERATING MECHANISMS)
Knee Clearance (See KNEE & TOE CLEARANCE)
Minimum Number. Alterations

4.1.6(3)(d)(11)Minimum Number. New Construction
4.1.2(9)Postal Facilities

9.1Spout Height
4.15.2, A4.152Spout Location

4.15.3
DWELLING UNITS (See also EGRESS; ENTRANCES; FIXTURES; REACH RANGES; SEATING, TABLES & WORK

SURFACES; WATER CLOSETS) 4.34, A4.34
Accessible Route

4.32(3), (4)Adaptable Bathrooms
4.34.5, A4.34.5
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Egress
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41
DWELLING UNITS (CONTINUED)

Adaptability 4.34.3

Alarms 4.34.2(10), 4.34.4(3)

Balconies 4.34.2(15Xd)

Base Cabinets (See KITCHENS)
Bathrooms 4.34.2(12), 4.34.4(2), 4.34.5, A4.34.5

Bathtubs 4.342(12), 4.34.4(2), 4.345.4, 4.34.6, A4.34.5
Bathtub Enclosures 4.34.5.6

Bathtub Seats 4.34.5.4(2)
Bathtub & Shower Faucets (See FAUCETS)
Bedrooms 434.2(15)(c)
Cabinets: Minimum Requirements 4.34.2(8)

Carports 4.1.4(13), 4.342(15)(d)
Clothes Dryers 4.34.72
Common Spaces & Facilities 4.34.2(1)
Consumer Information 4.34.4

Controls (See CONTROLS & OPERATING MECHANISMS)
Definition of (See also Housing, Multi-family Dwelling) 3.5

Dining Areas 4.34.2(15)(b)
Doors (See DOORS)
Emergency Warning Systems (See EMERGENCY WARNING SYSTEMS)
Entrances 4.34.2(3), (6), (7)

Exits A4.34.2

Faucets (See FAUCETS)
Fixed or Hand-held Shower Units (See SHOWER SPRAY UNITS)
Garages (See GARAGES)
Grab Bars (See HANDRAILS GRAB BARS & TUB & SHOWER SEATS)
Height of Water Closets 4.34.52(2)
'.a-Tub Seats 4.34.5.4(2)

Kitchens (See KITCHENS)
Laundry Facilities 4.34.2(14), 4.34.6.2, 4.34.7, 4.34.7.1, 4.34.7.2, 434.73
Lavatories (See LAVATORIES & MIRRORS)
Living Rooms 4.3t 2(15)(a)
Medicine Cabinets 4.345.3
Minimum Number Housing 4.13
Minimum Number Sites & Exterior Facilities 4.1.1(5)(d)( l ),(2)

Mirrors (See LAVATORIES & MIRRORS)
Occupancy Classification: Residential 4.1.4(11Xb), (c)

Parking (See PARKING & PASSENGER LOADING ZONES)
Patios 4.34.2(15y4)
Showers 4.34.2(12), 4.34.4(2),4.34.5
Shower Endosures 4.345.6
Shower Stalls 4.34.2(12), 4.34.4(2), 4.34.5.5, 4.34.5.6, A4.34.5
Shower Seats 4.34.5.5(2)

Sinks (See SINKS)
Sink Knee Clearance (See KNEE & TOE CLEARANCE)
Sleeping Areas 4.34.2(15Xc)

Spaces 4.34.2(2)
Storage 4.34.2(8)

Structural Reinforcement 4.34.52(3), 4.34.5.4(3),4.34.5.5(3)
Minxes 4.342(15Xd)
Water Closets 4.34.5.2

Washing Machines 434.7.2

EDUCATIONAL OCCUPANCY

Occupancy Classification: Business 4.1.4(5)

Occupancy Classification: Educational 4.1.4(6)

EGRESS (See also ENTRANCES; EXITS)

Accessible Route Egress 4.3.10

Assembly Areas: Placement of Wheelchairs 4.33.3

Definition of 3.5

Fire Safety. A4.3.10

Mercantile: Security Bollards 7.4
4.1.Minimum Number Alterations 6(4X1)(1)

Minimum Number Dwelling Units 4.1.3(2)

Minimum Number: New Construction 4.1.2(7Xd)
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Elements & Spaces

ELEMENTS & SPACES (See Specific Element and/or Specific Space)

Accessible Elements & Spaces: Sccpe & Technical Requirements 4.
Definition of (See Accessible Element, Element, Functional Spaces, Space) 3.5

ELEVATORS (See also CLEARANCES FOR WHEELCHAIRS; SIGNAGE; TACTILE WARNINGS) 4.10, A4.10
Accessible Routes: Changes in Levels 4.3.8
Audible Signal 4.10.4, 4.10.7, 4.10.13, A4.10.13
Automatic Doors 4.10.6, A4.10.6
Automatic Operation 4.10.2
Car Controls 4.10.11, 4.10.12, A4.10.12
Car Position Indicators 4.10.13, M.10.13
Control Buttons 4.10.12, M.10.12
Control Panels 4.10.12, A4.10.12
Door Clo,,ers 4.10.6, A4.10.6
Door Delay for Car Calls 4.10.8
Door Protective & Reopening Devices 4.1.6(4)(c)(i), 4.10.6, A4.10.6
Door & Signal Timing for Hall Calls 4.10.7, A4.10.7
Elevator Penthouses ... (.2(5), 4.1.4(1)
Emergency Alarms (See EMERGENCY WARNING SYSTEMS)
Emergency Communications (See EMERGENCY COMMUNICATION SYSTEMS)
Emergency Communication Controls (See CONTROLS & OPERATING MECHANISMS)
Emergency Controls 4.10.12(3)
Floor Plan of Elevator Cars 4.10.9
Frcight Elevators

4.10.1
Hall Call Buttons 4.10.3, 4.10.4(3), 4.10.7, A4.10.7
Hall Lanterns

4 10.4
Hoistway Entrances 4.10.4, 4.10.5
Illumination Levels

4.10.11
Intercommunication Systems (See EMERGENCY COMMUNICATION SYSTEMS)
Location of Car Controls 4.10.12(4)
Minimum Number. Housing 4.1.3(1)
Minimum Number. Alterations 4.1.6(1)(b), (d), (4)(c)
Minimum Number. New Construction 4.1.2(4),(5)
Occupancy Classification: General Exceptions 4.1.4(1)
Raised Characters on Hoistway Entrances 4.10.5
Recessed Characters 4.10.14
Surfaces (See GROUND & FLOOR SURFACES)
Tactile Control Indicators 4.10.12(2)
Visible Signal 4.10 3, 4.10.4,(3), 4.10.12(2), 4.10.13
Visual Control Indicators 4.10.12(2), 4.10.13

EMERGENCY COMMUNICATION SYSTEMS (See also EMERGENCY WARNING SYSTEMS)
Elevator Communication Systems
Intercommunication Systems

EMERGENCY CONTROLS (See ELEVATORS)

EMERGENCY WARNING SYSTEMS (See also EMERGENCY COMMUNICATION SYSTEMS)
Audible Alarms (See ALARMS)
Auxiliary Alarms (See ALARMS)
Emergency Alarms
Minimum Number. New Construction
Minimum Requirements:Dwelling Units
Postal Facilities: Emergency Signal
Tactile Wamings on Doors to Hazardous Areas (See TACTILE WARNINGS)
Visual Alarms (See ALARMS)

EMPLOYEE PARKING (See PARKING & PASSENGER LOADING ZONES)

ENTRANCES

Accessible Route: Location
Definition of
Door Hardware (See CONTROLS & OPERATING MECHANISMS)
Entrances in Dwelling Units (See DWEWNG UNITS)
Health Care Entrances
Historic Preservation: Applicability
Minimum Number. Accessible Housing
Minimum Number. Additions

410.14, A4.10.14
4.10.14

4.10.12(3), 4.28.3, A4.28.3
4.12(13)

4.34.2(10)
9.1

4.14
4.3.2(1), (3), (4)

3.5

6.2, 6.3(1)
4.1.7(1)(b)

4.1.3(2)
4.1.5(1), (2)
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Factory industrial Occupancy
M1111111111

ENTRANCES (CONTINUED)

Minimum Number: Alterations 4.1.6(3)(b)

Minimum Number: Historic Preservation 4.1.7(2)(a), (b), (d)

Minimum Number. New Construction 4.1.2(1), (7)(a), (8)

Minimum Number: Sites & Exterior Facilities 4.1.1(1), (7Xc)

Occupancy Classification: Military Housing 4.1.4(3)

Parldng & Passenger Loading Zones (See PARK 1G & PASSENGER LOADING ZONES)
Revolving Doors & Turnstiles (See DOORS)
Service Entrances 3.5, 4.14.2

EQUIPMENT CATWALKS

Minimum Number: New Construction 4.12(5)

Occupancy Classification: General Exceptions 4.1.4(1)

EQUIPMENT FOR HEARING IMPAIRED (See HEARING IMPAIRED)

ESSENTIAL FEATURES

Definition of 3.5

Minimum Number. Alterations 4.1.6(1)(a)

EXCEPTIONS

Assembly Areas: Placement of Wheelchair Locations 4.333
Bathrooms, Bathing Facilities S Shower Rooms: Clear Floor Space 4.23.3

Dwelling Units: Doors 4.342(6)

Dwelling Units: Kitchen Clearances 4.34.6.1

Highest Operable Part of Controls 427.3

Minimum Number. Accessible Housing: Entrances 4.1.3(2)

Minimum Number Additions: Elements & Spaces 4.1.5(4)

Minimum Number Alterations: Mechanical Rooms 4.1.6(g)
Minimum Number Alterations: Structurally Ir. tcticable 4.1.6(2), (3), (d)

Minimum Number Alterations: Toilet Rooms 4.1.6(4)(e)

Minimum Number. Alterations: Vertical Access 4.1.6(1)(b)

Minimum Number. Historic Preservation: Entrances 4.1.7(2)(b)

Minimum Number: Historic Preservation: Slope of Ramps 4.1.7(2Xa)

Minimum Number. New Construction: Egress 4.1.2(7)

Minimum Number. New Construction: Elevators 4.1.2(5)

Minimum Number. New Construction: Temporary Information 4.12(15)

Minimum Number. New Construction: Telephone Reach Range 4.12(16)

Minimum Number: Sites & Exterior Facilities: Parking Spaces 4.1.1(5)(a)

Minimum Number: Sites & Exterior Facilities: Toilet Facilities 4.1.1(6)

Occupancy Classification: General Exceptions 4.1.4(1)

Parking Spaces 4.6.3

Shower Stalls: Snower Spray Unit 4.21.6

Toilet Rooms: Clear Floor Space 4.2 3
Toilet Stalls 417.3

Visual Alarms 4.28.3(1), (2)

EXITS (See also EGRESS)

Dwelling Units: Exits (See DWELLING UNITS)
Minimum Number New Construction 4.1.2(8)

Doors to Hazardous Areas (See TACTILE WARNINGS)

EXTERIOR (See also SITES & EXTERIOR FACILITIES)

Accessible Route Location 4.3.2(4)

Definition of (See Accessible Route, Circulation Path, Common Use, Public Use, Walk) 3.5

Finding Locations of Buildings A4.30.1

Historic Preservation: Applicability 4.I.7(1)(b)

EXTERIOR HINGED OR SLIDING DOORS (See DOORS)

EXTRAORDINARY REPAIR

Definition of 3.5

AGILITY (See also Specific Occupancy Classification)

Definition of 3.5

FACTORY INDUSTRIAL OCCUPANCY

Occupancy Classifiction: Factory Industrial 4.1.4(7)

Service Entrances (See ENTRANCES) 82 77



Faucets

FAUCETS (See also BATHROOMS, BATHING FACILITIES & SHOWER ROOMS)
Bathtubs 4.20.5
Bathtubs in Dwelling Units 434.5.4(4)
Lavatories & M 4.19.5
Shower Stalls 4.21.5
Shcwers in Dwelling Units 4.34.5.5(4)
Sinks 4.24.7
Sinks in Dwehing Unit, (See SINKS)

FIRE DOORS 'See DOORS)

FIXED CR BUIL T -IN SEATING

Assembly Areas: Placement of Wheelchair Locaticas 4.33.3
Assembly Areas: Placement of Listening Systems 4.33.6
Library Seating & Tables 82
Minimum Number. New Construction 4.1.2(17)
Restaurants & Cafeterias

5.1
Telepf ,nes: Clear Floor or Ground Space 4.31.2

FUCTURtS

Clear Floor Space 4.22.3, 4.23.3, 4.34.5.1
Hall Lantem Fixtures (See ELEVATORS)
Lavatories & Mirrors (See LAVATORIES & MIRRORS)

FLOOR SURFACES (See GROUND & FLOOR SU..FACES*

FLUSH CONTROLS (See CONTROLS)

FOOD SERVICE MMES (See RESTS' CIRANTS & CAFETERIAS)

FORWARD APPROACH (See REACH RANGES)

FREE STAND,;:...i CBJECTS

Drinking Fountains Alter Coolers 4.15.5(2)
Protruding Objects 4.4.1

FREEZERS (See KITCHENS)

FULL & FAIR CASH VALUE

Definition of 3.5
Minimum Number. Alterations 4.1.6(3)(d)

FUNCTIONAL SPACE

Defir on of 3.5
GATES

Accessible Gates 4.13.3
Check-out Areas (See LIBRARIES)
Revolving Doors & Tumstiles (See DOORS)
Wheelchair Passage Width A4.2.1(1)

GARAGES (See also PARKING & PASSENGER t.OADIN( ZONES)

Service Entrances (See ENTRANCES)
Dwelling Units: Knimum Requirements 4.342(15)(d)
Occupancy Classification: Cility & Miscellaneous 4.1.4(13)
Parking Spaces in Garages A4.6.3

GRAB BARS (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)

GRP TINGS (See GROUND & FLOOR SURFACES)

GRIPPING SUFtFACF3 (See HAIVRAII.Z, GRAB BARS & TUB & FlIOWER SEATS)

GROUND & FLOOR SURFACES A4.5
Accessible Route: Surface Textures 43.6
AP-embly Areas: Surfaces 4.33.4
...arpet (See C.A^PET)
Changes in Levels 4.52
Clear Floor or Ground Space for Wheelchairs 4.2.4.3
Curb Ramp i.Jrfaces 4.7.4
Dwelling;, Units: Minimum Requirements 4.34.2(2)
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Hearing impaired

GRAIN!) G FLOOR SURFACES (CONTINUED)
.tors: Floor Surfaces 4.10.10

..iratings 4.5.4

Minimum Number. New Construction 4.1.2(3)

Minimum Number. Sites & Exterior Facilities 4.1.1(4)

Outdoor Ramp Conditions 4.8.8

Outdoor Stairs Conditions 4.9.6

Street & Sidewalk Surfaces 4.5.1, 4.5.4

HALL CALL BUTTONS & LANTERNS (See ELEVATORS)

HAND-HELD SHOWER UNITS (See SHOWER SPRAY UNITS)

HANDRAILS. GRAB BARS & TUB & SHOWER SEATS 4.26. M.26

Adaptable Batht,oms 4.34.3, 4.34.4(2), 4.34.5, 4.34.5.2(3), 434.5.4(3), 4.345.5(3), A4.34.5
Bathtub Grau Bars & Se; As 4.20.3, 4.20.4
Bathtubs in Dwelling Units: Seats S Grab Bars 4.34.5.4(2), (3)

Eliminating Hazards 4.26.4

Gripping Surfaces 4.8.5(4), 4.9.4(4), (5), 4.17.6, 4.26.2

Handrails at Ramps 4.8.5, A4.8.5

Handrails for Stairs 4.9.4, A4.8.5

Minimum Number: Alterations 4.1.6(4Xb)

Minimum Number. Dwelling Units 4.34.2(12), 4.34.5, 4.34.5.2(3), 4.34.5.4, 4.34.5.5
Minimum Number. Grab Bars 4.16.1, 4.16.4, 4.17.1, 4.17.6, 4.20.1, 420.4, 4.21 1, 4.21.4
Minimum Number. Handrails 4.8.1, 4.8.5, 4.9.1, 4.9.4
Minimum Number. Shower Seats 4.20.1, 420.3, 4.21.1, 4.21.3
Post Office Lobby Handrails 9.2(2)

Stabs: Seats & Grao Bars 4.21.3, 421.4
owers in 1.)weffing Units 4.34.5.5(2), (3)

Size & Spacing of Grab Bars & handrails 4.26.2, A4.26.2

Structural Strength 4.26.3

Toilet Stalls: grab Bars 4.17.6

Water Closet Grab Bars 4.16.4, A4.16.4
Water Closets in Dwelling Units: Grab Bars 4.34.5.2(3)

HARDWARE (See CONTROLS & OPERATING MECHANISMS)

HAZARDOUS AREAS (See TACTILE WARNINGS)

HAZARDOUS VEHICULAR AREAS (See TACTILE WARNINGS)

HAZARDOUS OCCUPANCY

Occupancy Classification: Factory Industrial 4.1.4(7)

Occupancy Classification: Hazardous 4.1.4(8)

Occupancy Classifica',..m: Storage 4.1.4(12)

HEAD ROOM

Mcessible Route. 4.3.5

Protruding (15)ects 4.4.2

HEALTH CARE 6.

Doors to Patie- Bedrooms (See DOORS)
Entrances (See ENTRANCES)
Entry Doors to Acute Care Hospital Rooms (See DOORS)
Hospitals 4.1.4(9)(0), 4.13.6

Long-term Care Facilities 4.1.4(9)

Minimum Number. New Construction 4.1.2(13)

Minimum Number. Sites C7 Exterior Facilities 4.1.1 (5)( e)

Occupancy Classification: Business t 1.4(5)

Occupancy Classification: Institutional 41.4(9), (a), (b)
Outpatient Facilities 4.1.1(5)(e), 4.1.4(5), (9)(b)

Patient Bedroom., 6.3

Patient Toilet !Zooms 6.4,

HEARING IMPAIRED

Auxiliary Alarms (See ALARMS)
Dwelling Unit Consumer Information 4.34.4(3), (4)
Equipment for Hearing Impaired 4.28.2, 4.28.3, 4.28.4, 4.31.5, 4.3 .,3), (4), A4.31.5

Listening Systems (See LISTENING SYSr:-MS)
Minimum Number: New Construction 4.1.2( 16)(b), (18)(b)
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Hearin', Impaired

HEARING IMPAIRED (CONTINUED)

Telephones 4.31.5, A4.31.5
Visual Alarms (See ALARMS)

HINGED DOOR (See DOORS)

HISTORIC PRESERVATION 4.17
HOSPITALS (See HEALTH CARE)

HOUSING (See also DWELUNG UNITS)

Definition of 3.5
Minimum Number. Additions (Reserved) 4.1.5(5)
Minimum Number. Housing 4.1.3
Minimum Number. Sites & Exterior Facilities 4.1.1(5)(d)
Occupancy Classification: Military Exclusions 4.1.4(2)(a)
Occupancy Classification: Military Housing 4.1.4(3)
Occupancy Classification: Residential 4.1.4(11)

ILLUMINATION LEVELS (See ELEVATORS; SIGNAGE)

INCISED & INDENTED CHARACTERS (See SIGNAGE)

INSTITUTIONAL OCCUPANCY

Occupancy Classification: Institutional 4.1.4(9)
Occupancy Classification: Residental 4.1.4(11)

INTERCOMMUNICATION SYSTEMS (See EMERGENCY COMMUNICATION SYSTEMS)

INTERNATIONAL SYMBOL OF ACCESSIBIUTY

Minimum Number. Sites & Exterior Facilities 4.1.1(7)
Parking & Passenger Loading Zones: Signaqe (See eARKING & PASSENGER LOADING ZONES)
Symbol of Accessibility 430.5

INTERSECTIONS (See CURB RAMPS)

INTERIOR HINGED DOORS (See DOORS)

INTERIOR SIGNAGE MOUNTING HEIGHT & LOCATIONS (See SIGNAGE)

JAILS (See COPRECTIONAL FA-.ILMES)

KITCHENS (See also DWELLING cirirrs) 4.34.6. M.34.6
Adaptable Features: Consumer Information
Base Cabinets
Cabinets
Clear Floor Space
Clearance
Controls (See CONTROLS & OPERATING MECHANISMS)
Counter Work Surfaces
Dishwashers
Height of Work Surfaces
Kitchen Storage
Minimum Requirements
Ovens
Ranges /Cooktops
Refrigerator/Freezers
Sinks (See SINKS)

KITCHEN STORAGE (See KITCHENS)

KNEE & TOE CLEARANCES

4.34.4(1), (3), (4)
4.34.4(1),(3),(4), 4.34.6.1, 4.34.6.4(2), 4.34.6.10(2), A4.34.6.5(5), A4.34.6.10

4.34.2(8), 434.4(1),(3),(4), 4.34.6.10
4.34.6.2

434.6.1, A4.34.6.1

4.34.6.4
4.34.62, 4.34.6.9

4.34.4(1), 0), 4.34.6.4, (1)
4.34.6.10, (1), (2), A4.34.6.10

4.34.2(13), 4.34.6
4.34.6.6, 4.34.6.7, A4.34.6.7
4.34.6.2, 4.34.6.6, M.34.6.6

434.6.2, 4.34.6.8, (1),(2), A4.34.6.8

Clear Knee Space 4.2.4.1, 4.15.5, (1)
Drinking Fountains: Knee Clearance 4.15.5(1)
Lavatories 6 Mirrors 4.19.2
Seating, Tables & Work Surfaces 4.32.2, 4.32.3
Sinks: Knee Clearance 4.24.3
Sinks: Knee Clearance in Dwelling Units 4.34.63(7), A4.34.6.5
Toilet Stalls: Tr - Clearance 4.17.4

KNURLING (See \C11LE WARNINGS)
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Military

LANDINGS (See RAMPS)

LAUNDRY FACILITIES (See DWELLING UNITS)

LAVATORIES & MIRRORS 4.19, A4.19

Adaptability: Consumer Information 4.34.4(1)
Builin Lavatories 4.19.1
Bathrooms, Bathing Facilities & Shower Rooms: Clear Floor Space 4.233
Clear Floor Space 4.193
Dwelling Units: Lavatory, Mirrors & Medicine Cabinets 4.34.5.3
Exposed Pipes & Surfaces 4.19.4
Faucets (See FAUCETS)
Height & Clearances 4.19.2
Knee & Toe Clearances (See KNEE & TOE CLEARANCES)
Lavatory Fixtures 4.19.5, 4.22.3, 4.233
Lavatory Height 4.19.2
Lavatory Vanities 4.19.1

Minimum Number. Alterations 4.1.6(4)(e)
Minimum Number. Lavatories & Mirrors 4.19.1, 4.226, 4.23.6
Minimum Requirements: Dwelling Units 4.34.2(12)
Mirrors 4.1.4(12), 4.19.6, A4.19.6
Toilet Rooms 4.22.6

LIBRARIES 8.

Card Catalogs 8.4
Checkout Areas 83
Minimum Number &I, 3.2
Public Toilet Rooms (See TOILET ROOMS)
Occupancy Classification: Assembly 4.1.4(4)
Reading & Study Areas 8.1.2
Stacks 8.1, 8.4, 8.5

LIFTS (See PLATFORM LIFTS)

LISTENING SYSTEMS (See Aso AUDIOAMPLIFICATION SYSTEMS)

Minimum Number. New Construction 4.1.2(18)(b)
Placement of Listening Systems 4.33.6, A4.33.6
Types of Listening Systems 4.33.7, A4.33.7

LIVING ROOMS (See DWELLING UNITS)

LOCKER ROOMS (See PERFORMING AREAS; POS1 L FACILITIES)

LONGTERM CARE FACILITIES (See HEALTH CARE)

MANEUVERING CLEARANCES AT DOORS (See DOORS)

MARKED CROSSINGS (See (.. lB RAMPS)

MECHANICAL ROOMS

Minimum Number Additions 4.1.5(4)
Minimum Number. Akerations 4.1.6(1)(g)
Minimum Number. New Construction 4.1.2(5)
Occupancy Classification: General Exceptions 4.1.4(1)

MEDICINE CABINETS (See BATHROOMS, BATHING FACT! ^;1-.S & SHOWER ROOMS; DWELLING UNITS)

MEETING ROOMS (See ASSEMBLY AREAS)

MERCANTILE 7.

Checkout Aisles 7.3
Minimum Numbed; New Construction 7.1

Occupancy Classification: Mercantile 4.1.4(10)
Security 3ollarcis (See EGRESS)
Service Counters 7.2

MERCANTILE OCCUPANCY 4.1.4(10)

MILITARY

Occupancy Classification: Military Exclusions , 1.4(2), (a), (b), (c)
Occupancy Classification: Military Housing 4.1.,0)
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Minimum Number

MINIMUM NUMBER (See also MINIMUM REQUIREMENTS) 4.1
Minimum Number. Additions
Minimum Number. Alterations
Minimum Number. Bathing & Shower Facilities
Minimum Number. Controls & Dispensers
Minimum Number. Historic Preservation
Minimum Number. Housing
Minimum Number. Lavatories & Mirrors
Minimum Number. Medicine Catinets
Minimum Number. New Construction
Minimum Number. Sites & Exterior Facilities
Minimum Number. Urinals
Minimum Number. Water Closets

4.1.5
4.1.6

4.23.8
4.22.7, 4.23.7

4.1.7
4.13

4.22.6, 4.23.6
4.23.9
4.12
4.1.1

4.22.5, 4.23.5
4.22.4, 4.23.4

MINIMUM REQUIREMENTS (See DWELLING UNITS; KITCHENS)

MIRRORS (See LAVATORIE3 & MIRRORS)

MULTISTOPY BUILDING

Minimum Number. New Construction

NEW CONSTRUCTION

Minimum Number. New Construction
Minimum Number. Sites & Exterior Facilities
Minimum Slope of Ramps: New Construction

NOSINGS (See STAIRS)

OCCUPANCY CLASSIFICATIONS (See also Specific

OUTDOOR RAMPS (See RAMPS)

OUTDOOR STAIRS (See STAIRS)

OUTPATIENT FACILITIES (See HEALTH CARE)

OVENS (See KITCHENS)

PARALLEL APPROACH (See REACH RANGES)

PARKING & PASSENGER LOADING ZONES

4.1.2(5)

4.1.2
4.1.1
4.82

Classification) 4.1.4

Accessible Rou'.: Locations
Employee Parking. Minimum Number
Entrances
Health Care
Historic Preservation: Applicability
Libraries
Location
Minimum Number: Alterations:
Minimum Number. New '.:onstruction
Minimum Number: Sits s & Exterior Facilities.
Minimum Requksemmnts: Parking in Dwelling Units
Occupancy Classification: Military Exclusions: Parking
Occupancy Classification: Military Housing: Parking
Parking Lots: Minimum Number
Parking Spaces
Parking Spaces: Minimum
Passenger Loading Zones
Passenger Loading Zones:
Signage
Vertical Clearance
Visitor Parking: Minimum Number

4.6. M.6
4.3.2(1)

4.1.1(5)(a), (e), (1), (3)
4.6.2, 4.6.3, 4.14.1

6.2
4.1.7(1)(b)

8.1
4.62

4.1.6(3)(c11(i)
4.12(8)

4.1.1(1), (5)
4.34.2(4)

4.1.4(2)0)
4.1.4(3)

4.1.1(5Xa)
4.1.1(1), (7)(a), 4.6.3, A4.6.3

Number 4.1.1, (5)(a), (c), (d), (i)(ii), (e), (i)(ii)(iii), 7(a)
4.1.1(1), (7)(b), 4.6.5

Minimum Number 4.1.1(5)(b)
4.6.4
4.6.6

4.1.1(5)(a), (d)(3), (e)

PASSING SPACE (See CLEARANCES FOR WHEELCHAIRS)

PATIENT BEDROOMS (See HEALTH CARE)

PATIOS (See DWELLING UNITS)

PERFORMING AREAS

Access to Performing Arts
Dressing Rooms

82

4.33.5
433.5
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Reach Ranges

PERFORMING AREAS (CONTINUED)

Minimum Number 4.33.1

Minimum Number. Alterations 4.1.6(4)(f)(ii)

Stages 4.29.3, 4.33.5

PHYSICALLY HANDICAPPED

Definition of 3.5

PLATFORM LIFTS 4.11, A4.11

Accessible Route Changes in Levels 4.10.1

Minimum Number. Alterations 4.1.6(b)
Minimum Number. New Construction 4.1.2(5)

Wheelcher Lifts 4.10.1

POSTAL FACILITIES 9., A9.2

Attendance-Recording Equipment 9.6

Employee TollPt Rooms (See TOILET ROOMS,
Handrails (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Letter Drops Customer Service Desks Tables or Counters 92
Locker Rooms 9.5
Post Office Boxes 9.4

Post Office Le 5Ies 9.2

Sdf-Sevice PL...tal Centers 9.3
Switches & Controls (See CONTROLS & OPERATING MECHANISMS)

POWERASSISTED DOORS (See DOORS)

PRISONS (See COPRECT1ONAL FACILITIES)

PROTRUDING OBJECTS 4.4, A4.4

Head Room 4.42
Minimum Number. New Construction 4.1.2(2)
Minimum Number. Sites & Exterior Facilities 4.1.1(3)
Telephones 4.31.4

PUBLIC TELEPHONES (See TELEPHONES)

PUBLIC STREETS & SIDEWALKS (See STREETS & SIDEWALKS)

RAISED CHARACTERS (See SIGNAGE)

RAMPS (See also CURB RAMPS) 4.8, A4.8

Accessible Routes Changes in levels 4.3.8

Accessible Routes: Sites A4.3.1(2)

Clear Width 4.8.3

Cross Slope 3.5, 4.3.7, 4.8.6, A4.5.1

Definition of 3.5

Edge Protection 4.8.7

Handrails (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Historic Preservation Applicability 4.1.7(1 )( b)

Landings 4.8.4, 4.8.7

Minimum Number. Alterations 4.1.6(1)(b)

Minimum Number Historic Preservation 4.1.7(2)(a)

Minimum Number. New Construction 412(5)
Outdoor Conditions 4.8.8

Running Slope 3.5, 4.3.7, M.3.1(2)
Rise 4.8.2, 4.8.5, M.8.2
Slopes 4.1.6(4)(a), 4.1.7(2)(a), 4.5.2, 4.6.3, 4.6.5
Surfaces (See GROUND & FLOOR SURFACES)

RAN3ES/COOKTOPS (See KITCHENS)

REACH RANGES

Forward Approach (See also Approach to Specific Element) 4.2.4.1, 4.2.5

Foi ward Reac; 4.2.5, A4.23
Minimum Number. New Construction; Reach Ranges 4.1.2(161(a)

Parallel Approach (See also Approach to Specific Element) 4.2.4.1, 4.2.6

Reach Obstructions 4.2.5, 4.2.6

Side Reach .. 4.2.6
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Reading & Study Areas

READING 6 STUDY AREAS (See LIBRARIES)

RECESSED CHARACTERS (See ELEVATORS)

REFLECTING POOLS (See TACTILE WARNINGS)

REFRIGERATOR/FREEZERS (See KITCHENS)

RESIDENTIAL OCCUPANCY

RESTAURANTS/CAFETERIAS

Displays See DISPLAYS)
Food Service Lines 52
Minimum Number

5.1
Occupancy Classification: Assembly 4.1.4(4)
Tableware Areas 53
Vending Machines 5.4

REVOLVING DOORS & TURNSTILES (See DOORS)

RISE (See RAMPS)

RUNNING SLOPE (See RAMPS)

SEATS (See FIXED OR BUILT-IN SEATING; SEATING, TABLES & WORK SURFACES; HANDRAILS, GRAB BARS,
TUB & SHOWER SEATS)

SEATING SPACES (See also FIXED OR BUILT-IN SEATING; SEATING, TABLES & WORK SURFACES)

SEATING, TABLES & WORK SURFACES (See FIXED OR BUIL1 IN SEATING) 4.32, M.32
Bathtub Seats (See HANDRAILS, GRAB BARS & TUB 6 SHOWER SEATS)
Bathtub Seats in Dwelling Units (See DWELLING UNITS)
Counter Work Surfaces in Kitchens (See KITCHENS)
Fixed Seats for Telephones (See TELEPHONES)
Letter Drops, Customer Service Desks, Tables'or Counters (See POSTAL FACILMES)
Height of Work Surfaces 4.32.4, A4.32.4
Knee Clearance (See KNEE & TOE CLEARANCES)
Library Seating & Tables 82
Minimum Number. Alterations 4.I.6(3)(d)(vi), (4)(t)(i)
Minimum Number: New Construction 4.1.2(17), (18)
Placement of Wheelchairs in Seating Areas (See ASSEMBLY AREAS)
Ranges & Cooktop Surfaces (See KITCHENS)
Restaurant Seating

5.1
Seating Spaces 4.322
Shower Seats (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Shower Seats in Dwelling Units (See DWELLING UNITS)

SECURITY BOLLARDS (See EGRESS)

SELF-SERVICE POSTAL CENTERS (See POSTAL FACILITIES)

SERVICE COUNTERS (See MERCANTILE)

1ERVICE ENTRANCES (See ENTRANCES)

SHOWER FACILITIES /SHOWERS (See BATHROOMS, BATHING FACILITIES & SHOWER ROOMS; DWELLING UNITS)
SHOWER SPRAY UNITS

Bathubs: Fixed or Hand-held Shower Units 4.20.6
Dwelling Units: Fixed or Hand-held Shower Units 4.34.5.4(5), 4.34.5.5(5)
Shower Stalls: Fixed or Hand-held Shower Units 421.6

SHOWER STALLS 4.21
Controls (See CONTROLS & OPERATING MECHANISMS)
Curbs in Shower Stalls 4.21.7, A4.21.1
Handrails (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Shower EnclJsures 4.21.8
Shower Seats (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)

INVIIllf

4.1.4(11)

5.

SIDE REACH (See REACH RANGES)

SIDES OF CURB RAMPS (See CI .3 RAMPS)

SIDEWALKS (See STREETS & SIDEWALKS)
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SIGNAGE

Character Proportion
Color Contrast
Definition of
Directional Signs
Historic Preservation: Applicability
Incised or Raised Characters
Indented Characters
Interior Signage Mounting Height
Interior Signage Mounting Locations
Illumination Levels
Minimum Number. Historic Preservation 4.1.7(2)(b),(e)
Minimum Number. New Construction 4.1.2(15), (16)(a)
Parldng & Passenger Loadir,g Zones: Signage 4.6.4

Stroke Width 4.30.2, 4.30.4, M.30.2
Symbol of Accessibility (See INTERNATIONAL SYMBOL OF ACCESSIBILITY)

SINKS 4.24

Adaptability Consumer Information 4.34.4(1), (4), (5)

Clear Floor Space 4.24.5

Depth of Sink Bowl 4.24.4, 4.34.63(3)
Exposed Pipes & Surfaces 424.6
Faucets (See FAUCETS)
Height 424.2, 4.34.4(1), (5), 4.34.6.5(1)
Sinks in Dwelling Units 4.34.6.5, A4.34.f 1, .5
Sink Knee Clearance (See KNEE & TOE CLEARANCES)

SITES & EXTERIOR FACILITIES 4.1.1

Definition of (See Site) 3.5

SLEEPING AREAS (See DWELLING UNITS)

SLEEPING ACCOMMODATIONS (See also DWELLING (NITS; HEALTH CARE)

Auxiliary Alarms (See ALARMS)
Minimum Number. New Construction 4.1.2(13)
Occupancy Classification: Residential 4.1.4(11)

SLIDING DOORS (See DOORS)

SLOPES (See RAMPS)

SPACES (See ELEMENTS & SPACES)

STACKS (See LIBRARIES)

STAGES (See PERFORMING AREAS)

STAIRS 4.9

Accessible Route Changes in Levels 4.3.8
Ground & Floor Surfaces 4.5.1, A4.5.1

Handrails (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Minimum Number. Alterations 4.1.6(1)(b), (d), (4)(b)
Minimum Number. New Construction 4.1.2(4)

Nosings 4.9.3

Outdoor Stairs 4.9.6

Ramps: General A4.8.1, M.8.5
Risers 4.9.2, 4.9.3, 4.9.4(2)

Steps 4.9.2

Tactile Warnings at Stairs (See TACTILE WARNINGS)
Treads 4.9.2

STEPS (See STAIRS)

STORAGE 4.25

Clothes Rods 4.25.3

Clear Floor Space 4.25.2

Fixed Storage Facilities 4.25.1

Height 4.25.3
Hardware (See CONTROLS & OPERATING MECHANISMS)
Kitchen Storage (See KITCHENS)

Storage

4.30, A4.30

4.10.5, 4.30.2, 4.30.4, M.30.2, M.30.4
4.30.3, M.30.3

3.5
4.1.7(2)(b)
4.1.7(1)(b)

430.4, M.30.4
4.30.4, .^.430.4

4.1.7(2)(e), 4.30.6
4.1.2(15), (16), 4.1.7(2)(e), 4.30.6, M.30.1

M.30.1
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Storage

STORAGE (CONTINUED)

Minimum Number. Additions 4.1.5(4)
Minimum Number. Alterations 4.1.6(3)(d)(iii)
Minimum Number. New Construction 4.1.2(11)
Occupancy Classification: Business 4.1.4(5)
Occupancy Classification: Hazardous 4.1.4(8)
Occupancy Classification: Storage 4.1.4(12)
Storage Cabinets 4.1.2(11), 4.1.4(12), 4.25.1
Storage in Dwelling Units (See DWEWNG UNITS)

STORAGE OCCUPANCY 4.1.4(12)
STREETS & SIDEWALKS

Accessible Route General 4 1.1
Accessible Route Location 4.3.2(1)
Curb Ramps: Islands 4.7.11
Curb Ramp Transitions 4.72
Definition of (See Common Use Public Use, Vehicular Way, Walk) 3.5
Entrances 4.14.1
Gratings 4.5.4
Minimum Number. New Construction 4.1.2(8)
Minimum Number. Sites & Exterior Facilities 4.1.1(1)
Minimum Requirements Dwelling Units 4.34.2(1)
Occupancy Classification: Military Housing 4.1.. .(3)
Outdoor Conditions 4.8.8, 4 9.6
Tactile Warnings on Walking Surfaces (See TACTILE WARNINGS)
Surfaces (See GROUND & FLOOR SURFACES)
Walks

STROKE WIDTH (See SIGNAGE)

STRUCTURALLY IMPRACTICABLE/STRUCTURAL IMPRACTICABILITY

Definition of 3.5
Minimum Number. Alterations 4.1.6(2),(3), (4)(c)(ii), (e), (f)(i), (ii)
Toilet Stalls Exception 4.17.3

4.3.4

STRUCTURAL REINFORCEMENT (See DWEWNG UNITS)

STRUCTURAL STRENGTH (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)

SURFACE TEXTURES (See TACTILE WARNINGS)

SYMBOL OF ACCESSIBILITY (See INTERNATIONAL SYMBOL OF ACCESSIBILITY)

TABLES (See SEATING, TABLES & WORK SURFACES)

TABLEWARE AREAS (See RESTAURANTS)

TACTILE CONTROL INDICATORS (See ELEVATORS)

TACTILE WARNINGS 429
Definition of (See also Tactile) 3.5
Elevators: Tactile & Visual Control Ind,',ators
Knurling

4 10.12(2)
429.3

Minimum Number. New Construction 4.12(14)
Tactile Warnings at Hazardous Vehicular Areas (Reserved) 4.29.5, A4.29.5
Tactile Warnings at Reflecting Pools (Reserved) 4.29.6
Tactile Warnings at Stairs (Reserved) 4.9.5, 429.4
Tactile Warnings on Doors to Hazardous Areas 4.293, 4.29.7
Tactile Warnings on Walking Surfaces (Reserved) 4.29.7
Textured Surfaces 4.29.3, 4 29.7
Waming Tatum on Curb Ramps (Reserved) 4.7.7

TAXI STANDS

Minimum Number. New Construction 4.1.2(8)

TELEPHONES 431
Clear Floor Space 4.312
Fixed Seats 431.2
Mounting Height of Operable Equipment 4313, A4313
Minimum Number. Alterations 4.1.6(3XdXv)
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Urinals

TELEPHONES (CONTINUED)

Minimum Number. New Construction 4.1.2(16)

Occupancy Classification: Business 4.1.4(5)

Occupancy Classification: General Exceptions 4.1.4(1)

Protruding Objects 4.4.1

Public Telephones 4.1.2(16), 4.31.1

Push Button Controls 4.31.1

Telephone Banks 4.1.2(16)(a)

Telephone 8°01(3/Directories 4.31.7

Telephone Cord Length 4.31.8

Telephone Cord Length in Elevators 4.10.14

Volume Controls 4.1.2(16) (b), 4.31.5, A4.33.7

TELEPHONE BANKS (See TELEPHONES)

TERRACES (See DWELLING UNITS)

TRAFFIC ISLANDS (See CURB RAMPS)

THRESHOLDS AT DOORWAYS (See DOORS)

TOE CLEARANCE (See KNEF & TOE CLEARANCES)

TOILET FACIUTIES (See TOILET ROOMS)

TOILET ROOMS 4.22

Bathrooms in Dwelling Units (See DWELLJNG UNITS)
Clear Floor Space 4.22.3

Controls (See CONTROLS & OPERATING MECHANISMS)
Doors (See DOORS)
Employee Toilet Rooms Postal Facilities 9.1

Historic Preservation: Applicability 4.1.7(1)(b)

Lavatories & Mirrors (See LAVATORIES & MIRRORS)
Minimum Number. Additions 4.1.5(3)

Minimum Number. Alterations 4.1.6(3)(c)(q, (ii), (4)(e)

Minimum Number. Historic Preservation 4.1.7(2Xc)

Minimum Number. New Construction 4.1.2(10)

Minimum Number. Sites & Exterior Facilities 4.4.1(6), (7)

Patient Toilet Rooms (See HEALTH CARE)
Public Toilet Rooms: Libraries 8.1

Unisex Toilets 4.1.6(4)(e), 4.1.7(2)(c)

Urinals (See URINALS)
Water Closets (See WATER CLOSETS)

TOILET STALL (See also DOORS) 4.17, A4.17

Grab Bars (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Toilet Stall Doors (See DOORS)
Toilet Stalls in Bathrooms, Bathing Facilities & Shower Rooms 4.23.4

Toe Clearance (See KNEE & TOE CLEARANCES)
Seats (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Water Closets in Toilet Stalls 4.16, 4.17.2, 4.22.4

TRANSIT FACILITIES
Minimum Number : Alterations: Transit Facilities 4.1.6(1)(b)

Minimum Number. New Contstruction 4.1.2(8)

TREADS (See STAIRS)

TURNSTILES (See DOORS)

UNCURBED INTERSECTIONS (See CURB RAMPS)

UNOBSTRUCTED TURNING SPACES (See CLEARANCES FOR WHEELCHAIRS)

URINALS 4.18

Clear Floor Space 4.18.3

Controls (See CONTROLS & OPERATING MECHANISMS)
Height ...18.2

Minimum Number. Bathrooms, Bathing Facilities & Shower Rooms 4.23.5

Minimum Number. Toilet Rooms 4.22.5

Shields 4.18.3

Urinals In Toilet Rooms 4.225
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Utility & Miscellaneous Occupancy

'JTILYTY & MISCELLANEOUS OCCUPANCY 4.1.4(13)
VANITIES (See LAVATORIES & MIRRORS)

VANS

Parking Spaces
4.1.1(5)(c), 4.6.3, A4.6.3Vertical Clearance

4.6.6
VEHICULAR AREAS/WAYS

Definition of (See also Marked Crossing, Site Improvement)
3.5Built-up Curb Ramp Location (See CURB RAMPS

Tactile Warnings at Hazardous Vehicular Areas (See TACTILE WARNINGS)

VENDING MACHINES (See RESTAURANTS; POSTAL FACILITIES)

VERTICAL ACCESS

Definition of (See Entrance)
3.5Minimum Number. Alterations

4.1.6(b)Minimum Number. New Construction 4.12(8)Vertical Access Equipment
4.1.6(b)

VERTICAL CLEARANCE (See PARKING & PASSENGER LOADING ZONES)

VISITOR PARKING (See PARKING & PASSENGER LOADING ZONES)

VISUAL ALARMS (See ALARMS)

VISUAL CONTROL INDICATORS (See ELEVATORS)

VOLUME CONTROLS (See TELEPHONES)

WALKS (See STREETS & SIDEWALKS)

WARNING TILICTURES (See TACTILE WARNINGS)

WASHINC4 MACHINES (See DWEWNG UNITS)

WATER CLOSETS 4.16, A4.16
Bathroom* Bathing Facilities & Shower Rooms with Water Closets 423.2, 4.23 4Clear Floor Space 4.162
Controls (See CONTROLS & OPERATING MECHANISMS)
Floor-mounted Water Closets

4.1'7.3
Grab Bars (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Height of Water Closets

4.16.3, 4.17.3, A4.16.3
Minimum Number. Alterations

4.1.6(41(e)
Seats (See HANDRAILS, GRAB BARS & TUB & SHOWER SEATS)
Toilet Rooms with Water Closets

4.22.3, 4.22.4
Toilet Stalls with Water Closets

4.17.2, 4.17.3
Wall-mounted Water Closets

4.17.3
Water Closets in Dwelling Units (See DWELLING UNITS)

WHEELCHAIR UFTS (See PLATFORM UFTS)

WHEELCHAIR MANEUVERING. PASSING & TURNING CL EA.RANIMS (See CI .E# RANCES FOR WHEELCHAIRS)
WINDOWS (Reserved) 4.12
WORK SURFACES (*_ee SEATING, TABLES & WORK SURF .CES)
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NOTE

This document has been pl.hlished as a joint c fort by the four

standard-setting agencies (General Services Administrate n,

Depa.,ment. of Defense, Department of Housing and Urban

Development, and U.S. Postal Service) and the Architectuial and

Transportation Barriers Compliance Board.
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